State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

LMA District Cover Sheet
Spring 2016 Levee Inspection Results

Sacramento Maintenance Yard Maintenance Area 0009

Spring Summer ** Fall Winter *x
(March - May) (June - August) (September - November) (December - February)

* Overall LMA Rating (Fall Only)

** Non-receipt of Summer or Winter Inspection Reports may effect overall annual rating.

*
SPRING INSPECTIONS: Overall maintenance ratings are not determined for the spring inspection results. Individual maintenance
deficiencies are rated using the same criteria in the spring and in the fall.

FALL INSPECTIONS: The overall maintenance rating shown above is based on operation and maintenance deficiencies identified
within the attached unit inspection reports. This rating is not intended to be an indiction of risk.

Comments

Tuesday, May 31, 2016 13:27



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Unit Cover Sheet
Spring 2016 Levee Inspection Results

Sacramento Maintenance Yard Maintenance Area 0009

Waterway Bank | Unit Miles
Unit No. 01 Sacramento River Left 19.35
Spring Summer (September - November) Winter
(March - May) (June - August) Fall (December - February)

Unit Maintenance Rating
(Fall Only)

Date of Inspection 4/27/2016 - 5/12/2016
DWR Inspector Jai Lor

Accompanied By

Summer & Winter Inspections

The Local Maintaining Agency (LMA) is responsible for summer and winter inspections. The LMA

is required to submit a report regarding summer and winter inspections to the California
Department of Water Resources (DWR).

DWR must be informed on the:

a) completion of the inspection

b) any changes other than the results of normal maintenance
¢) corrections to deficiencies noted in this report

If additional items are noted, further documentation of those items must also be submitted.

The LMA should submit this information to DWR using the LMA web application tool available at:

http://cdec.water.ca.gov/Ima.html

If the LMA is unable to submit information on this webpage, please contact DWR for assistance.

The LMA should submit the information and any associated documentation by September 30 for

summer inspections and March 31 for winter inspections.

Tuesday, May 31, 2016 13:27

MAO0009



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

04/27/2016 Jai

Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

No Photos
Earthen Levee

Operations & Maintenance
Manuals

DWR_MAQ009 01 s _ 2013 24

The Sacramento Maintenance Yard has the levee manuals.

No Photos
Earthen Levee

Emergency Supplies &
Equipment

DWR_MAQ0009_01_s _ 2013 _32

The Sacramento Maintenance Yard maintains a stockpile of flood
response material.

No Photos
Earthen Levee

Flood Preparedness & Training

DWR_MA0009_01_s _ 2013 48

The Sacramento Maintenance Yard has a written flood response plan
and flood response training.

Tuesday, May 31, 2016 13:29 FINAL DATA Page 1 of 211



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r

LM Start 0.00 Rating ** A Issue No. 284
LM End 0.47 Issue Type + Ma | Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.541006 ° 38.535658|°
Item

o

-121.511471° -121.516798

DWR ID DWR_MAQ009 _01_s _ 2016_284
Comment Code

V1 : Control annual grass and weeds on the levee slopes and
easements.

Inspector Comment
LMA has maintained levee slope.

Photo 1 of 1 : SP_2016_MAO0009_201_284_20160429_00509.jpg

S ¢ s 4

View of the vegetation on the waterward side of the levee looking
downstream. Spring 2016.

LM Start 0.37 Rating ** M Issue No. 286
LM End 0.37 Issue Type+ Ma  Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Trim / Thin Trees 38.536875° 38.536875°

o

-121.515533°  -121.515533

DWR ID DWR_MAQ009 _01_s _ 2016_286
Comment Code

T1: Trim trees to at least five feet above ground level.

Inspector Comment

0160429_00510.jpg

4

Photo 1 of 1 : SP_2016_MA0009_201_286_2

View of the trees n the watérw
downstream. Spring 2016.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

C: Corrected

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 0.39 Rating ** M Issue No. 1
LM End ' 0.46 Issue Type + Ma | Location * WS
Supplemental PS Lati Longi
Category pp! GPS Latitude/Longitude
Start End
2015 USACE Erosion Survey, 38.536756 ° 38.536036 °

o

Item
DRAFT -121.516107°  -121.517087

DWR ID DWR_MAQ009 01_s _2016_1
Comment Code

Inspector Comment

1997 - Large cottonwoods on slope. 2003 - Some minor sloughing.
2004 - New sediment deposition on the downstream end. 2007 - New
dock was installed without notification to USACE and halted the
planned repair due to ROW issues. 2015: Minor new erosion at toe.
[2015 Site ID: SAC_55-5_L]

Photo 1 of 1 : SP_2016

MAO0009_201_1_20160304_00001.jpg
VLS

USACE 2013 Photo #1

LM Start 0.40 Rating ** M Issue No. 281
LM End 0.40 Issue Type + Ma  Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Trim / Thin Trees 38.536556|° 38.536556|°

Item

o

°  -121.515990

-121.515990
DWR ID DWR_MAQ009 01 _f_2015 281
Comment Code

T1: Trim trees to at least five feet above ground level.

Inspector Comment

&

View of the trees on the waterward side of the levee looking
downstream. Spring 2016.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA

Page 3 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start 0.46 Rating ** U Issue No. 1854
LM End 0.46 |IssueType+ En | Location* WS No Photos
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.535910 ° 38.535910°
-121.516640° -121.516640 °
DWR ID
Comment Code
Inspector Comment
FS_ID:41830
DS_ID:17404
EP_NO: 2536

Repair Type: Urgent

Crossing Status: Not Found

UCIP Comments: Gas line should be located if possible. May require
use of a metal detector.

FIELD_STRUCT_DESC: 2-inch gas line through the levee, 3.0 feet
below the crown (Permit No. 2536).

FS Date: 6/19/2012 7:47:00 AM

LM Start 0.47 Rating ** U Issue No. 1855
LM End 0.47 | IssueType+ En | Location* WS No Photos
Supplemental GPS Latitude/Longitude
Category
Start End
tem DWR UCIP Field Study 38.535790° 38.535790°
-121.516720° -121.516720°
DWR ID
Comment Code
Inspector Comment
FS_1D:41831
DS_1D:17405
EP_NO: 6332

Repair Type: Urgent

Crossing Status: Indicator Found

UCIP Comments: Need to locate utility.

FIELD_STRUCT_DESC: 3/4-inch gasoline through the levee, 1.5 feet
below the crown (Permit No. 6332).

FS Date: 6/19/2012 7:49:00 AM

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA

Page 4 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

Earthen Levee

Animal Control 38.534930 38.534930
-121.517314 -121.517314

DWR_MA0009_01_f_ 2015 282

Al : Exterminate rodents and backfill and compact or grout burrows.

262 (cont)
e ws

Rodents are sighted near the Westin Hotel. Fall 2015.

Tuesday, May 31, 2016 13:29 FINAL DATA Page 5 of 211



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 0.55 Rating ** M Issue No. 1856
LM End 0.55 Issue Type + En Location * WS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.534830 ° 38.534830 °
-121.517530/° -121.517530°
DWR ID
Comment Code
Inspector Comment
FS_ID:47076
DS_1D:18890
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Pipe is open on WS and may need to be removed or
Abandoned in place. Only WS of pipe could be seen.
FIELD_STRUCT_DESC: 1-inch steel pipe through levee, 10.0 feet
below crown. Purpose unknown.

FS Date: 6/19/2012 2:51:00 PM

_SP_
;q !

Photo 1 of 2 : UCIP 2016_47076_8695.
= A T

7%

L

jpg

LM Start 0.55 Rating ** M Issue No. 1856 (cont)
LM End 0.55 Issue Type + En Location * WS
View from WS shoulder. Pipe is at bottom right of tree on WS bank.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA

Page 6 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lf)"r
LM Start 0.66 Rating ** C Issue No. 283
LM End 0.66 Issue Type + Ma Location * LS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
Animal Control 38.534139° 38.534139 °

Item

-121.519348°  -121.519348

DWR ID DWR_MA0009_01_f 2015 283
Comment Code

A3 : No rodents visible, but rodent burrows visible; need to backfill and
compact or grout burrows.

Inspector Comment

o

LM Start 0.66 Rating ** M Issue No. 7
LM End 0.70 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Encroachments 38.534105/° 38.533870

Item

-121.519389°  -121.520134
DWRID DWR_MA0009 01 s 2012 7

Comment Code

Photo

o

o

10f 2 : SP_2016_MA0009_201_7_ 20160304 _00012.jpg

BU : Building
Inspector Comment
Landscaping at the toe of the levee on the landward side of the levee.
Fall 2015.
LM Start 0.66 Rating ** M Issue No. 7 (cont) Photo 2 of 2 : SP_2016_MA0009_201_7_20160429_00512.jpg
LM End 0.70 Issue Type + En Location * LS MiT L ¥ o '_,.-' TS
View of the building on the landward side of the levee. Spring 2016.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA

Page 7 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LM Start 0.67 Rating ** C Issue No. 285
LM End 0.67 Issue Type + Ma Location * WS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
Animal Control 38.534043/° 38.534043/°
Item

o

-121.519579 °  -121.519579

DWR ID DWR_MA0009_01_f 2015 285
Comment Code

A3 : No rodents visible, but rodent burrows visible; need to backfill and
compact or grout burrows.

Inspector Comment

LM Start 0.70 Rating ** M Issue No. 8 Photo 1 of 2 : SP_2016_MAO0009_201_8_20160304_00013.jpg
LM End 0.86 IssueType+ Ma | Location * WS ok -
Supplemental i i
CriEga pp GPS Latitude/Longitude
Start End
2015 USACE Erosion Survey, 38.534144 ° 38.533143°

o

Item
DRAFT -121.520263

DWR ID DWR_MAQO009 01_s_2016_8
Comment Code

°  -121.523010

Inspector Comment

Site previously named 55.1. 2003 - Pockets of toe erosion at low flow
waterline. 2005 - Site renamed 55.2. Still have pockets of erosion but
rock bench at waterline is still present. 2010 - Site extended upstream
due to new erosion. 2011 - Some of the toe rock has failed. The
upper levee slope seems to be slumping. 2012 - Minor new slumping.
2015: No observed changes. [2015 Site ID: SAC_55-2_1]

LM Start 0.70 Rating ** M Issue No. 8 (cont)
LM End 0.86 Issue Type + Ma Location * WS
USACE 2013 Photo #2
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA Page 8 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

No Photos
Earthen Levee

Encroachments 38.533792 38.533792
-121.520439 -121.520439

DWR_MAQ0009_01 f 2015 289

DE : Debris

Earthen Levee

Encroachments 38.533770 38.533770
-121.520452°  -121.520452

DWR_MAQ009 01 s 2012 1251

TR : Tree or limb

e WA S i

View of te limbs ad brush at thé toe of the levee on the Iandwérd side.
Fall 2015.

Tuesday, May 31, 2016 13:29 FINAL DATA Page 9 of 211



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 0.78 Rating ** M Issue No. 295
LM End 0.78 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.533393/° 38.533393/°

o

-121.521479°  -121.521479
DWR ID DWR_MA0009_01_s_ 2015_295

Comment Code

Photo 1 of 1 : SP_2016_MA0009_201_295_20160304_00243.jpg

PR : Prunings
Inspector Comment
View of the prunings at the toe of the landward side of the levee. Spring
2015.

LM Start 0.79 Rating ** M Issue No. 10 Photo 1 of 1 : SP_2016_MA0009_201_10_20160429_00513.jpg
LM End 0.81 |IssueType+ En | Location* LS X . B i

Earthen Levee GPS Latitude/Longitude :
Category

Start End
Vegetation 38.533348 ° 38.533207°
Item

o

-121.521576°  -121.521916

DWR ID DWR_MA0009_01_s _2012_10
Comment Code
V6 : Landscaping

Inspector Comment

Fence and trees are permitted by Permit 12394, but groundcover is not.
Groundcover obstructs visibility.

- e oy )
View of the vegetation on the landward side of the levee looking
downstream. Spring 2016.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA

Page 10 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai

Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LM Start 0.83 Rating ** C Issue No. 201
LM End 0.83 Issue Type + En Location * LS No Photos

Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.533061° 38.533061 °

o

-121.522277°  -121.522277
DWR ID DWR_MA0009_01_f 2015 291
Comment Code

PR : Prunings

Inspector Comment
Issue has been corrected.

LM Start 0.84 Rating ** M Issue No. 12 Photo 1 of 2 : SP_2016_MA0009_201_12_20160304_00020.jpg
LM End 0.85 | IssueType+ En | Location * LS A R, L {
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.533024 ° 38.532944°

Item

o

-121.522367°  -121.522565
DWRID DWR_MA0009 01 s 2012 12

Comment Code

V6 : Landscaping

Inspector Comment

Redwood, pecan, walnut trees, and wrought iron fence are permiited by
Permit 12197. Groundcover is not permitted and obstructs visibility.

LM Start 0.84 Rating ** M Issue No. 12 (cont) Photo 2 of 2: SP_2016_MA0009_201_12_ 20160429 00514.jpg
LM End 0.85 Issue Type + En Location * LS T b 3 b T

View of the groundcover on)the landward side of the levee looking
downstream. Spring 2016.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 EINAL DATA Page 11 of 211




o

-121.522570°  -121.522648
DWRID DWR_MA0009 01 s 2012 13

Comment Code

State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LMStat  0.84 | Rating*™ C  lssueNo. 290
LM End 0.85 ‘ Issue Type + Ma Location * WS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Stat  End
tem Animal Control 38.533029 ° 38.532967 °
-121.522384°  -121.522556°
DWR ID DWR_MA0009_01_f_2015_290
Comment Code
Al : Exterminate rodents and backfill and compact or grout burrows.
Inspector Comment
Issue has been corrected.
LM Start 0.85 ‘ Rating ** M Issue No. ‘ 13 Photo 1 of 1: SP_2016_MA0009_201_13 20160429 00518.jpg
LM End 0.85 ‘ Issue Type + En  Location * LS 71 : (
Earthen Levee GPS Latitude/Longitude i
Category -
Stat  End
tem Encroachments 38.532945° 38.532920 °

RA : Ramp
Inspector Comment
& : g 5
View of the ramp that cuts into the levee slope on the landward side
looking downstream. Spring 2016.
* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

A: Acceptable
M : Minimally Acceptable
U : Unacceptable

C: Corrected

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA

Page 12 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 | Oae720%0 Jal

LMStart ~ 0.85 ‘ Rating ** M Issue No. ‘ 1850
LMEnd 085 IssueType+ En  Location* LS
Supplemental i i
Category pp GPS Latitude/Longitude
Stat  End
tem DWR UCIP Field Study 38.532930 ° 38.532930 °
-121.522610°  -121.522610 °
DWR ID
Comment Code
Inspector Comment
FS_ID:41534
DS_ID:17407
EP_NO: N/A

Repair Type: Non-Urgent
Crossing Status: Found

UCIP Comments: Appears abandoned.
FIELD_STRUCT_DESC: 1.5-inch Electrical conduit through the levee.

Pole on waterward slope.
FS Date: 6/19/2012 7:58:00 AM

Photo 1 of 2 : UCIP_SP_2016_41534_6104.jpg

LM Start 0.85 Rating ** M Issue No. 1850 (cont)
LM End 0.85 Issue Type + En Location * LS
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 | Oae720%0 Jal

LM Start 0.87 Rating ** U Issue No. 292
LM End 0.92 Issue Type + En Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Vegetation 38.532847 ° 38.532504
-121.522872/°  -121.523770

DWR ID DWR_MA0009_01_f 2015 292
Comment Code
V6 : Landscaping

Inspector Comment

Permit 6292-A covers the fence, sprinkler system, a light pole, and
wooden steps. Groundcover is obstructing visibility.

o

o

Photo 1 of 1 : SP_2016_M

SRR T ”‘b

A0009_201_292_ 20160304 _00242.jpg

-

o

View of the landscaping on the waterward side of he levee looking
upstream. Fall 2015.

LM Start 0.88 Rating ** U Issue No. 15
LM End 0.90 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.532730 ° 38.532628
Item

-121.523129°  -121.523406

DWR ID DWR_MA0009_01_s _2012_15
Comment Code
V6 : Landscaping

Inspector Comment

Permit 16347 covers the English ivy groundcover and five ornamental
trees on the landside. Trees are obstructing view and need to be
trimmed.

o

o

Photo 1 of 1 : SP_2016_MAO0009_201_15_20160304_00023.jpg
S AP\ ¢ o e ) v

- A P Y7 wi} 50 7,
View of the groundcover and trees on the landward side of the levee
looking downstream. Fall 2015.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start 0.90 Rating ** M Issue No. 1845 Photo 1 of 2 : UCIP_SP_2016_40523 6122.jpg
LM End 0.90 Issue Type + En Location * LS 1
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.532640 ° 38.532640°
-121.523370°  -121.523370°
DWR ID
Comment Code
Inspector Comment
FS_1D:40523
DS_ID:17727
EP_NO: 4809

ol

Repair Type: Non-Urgent o i - ;
P yp 9 Excessive vegetation on waterside.

Crossing Status: Indicator Found

UCIP Comments: Could not locate service box due to excessive
vegetation (see Pics) Possible electrical conduit crossing at this same
location.

FIELD_STRUCT_DESC: 3/4-inch domestic water supply with valve on
land side.

FS Date: 6/19/2012 2:00:00 PM

IMStat  0.90 | Rating* M | lssueNo. 1845 (cont) Photo 2 of 2 : UCIP_SP_2016_40523_6121.jpg
LM End 0.90 | IssueType+ En | Location* LS B Tt ey g >l

:':;u. - ool %
PN g g, Z 1 €
Excessive vegetation on landside.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA

Page 15 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 0.92 Rating ** M Issue No. 19
LM End 0.93 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.532511 ° 38.532405

Item

-121.523722°  -121.524003
DWR ID DWR_MAQ009_01_s _2012_19
Comment Code

V6 : Landscaping

Inspector Comment

Trim bushes and vines for slope visibility. Landscaping approved by
Permit 17812.

o

o

LM Start 0.94 Rating ** M Issue No. 1777
LM End 0.94 Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.532380/° 38.532380
-121.524080/°  -121.524080
DWR ID
Comment Code
Inspector Comment
FS_1D:5842
DS_1D:18896
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing. Pipe located 1-
foot upstream of stairs on LS slope.

FIELD_STRUCT_DESC: 0.75-inch electric line through the levee, 1.0
foot below the crown.

FS Date: 6/19/2012 9:19:25 AM

o

o

Electri

KEF e

e

cal conduit on LS slope jus

t upstream of stairs.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence

En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA

Page 16 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 0.94 Rating ** M Issue No. 1777 (cont)
LM End 0.94 Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.532380 ° 38.532380/°
-121.524080/°  -121.524080 °
DWR ID
Comment Code
Inspector Comment
FS_1D:5842
DS _1D:18896
EP_NO: N/A

Repair Type: Non-Urgent
Crossing Status: Found

UCIP Comments: No permit identified for this crossing. Pipe located 1-

foot upstream of stairs on LS slope.

FIELD_STRUCT_DESC: 0.75-inch electric line through the levee, 1.0

foot below the crown.
FS Date: 6/19/2012 9:19:25 AM

o §

Light on Eost WS sldb'e at crossm

Photo 2 of 2 : UCIP_SP_2016_5842_8907.jpg

>

g."

SRR

LM Start 0.97 Rating ** M Issue No. 1786 S il 612 S
LM End 0.97 Issue Type + En Location * LS s s
I supplemental ; :
Category pp GPS Latitude/Longitude
Start End
tem |PWR UCIP Field Study 38.532160°  38.532160 °
-121.524660°  -121.524660 °
DWR ID
Comment Code
Inspector Comment
FS_1D:5843
DS_1D:18898
EP_NO: N/A

Repair Type: Non-Urgent
Crossing Status: Found
UCIP Comments: No permit identified for this crossing.

FIELD_STRUCT_DESC: 1.5-inch PVC electric line through the levee,

1.5 feet below the crown. Light on pole next to irrigation
waterside shoulder.
FS Date: 6/19/2012 9:24:40 AM

box on

IP_SP_2016_5843 8911.jpg

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

N : Not Inspected/Rated
C: Corrected
AW : Acceptable but Monitor & Maintain

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence

En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA

Page 17 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 0.97 Rating ** M Issue No. 1786 (cont)
LM End 0.97 Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.532160/° 38.532160/°
-121.524660/° -121.524660 °
DWR ID
Comment Code
Inspector Comment
FS_1D:5843
DS_1D:18898
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1.5-inch PVC electric line through the levee,
1.5 feet below the crown. Light on pole next to irrigation box on
waterside shoulder.

FS Date: 6/19/2012 9:24:40 AM

View accross slope towards WS.

LM Start 0.98 Rating ** M Issue No. 1787
LM End 0.98 Issue Type + En Location * LS
Supplemental i i
G pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.532150 ° 38.532150 °
-121.524660°  -121.524660 °
DWR ID
Comment Code
Inspector Comment
FS_1D:5844
DS_1D:18897
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1.0-inch PVC electric line through the levee,
1.5 feet below the crown. Light on pole next to irrigation box on
waterside shoulder.

FS Date: 6/19/2012 9:30:37 AM

Photo 1 of 2 : UCIP_SP_2016_5844_8914.jpg

Pipes visible on LS slope.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA

Page 18 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Leveel
Levee Inspection Rep

nspections

ort By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start ~ 0.98 Rating ** M Issue No. 1787 (cont)
LM End 0.98 Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.532150 ° 38.532150
-121.524660/°  -121.524660
DWR ID
Comment Code
Inspector Comment
FS_ID:5844
DS _1D:18897
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1.0-inch PVC electric line through the levee,
1.5 feet below the crown. Light on pole next to irrigation box on
waterside shoulder.

FS Date: 6/19/2012 9:30:37 AM

o

o

View accross levee towards WS from LS slope.

LM Start 0.98 Rating ** M Issue No. 1788
LM End 0.98 Issue Type + En Location * LS
Supplemental i i
Category uppl GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.532150 ° 38.532150
-121.524660°  -121.524660
DWR ID
Comment Code
Inspector Comment
FS_1D:5845
DS_1D:18899
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1.0-inch PVC water line through the levee, 1.5
feet below the crown. Shutoff valve on landside shoulder. Light on
pole next to irrigation box on waterside shoulder.

FS Date: 6/19/2012 9:32:28 AM

o

o

Pipes with shutoff valve on S slope.

Photo 1 of 2 : UCIP_SP_2016_5845_8916.jpg

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA

Page 19 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start 0.98 Rating ** M Issue No. 1788 (cont) Photo 2 of 2 : UCIP_SP_2016_5845_8915.jpg
LM End 0.98 Issue Type + En Location * LS ' oy i ) . T !
Supplemental i i ‘ '
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.532150 ° 38.532150°
-121.524660° -121.524660°
DWR ID
Comment Code
Inspector Comment
FS_ID:5845
DS_1D:18899 3
EP_NO: N/A # - <57

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1.0-inch PVC water line through the levee, 1.5
feet below the crown. Shutoff valve on landside shoulder. Light on
pole next to irrigation box on waterside shoulder.

FS Date: 6/19/2012 9:32:28 AM

WS slope éhowing christie box on surface with waterline under box at
downstream side of light post.

LM Start 0.98 Rating ** M Issue No. 14
LM End 0.98 Issue Type + Ma Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.532098 ° 38.532098 °

Item

o

-121.524843°  -121.524843
DWR ID DWR_MAQ009 01_s _2016_14
Comment Code

V2 : Remove the wild growth other than native grasses from the levee
slopes.

Inspector Comment

Spring 2016: 3 small trees are on the landward side of the levee.
Remove trees less than 4" in diameter at breast height.

Wie

Small trees are on the landward side of the Ieee. Spring 2016.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA Page 20 of 211



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start 0.98 Rating ** M Issue No. 14 (cont) Photo 2 of 2 : SP_2016_MA0009_201_14 20160429 00522.jpg
LM End 0.98 |lIssueType+ Ma | Location* LS * s B QT ) kst
Earthen Levee GPS Latitude/Longitude I T .
Category
Start End
tem Vegetation 38.532098 ° 38.532098°
-121.524843° -121.524843°

DWR ID DWR_MAQ009_01_s _2016_14
Comment Code

V2 : Remove the wild growth other than native grasses from the levee
slopes.

Inspector Comment

Spring 2016: 3 small trees are on the landward side of the levee.
Remove trees less than 4" in diameter at breast height.

a y /

| B

Perspetive view of the trees looking doWstream. Spring 2016.

LM Start 0.99 Rating ** M Issue No. 1789

LM End 0.99 Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.532070 ° 38.532070/°
-121.524950/°  -121.524950 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5846
DS_1D:18900
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1.0-inch PVC water line through the levee, 1.5
feet below the crown. Shutoff valve on landside shoulder.

FS Date: 6/19/2012 9:36:43 AM

Photo 1 of 1 : UCIP_SP_2016_5846_8917.jpg

%

View of pipe and valve on LS shoulder looking towards WS slope.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

C: Corrected

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA

Page 21 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lf)"r
LMStat  0.99 Rating ** M Issue No. 1790 Photo 1 of 1 : UCIP_SP_2016_5847_8918.jpg
LM End 0.99 IssueType+ En  Location* LS K 3 i K |

Supplemental

GPS Latitude/Longitude

»

Category
Start End
tem DWR UCIP Field Study 38.532050 ° 38.532050 °
-121.524940°  -121.524940 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5847
DS _1D:18901
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1.0-inch PVC electric line through the levee,
1.5 feet below the crown. Shutoff valve on landside shoulder.

FS Date: 6/19/2012 9:39:42 AM

Pipes visible on LS shoulder/slope looking towards WS.

LM Start 1.01 Rating ** M Issue No. 1791 Photo 1 of 2 : UCIP_SP_2016_5848_8921.jpg
LM End 1.01 Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
- DWR UCIP Field Study 38.531970° 38.531970°
-121.525210/° -121.525210°
DWR ID
Comment Code
Inspector Comment
FS_ID:5848
DS_1D:18903
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 0.75-inch PVC water line through the levee,
1.5 feet below the crown. Hose-bib and electric box visible on WS
shoulder. Pipe visible on downstream side of landside shoulder stairs.
Permit No. 6293, 1969.

FS Date: 6/19/2012 9:42:01 AM

v

Hose bib on WS slope downstream 2-feet from stairs.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA

Page 22 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

MAO0009

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 1.01 Rating ** M Issue No. 1791 (cont)
LM End 1.01 Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.531970° 38.531970°
-121.525210°  -121.525210°
DWR ID
Comment Code
Inspector Comment
FS_ID:5848
DS_ID:18903
EP_NO: N/A
Repair Type: Non-Urgent
Crossing Status: Found
UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 0.75-inch PVC water line through the levee,

1.5 feet below the crown. Hose-bib and electric box visible on WS
shoulder. Pipe visible on downstream side of landside shoulder stairs.

Permit No. 6293, 1969.
FS Date: 6/19/2012 9:42:01 AM

e o \ Vo
Closeup of hose bib.

LM Start 1.01 Rating ** M Issue No. 1792
LM End 1.01 Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
- DWR UCIP Field Study 38.531960 ° 38.531960 °
-121.525210/° -121.525210°
DWR ID
Comment Code
Inspector Comment
FS_1D:5849
DS_1D:18902
EP_NO: N/A

Repair Type: Non-Urgent
Crossing Status: Found
UCIP Comments: No permit identified for this crossing.

FIELD_STRUCT_DESC: 1.0-inch PVC electric line through the levee,
1.5 feet below the crown. Hose-bib and electric box visible on WS
shoulder. Pipe visible on downstream side of landside shoulder stairs.

Permit No. 6293, 1969.
FS Date: 6/19/2012 9:45:10 AM

Photo 1 of 2 : UCIP_SP_2016_5849_8923.jpg

B

, 8 i Y
Electrical conduit on WS slope.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

N : Not Inspected/Rated
C: Corrected
AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA

Page 23 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start 1.01 Rating ** M Issue No. 1792 (cont) Photo 2 of 2 : UCIP_SP_2016_5849 8922.jpg
LM End 1.01 Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.531960 ° 38.531960°
-121.525210° -121.525210°
DWR ID
Comment Code
Inspector Comment
FS_ID:5849
DS_1D:18902
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1.0-inch PVC electric line through the levee,
1.5 feet below the crown. Hose-bib and electric box visible on WS
shoulder. Pipe visible on downstream side of landside shoulder stairs.
Permit No. 6293, 1969.

FS Date: 6/19/2012 9:45:10 AM

LM Start 1.01 Rating ** M Issue No. 303 Photo 1 of 1: SP_2016_MA0009_201_303_20160304_00256.jpg
LM End 1.01 | IssueType+ En  Location* WS : 3 o 4 L S
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.531959 ° 38.531959 °

-121.525236°  -121.525236°
DWR ID DWR_MA0009 01 f 2015 303
Comment Code
RW : Retaining Wall

Inspector Comment
The retaining wall cuts into the levee prism.

- LR

View of the table and retaining wall on the waterward side of the levee.

Fall 2015.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA Page 24 of 211



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Waterway

M Inspection
Bank | Unit Miles Start/End Inspector

Unit No. 01 Sacramento River

LM Start 1.02 Rating ** M Issue No. 1793
LM End 1.02 Issue Type + En Location * WS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.531880/° 38.531880/°
-121.525470/°  -121.525470°
DWR ID
Comment Code
Inspector Comment
FS_ID:5850
DS_ID:18904
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1.0-inch PVC water line through the levee, 1.5
feet below the crown. Hose-bib on WS and LS shoulders. T posts
mark end of line on both sides of levee.

FS Date: 6/19/2012 9:47:29 AM

04/27/2016 Jai
Left | 19.35 05/12/2016 Lor

Photo 1 of 2 : UCIP_SP_2016_5850_8926.jpg

Hose bib and T-post on LS slope 3-feet upstream of concrete stairs.

LMStat  1.02 Rating ** M | Issue No. 1793 (cont) Photo 2 of 2 : UCIP_SP_2016_5850_8925.jpg
LM End 1.02 | IssueType+ En  Location* WS # 85 :
Hosebib on LS slope.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA

Page 25 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
MStat  1.02  Rating ™ M lssueNo. 28
LM End 1.04 ‘ Issue Type+  En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Stat  End
tem Vegetation 38.531853 ° 38.531755/°
-121.525512°  -121.525794 °
DWR ID DWR_MA0009_01_s _ 2012 28
Comment Code
V6 : Landscaping
Inspector Comment
Permit 16352 covers wooden steps, an irrigation system, six
ornamental trees and ground cover. Trees need to be trimmed.
2 = - B = s o = WYL Ay €
View of the landscaping on the landward side of the levee. Fall 2015.
CIMStat  1.02  Rating* M [lssueNo. 28 (cont) Photo 2 of 2 : SP_2016_MA0009_201_28 20160304_00034.jpg
‘ LM End 1.04 ‘ Issue Type +  En ‘ Location * LS g R RGN o ey
Perspective view of the vegetation on the landward side of the levee
looking downstream. Fall 2015.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA

Page 26 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start 1.04 Rating ** M Issue No. 1794 Photo 1 of 2 : UCIP_SP_2016_5851_8929.jpg
LM End 1.04 | IssueType+ En | Location* LS e ¢ I
Supplemental i i : :
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.531750° 38.531750°
-121.525810°  -121.525810°
DWR ID
Comment Code
Inspector Comment
FS_ID:5851
DS_1D:18905
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing. Pipe open on
WS slope.

FIELD_STRUCT_DESC: 0.75-inch PVC water line through the levee,
1.5 feet below the crown. Hose-bib on LS shoulders.

FS Date: 6/19/2012 9:50:50 AM

Hosebib on LS slope.

LMStart  1.04 Rating ** M | Issue No. 1794 (cont) Photo 2 of 2 : UCIP_SP_2016_5851_8928.jpg
LM End 1.04 Issue Type + En Location * LS
Hosebib on WS slope.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA

Page 27 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start 1.04 Rating ** C Issue No. 305
LM End 1.05 Issue Type + Ma Location * WS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
Animal Control 38.531755° 38.531684 °
Item

-121.525819 °  -121.525996 °
DWR ID DWR_MAQ009 01 _f_ 2015 305
Comment Code

A3 : No rodents visible, but rodent burrows visible; need to backfill and
compact or grout burrows.

Inspector Comment

LM Start 1.06 Rating ** M Issue No. 1795 Photo 1 of 2 : UCIP_SP_2016_5852_8932.jpg
LM End 1.06 Issue Type + En Location * WS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.531650 ° 38.531650/°
-121.526100/° -121.526100°
DWR ID
Comment Code
Inspector Comment
FS_ID:5852
DS_1D:18906
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 0.75-inch PVC water line through the levee,
1.5 feet below the crown. Hose-bib on WS shoulder. Located 4-feet
upstream of concrete stairs on LS slope. Permit No. 3580, 1961.

FS Date: 6/19/2012 9:57:16 AM

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor

Rating ** M
Issue Type + En

LM Start 1.06 Issue No.
LM End 1.06

Supplemental

1795 (cont)
Location * WS

GPS Latitude/Longitude

Category
Start End
tem DWR UCIP Field Study 38.531650 ° 38.531650 °
-121.526100° -121.526100 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5852
DS _1D:18906
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 0.75-inch PVC water line through the levee,
1.5 feet below the crown. Hose-bib on WS shoulder. Located 4-feet
upstream of concrete stairs on LS slope. Permit No. 3580, 1961.

FS Date: 6/19/2012 9:57:16 AM

Photo 2 of 2 : UCIP_SP_2016_5852_8931.jpg

¥ . )

3

Hose bib on WS shoulder.

LM Start 1.06 Rating ** M Issue No. 1798

LM End 1.06 Issue Type + En Location * WS
Supplemental GPS Latitude/Longitude
Category
Start End
— DWR UCIP Field Study 38.531630° 38.531630°
-121.526100°  -121.526100°
DWR ID
Comment Code
Inspector Comment
FS_ID:5857
DS_ID:18907
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1.0-inch PVC electric line through the levee,
1.5 feet below the crown.

FS Date: 6/19/2012 10:00:00 AM

Photo 1 of 2 : UCIP_SP_2016_5857_8942.jpg

2 e G 5

EIectncAaI’conduit on LS slope.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

N : Not Inspected/Rated
C: Corrected
AJW : Acceptable but Monitor & Maintain

FINAL DATA

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start 1.06 Rating ** M Issue No. 1798 (cont)
LM End 1.06 Issue Type + En Location * WS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.531630 ° 38.531630/°
-121.526100/° -121.526100°
DWR ID
Comment Code
Inspector Comment
FS_ID:5857
DS _1D:18907
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1.0-inch PVC electric line through the levee,
1.5 feet below the crown.

FS Date: 6/19/2012 10:00:00 AM

Eleétrical conduit on WS slope.

Photo 2 of 2 : UCIP_SP_2016_5857_8941.jpg

LM Start 1.08 Rating ** M Issue No. 3
LM End 1.14 Issue Type + Ma | Location * WS
Supplemental PS Lati Longi
S pp GPS Latitude/Longitude
Start End
2015 USACE Erosion Survey, 38.531806 ° 38.531417°
ftem — pRAFT
-121.526566/° -121.527589 °

DWR ID DWR_MAQ009 01_s _2016_3
Comment Code

Inspector Comment

2011 - A large tree has fallen behind a larger tree, putting stress on an
already compromised tree. Toe erosion due to wave wash. 2013 - Site
extended upstream due to steep bank. 2015: Site extended upstream
due to steep bank. [2015 Site ID: SAC_54-8 L]

Photo 1 of 2 : SP_2016_MA0009_201_3_20160304_00002.jpg

B

USACE 2013 Photo #1

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected

+ Issue Type
Ma : Maintenance

Deficiancy

Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 | Oae720%0 Jal

LM Start 1.08 Rating ** M Issue No. 3 (cont)
LM End 1.14  IssueType+ Ma | Location* WS
Supplemental PS Lati Longi
Category pp GPS Latitude/Longitude
Start End
2015 USACE Erosion Survey, 38.531806 ° 38.531417

ftem — HRAFT

-121.526566 ° -121.527589

DWR ID DWR_MAQ009 01_s _2016_3
Comment Code

Inspector Comment

2011 - A large tree has fallen behind a larger tree, putting stress on an
already compromised tree. Toe erosion due to wave wash. 2013 - Site
extended upstream due to steep bank. 2015: Site extended upstream
due to steep bank. [2015 Site ID: SAC_54-8 L]

Photo 2 of 2 : SP_2016_MA0009_201_3 20160304_00003.jpg

o

o

USACE 2013 Photo #2

LM Start 1.09 Rating ** M Issue No. 25
LM End 1.10 Issue Type + Ma Location * LS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Vegetation 38.531517 ° 38.531440°
-121.526625° -121.526852 °
DWR ID DWR_MA0009_01_s _2016_25
Comment Code
V1 : Control annual grass and weeds on the levee slopes and
easements.
Inspector Comment
LM Start 1.09 Rating ** C Issue No. 306
LM End 1.09 Issue Type + Ma Location * LS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Animal Control 38.531487/° 38.531487 °
-121.526704° -121.526704 °
DWR ID DWR_MAQ009_01_f_2015_306
Comment Code
A3 : No rodents visible, but rodent burrows visible; need to backfill and
compact or grout burrows.
Inspector Comment
* Location ** Rating +Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start 1.10 Rating ** C Issue No. 307
LM End 1.10 Issue Type + Ma Location * WS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
Animal Control 38.531486|° 38.531486|°
Item

-121.526857 °  -121.526857 °
DWR ID DWR_MAQ009 01 _f_ 2015 307
Comment Code

A3 : No rodents visible, but rodent burrows visible; need to backfill and
compact or grout burrows.
Inspector Comment

LM Start 1.19 Rating ** M Issue No. 288
LM End 1.24 Issue Type + Ma Location * LS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.530783 ° 38.530165 °
Item

-121.528297 °  -121.528623 °
DWR ID DWR_MAQ009 _01_s _ 2016_288
Comment Code
V1 : Control annual grass and weeds on the levee slopes and

easements.
Inspector Comment

LM Start 1.26 Rating ** M Issue No. 33 Photo 1 of 2: 1_33_20160304_00036.jpg
LM End 1.29 | IssueType+ En  Location* LS ; g

Earthen Levee GPS Latitude/Longitude
Category

Start End
Vegetation 38.529952 ° 38.529420 °
Item

-121.528770°  -121.528905 °
DWR ID DWR_MA0009_01_s _2012_33
Comment Code
V6 : Landscaping

Inspector Comment

Fence has been permitted by Permit 16410. Trees need to be trimmed
for visibility.

P
P
The trees and woody vegetation blocks visibility. Fall 2013

%

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA Page 32 of 211



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

R,

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LM Start 1.26 ‘ Rating ** M Issue No. ‘ 33 (cont) Photo 2 of 2 : SP_2016_MA0009_201_33_20160304_00037.jpg
~ ¢ T s

R

LM End ' 1.29 ‘ Issue Type + En Location *

LS \ R T A

Earthen Levee GPS Latitude/Longitude
Category
Stat  End
Vegetation 38.529952 ° 38.529420°
Item

o

-121.528770°  -121.528905

DWR ID DWR_MA0009_01_s _2012_33
Comment Code

V6 : Landscaping

Inspector Comment
Fence has been permitted by Permit 16410. Trees need to be trimmed
for visibility.
The owner has made great progress with the vegetation. Vegetation still
blocks visibility. Spring 2014

LM Start 1.27 Rating ** ] Issue No. 312 Photo 1 of 1 : SP_2016_MA0009_201_ 312 20160429 _00523.jpg
LM End 128 | IssueType+ Ma | Location* wSs — 2 3 o
Earthen Levee GPS Latitude/Longitude : : % '
Category
Stat  End
tem Erosion / Bank Caving 38.529798 ° 38.529679°
-121.528808/° -121.528858 °
DWR ID DWR_MA0009_01_f_ 2015_312
Comment Code

E2 : Schedule repair of erosion site prior to the next inspection.

Inspector Comment
Backfill rodent holes and repair erosion.

View of the erosion on the watereward side of the levee looking
downstream. Erosion is on below the shoulder of the levee. Spring 2016.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LMStart 1.29 Rating ** M Issue No. 34 Photo 1 of 1: SP_2016_MA0009_201_34_ 20160304_00038.jpg
LMEnd  1.33 IssueType+ En  Location * LS < N T Ty W
i //

Earthen Levee GPS Latitude/Longitude

Category
Start End
Vegetation 38.529468 ° 38.528930°

Item
o

-121.528823°  -121.528820

DWR ID DWR_MAQ009_01_s _2012_34
Comment Code
V6 : Landscaping

Inspector Comment

Fence is permitted through Permit 16354. Trees need to be thinned and
trimmed for visibility.

View of vegetation on the landward side of the levee looking

downstream. Spring 2015.

LM Start 1.33 Rating ** M Issue No. 36 Photo 1 of 1: SP_2016_MA0009_201_36_20160304_00040.jpg
LM End 1.34 Issue Type + En Location * LS 3 Tt W : & :
Earthen Levee GPS Latitude/Longitude
Category
Start End
Encroachments 38.528913/° 38.528727/°
Item

o

-121.528818°  -121.528809

DWR ID DWR_MA0009_01_s _2012_36
Comment Code

FE : Fence
Inspector Comment
AT SN ) N
of the levee. Fall 2013

LM Start 1.38 Rating ** M Issue No. 293
LM End 1.40 Issue Type+ Ma  Location * LS No Photos

Earthen Levee GPS Latitude/Longitude
Category

Start End
Vegetation 38.528092 ° 38.527873°
Item

o

-121.528752° -121.528691
DWR ID DWR_MAQ0009_01_s_2016_293
Comment Code

V1 : Control annual grass and weeds on the levee slopes and

easements.
Inspector Comment
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai

Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start 1.38 Rating ** C Issue No. 314
LM End 1.38 Issue Type + En Location * WS No Photos

Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.528090° 38.528090°

-121.528765°  -121.528765 °

DWR ID DWR_MAQ009 01 _f_ 2015 314
Comment Code
TR : Tree or limb

Inspector Comment

LM Start 1.48 Rating ** A/W | Issue No. 22
LM End 1.48 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.526802|° 38.526802|°
Item

-121.528114°  -121.528114°

DWR ID DWR_MAQ009_01_f _2012_22
Comment Code
V6 : Landscaping

Inspector Comment

Fence is permitted by Permit 7474. Fence seems to be cleared of
vegetation but vines are still present on the fence.

Photo 1 of 2 : SP_2016_MA0009_201_22_20

¥

Vegetation grows on the

LA

160304_00029.jpg

fence and bloc‘ks visibility. Fall 2013

Ob : Design & System Obsolescence

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 1.48 Rating ** A/W | Issue No. 22 (cont)
LM End 1.48 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Vegetation 38.526802 ° 38.526802°
-121.528114° -121.528114°

DWR ID DWR_MAQ009_01_f_ 2012 22
Comment Code
V6 : Landscaping

Inspector Comment

Fence is permitted by Permit 7474. Fence seems to be cleared of
vegetation but vines are still present on the fence.

Photo 2 of 2 : SP_2016_MA0009_201_22_20160429_00524.jpg

(&S . A o
-

View of the fence and vegetation on the landward sidé of the levee
looking downstream. Vegetation on the fence is gone but may grow back
given time. Spring 2016.

LM Start 1.49 Rating ** M Issue No. 294
LM End 1.49 Issue Type + Ma Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.526749° 38.526749°
-121.528069°  -121.528069 °

DWR ID DWR_MAO009 01 s _2016_294
Comment Code
TR : Tree or limb

Inspector Comment

Photo 1 of 1 : SP_2016_MA0009_201_294 20160429_00525.jpog

A e 0 £ A7 ARmEa
View of the tree on the landward side of the levee looking downstream.
Spring 2016.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LMStat  1.50 Rating ** M | Issue No. 302
LMEnd 153 | IssueType+ Ma  Location* LS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Vegetation 38.526552° 38.526240°
-121.527927°  -121.527622°
DWR ID DWR_MAQ009 _01_s _ 2016_302
Comment Code
V1 : Control annual grass and weeds on the levee slopes and
easements.
Inspector Comment
LM Start 1.55 Rating ** C Issue No. 315
LM End 1.55 Issue Type + Ma Location * LS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
Animal Control 38.526045|° 38.526045 °
Item

-121.527420° -121.527420°
DWR ID DWR_MAQ009 01 f_ 2015 315
Comment Code

A3 : No rodents visible, but rodent burrows visible; need to backfill and
compact or grout burrows.

Inspector Comment

LM Start 1.60 Rating ** M Issue No. 39
LM End 1.62 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.525471/° 38.525368|°
Item

-121.526625°  -121.526440 °
DWR ID DWR_MA0009_01_s _2012_39
Comment Code
V6 : Landscaping

Inspector Comment
Cypress trees are blocking visibility on the landward side.

Photo 1 of 2 : SP_2016_MA0009_201_39_20160304_00043.jpg

The tall hedge blocks visibility. Fall 2013

Ob : Design & System Obsolescence

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start 1.60 Rating ** M Issue No. 39 (cont) Photo 2 of 2 : SP_2016_MA0009_201_39 20160304_00044.jpg
LM End 1.62 Issue Type + En Location * LS 4 1 ‘ ' &
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.525471° 38.525368°
Item

-121.526625°  -121.526440 °
DWR ID DWR_MA0009_01_s _2012_39
Comment Code
V6 : Landscaping

Inspector Comment :
Cypress trees are blocking visibility on the landward side. : ikag

The cypress have been raised but still partially blocks visikbility. Spring

2014
LM Start 1.66 Rating ** M Issue No. 308 Photo 1 of 1: SP_2016_MA0009_201_308_20160429_00526.jpg
LM End 1.66 | IssueType+ Ma | Location* LS .‘ LBV Y d 2R AN R T
Earthen Levee GPS Latitude/Longitude ;
Category
Start End
tem Trim / Thin Trees 38.524954/° 38.524954/°

-121.525746 °  -121.525746 °
DWR ID DWR_MAQ009 _01_s _ 2016_308
Comment Code
T1: Trim trees to at least five feet above ground level.

Inspector Comment

View of the tree on the landward side of the levee looking downstream.

Spring 2016.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA Page 38 of 211



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r

LM Start 1.70 Rating ** M Issue No. ‘ 206
LM End 1.70 Issue Type + Ma Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Trim / Thin Trees 38.524646° 38.524646 °

o

-121.525274°  -121.525274

DWR ID DWR_MAQ009 _01_s _ 2014 296
Comment Code
T1: Trim trees to at least five feet above ground level.

Inspector Comment

Rating ** M Issue No.

Issue Type + Ma

LM Start 1.70
LM End 1.70

296 (cont)
Location * LS

Photo 1 of 2 : SP_2016_MA0009_201_296_20160304_00244.jpg

\ TN

adward sde of the levee looking ownstream.
Spring 2015.

SEIHE 7 e

View of tree o the

Photo 2 of 2 : SP_2016_MA0009_201_296_20160304_00245.jpg

. 5 ety
[ 5 o LA e R
View of the tree on the landward side of the levee. Fall 2015.
* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
Tuesday, May 31, 2016 13:29 FINAL DATA Page 39 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start 1.82 Rating ** M Issue No. 1769 Photo 1 of 2 : UCIP_SP_2016_4703_6128.jpg
LM End 1.82 Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.523360 ° 38.523360°
-121.523660° -121.523660°
DWR ID
Comment Code
Inspector Comment
FS_ID:4703
DS_ID:17408
EP_NO: 5304A S

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Concrete around outlet broken up on both
downstream and upstream side of outlet. Needs some repairs to
prevent further damage.

FIELD_STRUCT_DESC: 8-foot by 8-foot reinforced concrete box
culvert through the levee, 28.9 feet below the crown pumps at 35th
Avenue sewage treatment plant. Concrete gate riser box on the
waterward shoulder. Concrete headwall and flap gate on the waterward
end (Permit No. 5304).

FS Date: 6/19/2012 2:20:32 PM

Broken up concrete apron on downstream side of outlet

LM Start 1.82 Rating ** M Issue No. 1769 (cont) Photo 2 of 2 : UCIP_SP_2016_4703_6127.jpg
LM End 1.82 Issue Type + En Location * LS
. b A Y o = X
Broken up concrete apron on uptream side of outlet
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 1935 | ciam016 Lo

LM Start 1.87 Rating ** M Issue No. 41 Photo 1 of 1 : SP_2016_MA0009_201_41 20160429 00527.jpg
LM End 1.90 Issue Type + En Location * LS - A %

Earthen Levee GPS Latitude/Longitude 7
Category

Start End
Vegetation 38.522864 ° 38.522507 °
Item

-121.523062 °  -121.522667 °
DWR ID DWR_MAQ009_01_s _2012_41
Comment Code
V6 : Landscaping

Inspector Comment
Trees need to be thinned and trimmed for visibility.

- 04/21/2016

View of the trees blocking visibility oh the landward side looking
downstream. Spring 2016.

LM Start 1.89 Rating ** M Issue No. 316 Photo 1 of 1 : SP_2016_MAO!

009_201_316_20160304_00263.jpg
" AEE T ) g |

;

LM End 1.89 | IssueType+ Ma | Location* CR . o g

£

Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Trim / Thin Trees 38.522654/° 38.522654/°

-121.522883/°  -121.522883/°
DWR ID DWR_MA0009_01_f _2015_316
Comment Code
T4 : Trim trees over roadway to at least 12 feet above ground level.

Inspector Comment

s
e o - Vi
View of the tree on the crown of the levee looking upstream. Fall 2015.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start 2.01 Rating ** M Issue No. 317 Photo 1 of 2 : SP_2016_MA0009_201 317_20160304_00264.jpg

LM End 2.01 Issue Type + Ma Location * WS : [§ ’ b A :
Earthen Levee GPS Latitude/Longitude ' — 3
Category
Start End
tem Slope Stability 38.520972 ° 38.520972 °

-121.522747°  -121.522747°
DWR ID DWR_MAQ009 01 _f_ 2015 317
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.
Inspector Comment

j A
Perspective view of the slope on the waterward side of the levee looking
downstream. Fall 2015.

LM Start 2.01 Rating ** M Issue No. 317 (cont) Photo 2 of 2 :

SP_2016_MA0009_2
LM End 2.01 | IssueType+ Ma  Location * WS A B

01_317_20160304_00265.jpg

o s

g K

View of the slope stability on the waterward side of the levee. Fall 2015.

LM Start 2.02 Rating ** M Issue No. 17 Photo 1 of 1: SP_2016_MA0009_201_17_20160304_00025.jpg
LM End 2.05 Issue Type + Ma Location * WS

Supplemental i i
By pp GPS Latitude/Longitude

Start End
2015 USACE Erosion Survey, 38.520996 ° 38.520606 °
em  pRAFT ° °
-121.523072 -121.523261

DWR ID DWR_MA0009 01_s_2016_17
Comment Code

Inspector Comment
2011 - Erosion into upper and lower slope. There has been significant
scour around the tree roots. 2015: No observed changes. [2015 Site ID:
SAC_53-8_L]

USACE 2013 Photo #1

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 | Oae720%0 Jal

LM Start 2.04 Rating ** M Issue No. 318
LM End 2.04 Issue Type+ Ma  Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Slope Stability 38.520688 ° 38.520688
-121.522924°  -121.522924

DWR ID DWR_MA0009_01_f 2015 318
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.

Inspector Comment

o

o

Photo 1 of 1: SP_2016_MA0009

201_318_20160304_00266.jpg

g R = g lzg‘"% T SR S
View of the slope stability on the waterward side of the levee looking
downstream. Fall 2015.

Sk

LM Start 2.09 Rating ** M Issue No. 319
LM End 2.09 Issue Type + Ma  Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Slope Stability 38.519959 ° 38.519959
-121.523462°  -121.523462

DWR ID DWR_MA0009_01_f_ 2015 319
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.

Inspector Comment

o

o

Photo 1 of 1 : SP_2016_MA0009_201_319_20160429_00529.jpg

View of the slope stability on the landward side of the levee looking
downstream. Spring 2016.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

MAO0009

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r

IMStat  2.18  Rating ™ M lssueNo. 313
LM End 2.18 ‘ Issue Type + Ma Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
- Slope Stability 38.518878 ° 38.518878/°
-121.524288/°  -121.524288°

DWR ID DWR_MA0009 01 s 2016 313

Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access

where possible.
Inspector Comment

Photo 1 of 1 : SP_2016_MA0009_201_313_20160429_00530.jpg

i

View of the slope stability on te landward side of the levee looking

downstream. Spring 2016.

LM Start 2.33 Rating ** M Issue No. 322
LM End 2.33 Issue Type + Ma | Location * WS
Category Earthen Levee GPS Latitude/Longitude
Start End
- Slope Stability 38.517526 ° 38.517526/°
-121.526431° -121.526431°
DWR ID DWR_MA0009_01_f_ 2015_322
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access

where possible.
Inspector Comment

Photo 1 of 1 : SP_2016_MA0009_201_322_20160429_00531.jpg

B Cymy

View of the slope stability on the waterward side o e evee looking

downstream. Spring 2016.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start 2.40 Rating ** M Issue No. 323 Photo 1 of 2 : SP_2016_MA0009_201_323 20160304_00269.jpg
LM End 240 | IssueType+ Ma | Location* LS il
Earthen Levee GPS Latitude/Longitude
Category
Start End
Slope Stability 38.517131° 38.517131°
Item

-121.527568 °  -121.527568°
DWR ID DWR_MAQ009 01 _f_ 2015 323
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.

Inspector Comment

ke TN s G
The seems to use the gate rails as hand rails to access the levee. Fall
2015.
LM Start 2.40 Rating ** M Issue No. 323 (cont) Photo 2 of 2 : SP_2016_MA0009_201_323 20160304_00270.jpg
LM End 2.40 Issue Type + Ma  Location * LS L S :
Perspective view of the the slope stability on the landward side of the
levee looking downstream. Fall 2015.
LM Start 2.78 Rating ** M Issue No. 44
LM End 2.78 IssueType+ En | Location* LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Encroachments 38.516188 ° 38.516188 °
Item

-121.534499 °  -121.534499°
DWR ID DWR_MA0O009_01_s_ 2012 44
Comment Code

FE : Fence
Inspector Comment
‘ L ‘,‘:n, ;'.'A"‘..- X 7.'4'
A building and fence within the easement of the levee. Fall 2013

* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
M Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 | Oae720%0 Jal

LM Start 2.79 Rating ** M Issue No. 45
LM End 2.79 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.516187/° 38.516187

-121.534692°  -121.534692
DWR ID DWR_MAQ009_01_s _2012_45
Comment Code

BU : Building

Inspector Comment

o

o

e

PR L LA L Ae o o R
The building is within the easement of the levee. Fall 2013

LM Start 2.89 Rating ** M Issue No. 35
LM End 2.89 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.516101° 38.516101

-121.536417°  -121.536417
DWRID DWR_MA0009 01 f 2012 35

Comment Code

o

o

FE : Fence

Inspector Comment

Rating ** M
Issue Type + En

Issue No. 37
Location * LS

LM Start 291
LM End 291

Earthen Levee GPS Latitude/Longitude

Category
Start End
tem Encroachments 38.516070/° 38.516070
-121.536856 °  -121.536856

DWR ID DWR_MA0009_01_f_ 2012 37
Comment Code

o

o

L G

A wooden ferice is within tﬁe easement. Fall 2013

FE : Fence
Inspector Comment
Ry S h T T R
board fence is within the easement. Fall 2013

* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 2.94 Rating ** M Issue No. 51
LM End 2.94 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.516025/° 38.516025

-121.537391°  -121.537391
DWR ID DWR_MAQ009_01_s _2012_51

Comment Code

o

o

Photo 1 of 1 : SP_2016_MA0009_201_51_20160304_00052.jpg

ST : Stairway
Inspector Comment
Steps and landscaping in easement. Fall 2012
LM Start 2.95 Rating ** M Issue No. 1254 Photo 1 of 1 : SP_2016_MA0009_201_1254 20160304_00318.jpg
LM End 2.95 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.516040 ° 38.516040 °
-121.537020 °  -121.537020 °

DWR ID DWR_MA0009 01_s_ 2012 1254
Comment Code

PL : Pool

Inspector Comment
Pool is still there with retaining wall.

LM Start 2.97 Rating ** M Issue No. 54
LM End 2.97 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Vegetation 38.515954 ° 38.515954
-121.537966 °  -121.537966

DWR ID DWR_MAQ009_01_s _ 2012_54
Comment Code
V6 : Landscaping

o

o

Inspector Comment

Bushes and trees block visibility at the toe of the levee.

L3

View of fhénlanfis.géplr;ghpléﬁt.éd at the tde bf the levee on the landward
side looking upstream. Spring 2016.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
M Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 8‘5%%812 i?,'r

LM Start 3.01 Rating ** AW Issue No. 1768
LM End 3.01 Issue Type + En Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.515841° 38.515841
-121.538710/° -121.538710

DWR ID DWR_MAQ009_01_f_ 2014 1768
Comment Code
EQ : Equipment

o

o

Inspector Comment

Photo 1 of 1 : SP_2016_MA0009_201_1768_20160304_00319.jpg

2 :. o m » \47.",-."
View of the equipment on the berm of the waterward side looking
downstream. Fall 2015.

LM Start 3.02 Rating ** C Issue No. 50
LM End 3.04 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.515838|° 38.515790
Item

-121.538900°  -121.539182
DWR ID DWR_MA0009_01_f_ 2013_50

Comment Code

o

o

V6 : Landscaping

Inspector Comment
Issue has been corrected.

LM Start 3.03 Rating ** M Issue No. 58
LM End 3.08 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.515811° 38.515598
-121.538988/°  -121.539976

DWR ID DWR_MA0009 01_s_ 2012 58
Comment Code

o

o

No Photos

Photo 1 of 1 : SP_2016_MA0009_201_58_20160304_00057.jpg

FE : Fence
Inspector Comment
. -
Several homes have solid fences and make it hard to see.

* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 | Oae720%0 Jal

CWvsat| 300 | Reimg® | | issueNo ,
LM End 3.12 |lIssue Type+ Ma | Location * WS
Supplemental - :
Category pp GPS Latitude/Longitude
Start End
2015 USACE Erosion Survey, 38.515887/° 38.515794

ltem — HRAFT

-121.540174
DWR ID DWR_MA0009 01 s _2016_4
Comment Code

Inspector Comment

2010 - Small section of slumping, can be fixed with maintenance.
2011 - Freshly fallen tree and minor new toe erosion. 2015: No
observed changes. [2015 Site ID: SAC_52-7_L]

°  -121.540713

Photo 1 of 2 : SP_2016_MA0009_20
- = h :

&y

USACE 2013 Photo #1

1_4_20160304_00004.jpg

LM Start 3.09 Rating ** M Issue No. 4 (cont)
LM End 3.12 Issue Type + Ma Location * WS
USACE 2013 Photo #2
LM Start 3.12 Rating ** M Issue No. 62 Photo 1 of 1 : SP_2016_MA0009_201_62_20160429 00534.jpg
LM End 3.12  IssueType+ En  Location* LS = ¢ 4 - o
. (| i“\‘

Earthen Levee GPS Latitude/Longitude -

Category
Start End
Encroachments 38.515481° 38.515481

Item
-121.540605

DWR ID DWR_MA0009_01_s _2012_62
Comment Code
RW : Retaining Wall

Inspector Comment

Stairs and landscaping are permitted under Permit 18270 and 7525.
Retaining wall is an illegal encroachment.

°  -121.540605

View of the step on th

£ e

e slope a

s

nd the retaining wall at the toe of the

levee on the landward side looking upstream. Spring 2016.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start 3.14 Rating ** C Issue No. 324
LM End 3.14 Issue Type + Ma Location * WS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
Slope Stability 38.515411° 38.515411°
Item

-121.540935°  -121.540935 °

DWR ID DWR_MAQ009 01 _f_ 2015 324
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.

Inspector Comment

Landowner has cut into the water side slope to create a foot path.
Spring 2016: Issue has been corrected.

LM Start 3.18 Rating ** M Issue No. 165
LM End 3.18 Issue Type + En Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.515257/° 38.515257|°

-121.541667° -121.541667 °

DWR ID DWR_MAQ009 01_s _ 2013_165
Comment Code
EQ : Equipment

Inspector Comment

Decomposed patio, tables, and chairs are on the berm of the
watereward side of the levee.

Photo 1of1:SP_2016_MAO009_. 201 165_ 20160304 00178.jpg

A decomposed granite patio is on the berm. Fall 2013

LM Start 3.18 Rating ** M Issue No. 299
LM End 3.18 Issue Type + En Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.515255/° 38.515255/°

-121.541672° -121.541672°

DWR ID DWR_MAQ009_01_s _ 2014_299
Comment Code
ST : Stairway

Inspector Comment

Steps, decking plus firewood stacked up. Need to get a permit.
Stairway does not have permit but does not inhibit emergency
operations.

Photo 1 of 3 : SP__ 2016 MAOQ009_. 201 299 20160304 00248.jpg

New steps on the waterside slope. Spring 2014

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LMStart  3.18 Rating ** M Issue No. 299 (cont)
LM End 3.18 Issue Type + En Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.515255/° 38.515255/°

-121.541672° -121.541672°

DWR ID DWR_MAQ009 _01_s _ 2014 299
Comment Code
ST : Stairway

Inspector Comment

Steps, decking plus firewood stacked up. Need to get a permit.
Stairway does not have permit but does not inhibit emergency
operations.

Photo 2 of 3 : SP_2016_MA0009_201_299 20160304_00249.jpg

LM Start 3.18 Rating ** M Issue No. 299 (cont) Photo 3 of 3: SP_2016_MA0009_201_299 20160304_00250.jpg
LM End 3.18 IssueType+ En  Location* WS : ) % v
A new deck has been added to the waterside berm. Spring 2014
* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

C: Corrected

N : Not Inspected/Rated

AJW : Acceptable but Monitor & Maintain
FINAL DATA

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start 3.19 Rating ** M Issue No. 1799 Photo 1 of 2 : UCIP_SP_2016_5860_8946.jpg
LM End 3.19 | IssueType+ En | Location* WS il T R [ v~
| e
Supplemental i i ?
gy pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.515210 ° 38.515210 °
-121.541840°  -121.541840°
DWR ID
Comment Code
Inspector Comment
FS_ID:5860
DS_ID:18909
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing. This pipe was
not part of the upgrade to the pier/walkway under Permit No. 17904.
Nor was it part of the pier before the upgrade.

FIELD_STRUCT_DESC: 1.0-inch PVC waterline through the levee, 1.5
feet below the crown. Hosebib attached to downstream side of boat
ramp/pier 50-feet upstream from pipe crossing.

FS Date: 6/20/2012 10:14:00 AM

Pipes visible on downstream side of pier walkway.

LMStart  3.19 Rating ** M | Issue No. 1799 (cont) Photo 2 of 2 : UCIP_SP_2016_5860_8945.jpg
LMEnd  3.19 IssueType+ En  Location * WS Ju— e S
Pipes visible on LS slope approximately 50-feet downstream from pier
walkway.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 EINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 3.19 Rating ** M Issue No. 1797
LM End 3.19 Issue Type + En Location * WS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.515210/° 38.515210/°
-121.541840/° -121.541840°
DWR ID
Comment Code
Inspector Comment
FS_ID:5856
DS_ID:18910
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 2.0-inch galvanized steel conduit through the
levee, 0.5 feet below the crown. 0.75-inch PVC electric conduit
running through it.

FS Date: 6/20/2012 10:18:37 AM

Rating ** M
Issue Type + En

LM Start 3.19 Issue No.

LM End 3.19

1797 (cont)
Location * WS

Photo 1 of 2: UCIP_SP_2016_| 5856 8938, P9

Galganized steel pipe with pvc electrical éonduif running through it, LS
shoulder 50-feet downstream from pier/ramp.

Photo 2 of 2 : UCIP__ SP 2016 5856 8937. jpg

Galganized steel pipe with pvc electrical conduit running through it, LS
shoulder 50-feet downstream from pier/ramp.

* Location
LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

** Rating
A: Acceptable
M : Minimally Acceptable
U : Unacceptable

C: Corrected

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start 3.19 Rating ** M Issue No. 1796 Photo 1 of 2 : UCIP_SP_2016_5854_8934.jpg
LM End 3.19 IssueType+ En  Location * WS S : ) R g
¥ — . —
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.515230 ° 38.515230°
-121.541850° -121.541850°
DWR ID
Comment Code
Inspector Comment
FS_ID:5854
DS_1D:18908
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing. Pipes were not
part of permit for upgrade to pier (PN: 17904) nor were they apart of the
existing pier previous to this permit.

FIELD_STRUCT_DESC: 1.25-inch PVC electric line through the levee,

1.5 feet below the crown. Electric box mounted to post on LS shoulder.
FS Date: 6/20/2012 10:02:01 AM

Pipes at downstream side of walkway/pier on WS slope.

LM Start 3.19 Rating ** M Issue No. 1796 (cont) Photo 2 of 2 : UCIP_SP_2016_5854_8933.jpg
LM End 3.19 IssueType+ En  Location* WS A = *

AR
Pipes on LS slope approximately 50-feet downstream from walkway/pier.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 3.24 Rating ** M Issue No. 21
LM End 3.26 Issue Type + Ma | Location * WS
Supplemental PS Lati Longi
S pp GPS Latitude/Longitude
Start End
2015 USACE Erosion Survey, 38.515300 ° 38.515184°
ftem — pRAFT
-121.542755°  -121.543136°

DWR ID DWR_MAQ009_01_s _2016_21
Comment Code

Inspector Comment

2004 - A large tree cave was identified. 2005 - Site repaired. 2010 - At
the downstream end of the repair at 52.5, bad transition is inducing
further erosion. 2011 - Minor new erosion on bank. 2015: No observed
changes. [2015 Site ID: SAC_52-4 1]

LM Start 3.24 Rating ** M Issue No. 21 (cont)
LM End 3.26 Issue Type+ Ma  Location * WS
LM Start 3.25 Rating ** M Issue No. 300
LM End 3.25 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.514995/° 38.514995/°
-121.542869/°  -121.542869 °

DWR ID DWR_MA0009_01_s _ 2014 300
Comment Code

Photo 1 of 2 : SP_2016_MA0009_201_21_20160304_00027.jpg
T . :

USACE 2013 Photo #1

Photo 2 of 2 : SP_2016_MA0009_201_21_20160304_00028.jpg

USACE 2013 Photo #2

Photo 1 of 3 : SP_2016_MA0009_201_300_20160304_00251.jpg

FE : Fence
Inspector Comment
A wooden fence is being installed along the toe of the levee. Spring 2014
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LMStat ~ 3.25  Rating* M | lssueNo. 300 (cont)
LM End 3.25 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Encroachments 38.514995° 38.514995 °

Item

o

-121.542869°  -121.542869
DWRID DWR_MA0009 01 s 2014 300

Comment Code

DWR ID DWR_MA0009_01_s_ 2012 _69
Comment Code

FE : Fence
Inspector Comment
LMStat ~ 3.25  Rating** M [lssueNo. 300 (cont)
LM End 3.25 Issue Type + En Location * LS
)
Al D
IR
SRS S R ST G -t = g ,4-'1 S
View of the new fence along the levee toe on the landward side of the
levee. Fall 2015.
LM Start 3.25 Rating ** M Issue No. ‘ 69 Photo 1 of 1: SP_2016_MA0009_201_69 20160304_00066.jpg
LM End 3.27 Issue Type + En Location * LS S
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.514973° 38.514900 °
-121.542932°  -121.543217°

FE : Fence
Inspector Comment
. _' ’ ‘|'~ _-"q Y » 3
A fence and retaining wall with star jasmine growing on it blocks view of
the toe. Fall 2011

* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 3.25 Rating ** U Issue No. 68
LM End 3.26 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
| Start End
Vegetation 38.514957° 38.514916°
Item

o

-121.542969°  -121.543148
DWR ID DWR_MAQ009_01_s _2012_68
Comment Code

V6 : Landscaping

Inspector Comment

Ice plants, fence, and steps are permitted by Permit 8108-A and 8108-
B. Vegetation on fence blocks visibility.

Photo 1 of 1 : SP_2016_MA0009_201_68_20160429_00539.jpg

6F

9 s, .\’ i PR, ia SR Ll M S
View of the groundcover and vines growing on the fence on the landward
side of the levee looking downstream. Spring 2016.

LM Start 3.27 Rating ** M Issue No. 70
LM End 3.28 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Vegetation 38.514899° 38.514842°
-121.543224°  -121.543444°

DWR ID DWR_MA0009 01 s_ 2012 _70
Comment Code
V6 : Landscaping

Inspector Comment

Stairs are permitted by Permit 12266 but the wall and wrought iron
fence are not. Vegetation on fence blocks visibility.

Photo 1 of 2 : SP_2016_MA0009_201_70_20160304_00067.jpg
(<

e . o
Wall built along toe of levee. Fall 2012

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
MStat  3.27  Rating* M [lssueNo. 70 (cont) Photo 2 of 2 : SP_2016_MAO 70_20160429_00540.jpg
LM End 3.28 ‘ Issue Type + En Location * LS s ‘!_r N L e
Earthen Levee GPS Latitude/Longitude
Category
Stat  End
tem Vegetation 38.514899 ° 38.514842°
-121.543224/°  -121.543444°

DWR ID DWR_MAQ009_01_s _2012_70

Comment Code

V6 : Landscaping

Inspector Comment

Stairs are permitted by Permit 12266 but the wall and wrought iron
fence are not. Vegetation on fence blocks visibility.

o

View of the wall built along the levee toe on the landward side looking
downstream. Landscape vegetation is starting to block the wall. Spring
2016.

LM Start 3.30 Rating ** A/W | Issue No. 100
LM End 3.52 Issue Type + En Location * WS
Category Earthen Levee GPS Latitude/Longitude
Start End
tem Vegetation 38.514757° 38.513647°
-121.543781° -121.547648°
DWR ID DWR_MAQ009_01_s _ 2012_100
Comment Code

V8 : Environmental Requirements.

Inspector Comment

Photo 1 of 2 : SP_2016_MA0009_201_100_20160304_00100.jpg

A revegetation site. Photo taken spring 2012.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 | Oae720%0 Jal

LM Start 3.30 Rating ** A/W | Issue No. 100 (cont)
LM End 3.52 Issue Type + En Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Vegetation 38.514757 ° 38.513647
-121.543781)°  -121.547648

DWR ID DWR_MAQ009_01_s _2012_100
Comment Code
V8 : Environmental Requirements.

Inspector Comment

o

o

Photo 2 of 2 : SP_2016_MA0009_201_100_20160429_00542.jpg

S
%

View of tTwe revegetatioh site"on‘tl-wéi berm of the waterward side of the
levee looking downstream. Spring 2016.

LM Start 3.31 Rating ** M Issue No. 73
LM End 3.34 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.514718/° 38.514555

-121.543961°  -121.544552

DWR ID DWR_MA0009_01_s _ 2012 _73
Comment Code

o

o

Photo 1 of 1 : SP_2016_MA0009_201_73_20160429_00543.jpg
\ * g T & ( ; A

FE : Fence
Inspector Comment
> "
View of the wooden and block fence at the toe of the levee on the
landward side looking downstream. Spring 2016.

* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai

Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start 3.46 Rating ** M Issue No. 320 Photo 1 of 1 : SP 6_MA0009_201_320_20160429_00544.jpg
LMEnd  3.46 IssueType+ Ma  Location * LS € by v R BN

Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Trim / Thin Trees 38.513906/° 38.513906|°

-121.546635 °
DWR ID DWR_MAQ009 _01_s _ 2016_320
Comment Code
T1: Trim trees to at least five feet above ground level.

Inspector Comment

LM Start 3.56 Rating ** U Issue No.
LM End 3.56 Issue Type + En Location *
Earthen Levee
Category
Start
Vegetation 38.513447°
Item

-121.548329 °
DWR ID DWR_MA0009_01_s _ 2015_297
Comment Code
V6 : Landscaping

Inspector Comment
Trees need to be thinned and trimmed for visibility.

GPS Latitude/Longitude

-121.546635 °

Y

- " g‘ ; T e ls N
View of the tree on the landward side of the levee looking downstream.
Spring 2016.
297 Photo 1 of 1 : SP_2016_MA0009_201_297_20160304_00246.jpg
LS ‘ g Y

End
38.513447 °
-121.548329 °

B

View of the landscaping tree on the landward side of the levee looking
downstream. Spring 2015.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

N : Not Inspected/Rated
C: Corrected
AJW : Acceptable but Monitor & Maintain
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start 3.57 Rating ** U Issue No. 74 Photo 1 of 1: SP_2016_MAO0009_201_74_20160502_00545.jpg
LM End 3.59 | IssueType+ En  Location* LS b Yot
: L

Earthen Levee GPS Latitude/Longitude

Category
Start End
Encroachments 38.513416/° 38.513337/°
Item

-121.548463°  -121.548820°
DWR ID DWR_MAQO009 01_s_ 2012 74
Comment Code

FE : Fence
Inspector Comment
a2z
View of the wooden fence and tall shrubs at the toe of the Ieveé on the
landward side of the levee looking downstream. Spring 2016.

LM Start 3.59 Rating ** U Issue No. 75 Photo 1 of 1: SP_2016_MA0009_201_75_20160502_00546.jpg
LM End 3.61 Issue Type + En Location * LS = TR ' :

Earthen Levee GPS Latitude/Longitude }
Category

Start End
Vegetation 38.513330° 38.513236 °
Item

-121.548838 °  -121.549264 °
DWR ID DWR_MAQ009_01_s _2012_75
Comment Code
V6 : Landscaping

Inspector Comment
The hedges blocks the view of the levee berm.

View of the hedge on the bberm of the levee on the I'andward side looking
downstream. Spring 2016.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 3.61 Rating ** U Issue No. 76
LM End 3.66 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.513236/° 38.513064

-121.549265°  -121.550000
DWR ID DWR_MAQ009_01_s_2012_76

Comment Code

o

o

Photo 1 of 1 : SP_2016_MA0009_201_76_20160502_00547.jpg

FE : Fence
Inspector Comment
View of the wooden fence on the landward side of the levee looking
downstream. Spring 2016.

LM Start 3.69 Rating ** M Issue No. 79 Photo 1 of 1 : SP_2016_MA0009_201_79 20160304_00076.jpg
LM End 3.69 IssueType+ En  Location* LS 3 DN, - o /

Earthen Levee GPS Latitude/Longitude
Category

Start End
Vegetation 38.512866 ° 38.512866°
Item

-121.550585°  -121.550585

DWR ID DWR_MAQ009_01_s _ 2012 _79
Comment Code
V6 : Landscaping

Inspector Comment
Trees need to be trimmed at least 5 feet above ground for visibility.

o

View of the landscaping tree on the landward side of the levee looking
downstream. Fall 2015.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 3.71 Rating ** M Issue No. 80
LM End 3.71 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.512753 ° 38.512753/°
Item

-121.550856 °  -121.550856
DWR ID DWR_MA0009_01_s _2012_80
Comment Code

V6 : Landscaping

Inspector Comment
Trees need to be thinned and trimmed for visibility.

o

Photo 1 of 1 : SP_2016_MAO0009_201_80_20160502_00550.jpg

View of the fence and trees on the landward side of the levee looking
downstream. Spring 2016.

LM Start 3.74 Rating ** M Issue No. 82
LM End 3.74 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.512507° 38.512507°

-121.551334° -121.551334

DWR ID DWR_MAQ009_01_s _ 2012 _82
Comment Code

o

ST : Stairway

Inspector Comment
Steps are not permitted.

Photo 1 of 1 : SP_2016_MA0009_201_82_20160502_00552.jpg

Y . .3-" %

View of the steps and landscaping at the toe of the levee on the
landward side looking downstream. Spring 2016.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LM Start 3.76 Rating ** C Issue No. 298
LM End 3.76 |Issue Type+ Ma | Location* WS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Animal Control 38.512326/° 38.512326/°
-121.551646 ° -121.551646°

DWR ID DWR_MA0009_01_s _ 2015_298
Comment Code
Al : Exterminate rodents and backfill and compact or grout burrows.

Inspector Comment

LM Start 3.77 Rating ** M Issue No. 84
LM End 3.77 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.512221° 38.512221
Item

-121.551793°  -121.551793
DWR ID DWR_MA0009_01_s_ 2012_84

Comment Code

o

o

V6 : Landscaping

Inspector Comment
Landscaping bushes at the toe of the levee blocks visibility.

Photo 1 of 1 : SP_2016_MA0009_201_84_20160502_00554.jpg

x

apir{gi af thé toe of the Ievee.on;the. vlan'dv\varc-i side.
Spring 2016.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LM Start 3.78 ‘ Rating ** M Issue No. ‘ 85 Photo 1 of 1 : SP_2016_MA0009_201_85_20160502_00555.jpg
LM End 3.78 ‘ Issue Type + En Location * LS T
Earthen Levee GPS Latitude/Longitude
Category
Stat  End
tem Vegetation 38.512090 ° 38.512090°
-121.551958°  -121.551958 °

DWRID DWR_MAO009 01 s 2012 85

Comment Code

V6 : Landscaping

Inspector Comment

Fence and stairs are permitted by Permit 12169 and 12169-A.
Groundcover does not seem to be permitted and blocks visibility on the

slope.

View of the groundcovr on the iandward side of the Ivee Ioking
downstream. Spring 2016.

LM Start 3.80 Rating ** M Issue No.
LM End 3.80 Issue Type + En Location *

86 Photo 1 of 1 : SP_2016_MA0009_201_86_20160502_00556.jpg
R 3

LS Y

DWRID DWR_MAO009 01 s 2012 86

Earthen Levee GPS Latitude/Longitude
Category
Stat  End
tem Encroachments 38.511954° 38.511954°
-121.552136/° -121.552136°

Comment Code

ST : Stairway

Inspector Comment
Cannot find a permit regarding the steps and fence.

View of the handra

I

b

downstream. Spring 2016.

sl 0 e N P AR
il and steps on the landward side of the levee looking

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

N : Not Inspected/Rated
C: Corrected
AW : Acceptable but Monitor & Maintain

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence

En : Enforcement

Tuesday, May 31, 2016 13:29
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

-121.552533°  -121.552533
DWRID DWR_MAO009 01 s 2012 88

Comment Code

V6 : Landscaping

Inspector Comment

The fence and steps are permitted through Permit 12408-A. Vegetation
is on the fence and blocks visibility.

LM Start 3.83 ‘ Rating ** M Issue No. ‘ 88
LM End 3.83 ‘ Issue Type+ En  Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Stat  End
Vegetation 38.511605 ° 38.511605/°
Item

o

Photo 1 of 1 : SP_2016_MA0009_201_88_20160502_00558.jpg

]

4 .

View of the landscaping at the toe of the levee on the landward side of
the levee looking downstream. Spring 2016.

LM Start 3.85 Rating ** M Issue No. 89
LM End 3.85 Issue Type + En Location * LS
Category Earthen Levee GPS Latitude/Longitude
Stat  End
tem Encroachments 38.511372° 38.511372 °
-121.552767/°  -121.552767 °
DWRID DWR_MA0009 01 s 2012 89
Comment Code

ST : Stairway

Inspector Comment

Timber stairs are permitted through Permit 11977-B, but these stairs
are concrete.

Photo 1 of 1 : SP_2016_MA0009_201_89_20160502_00559.jpg

¥ ¥

View of the steps on the landward side of the levee looking upstream.
Spring 2016.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start 3.85 Rating ** M Issue No. 321

LM End 3.85 Issue Type + Ma | Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Trim / Thin Trees 38.511340/° 38.511340/°
-121.552799/°  -121.552799°

DWR ID DWR_MAQ009 01_s _ 2016_321
Comment Code
T1: Trim trees to at least five feet above ground level.

Inspector Comment

LM Start 3.86 Rating ** M Issue No. 90
LM End 3.86 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.511219° 38.511219°

-121.552907 °  -121.552907 °
DWR ID DWR_MA0O009 01_s_ 2012 90
Comment Code

FE : Fence

Inspector Comment
Permit (7334-A) states the fence to be a solid board fence with every
other 3 inch board strips removed for visibility. Current fencse is
wrought iron and not in compliance with existing permit.

LM Start 3.88 Rating ** M Issue No. 91
LM End 3.88 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.511050 ° 38.511050 °
Item

-121.553067 °  -121.553067 °
DWR ID DWR_MA0009 01_s_ 2012 91
Comment Code

V6 : Landscaping

Inspector Comment

Tree needs to be thinned and trimmed for visibility.

Photo 1 of 1 : SP_2016_MA0009_201_321_20160502_00560.jpg

View of the trees on the landward side of the levee looking upstream.
Spring 2016.

Photo 1 of 1 : SP_2016_MA0009_201_90_20160304_00087.jpg
. A N
t5e

Wooden fence and landscape at toe. Spring 2013

Photo 1 of 1 : SP_2016_MA0009_201_91_20160304_00088.jpg
B od A

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

Inspection

LM Start 3.93 Rating ** AW Issue No. 95
LM End 3.93 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.510438/° 38.510438/°

-121.553569°  -121.553569 °

DWR ID DWR_MA0O009 01_s_ 2012 95
Comment Code
FE : Fence

Inspector Comment

Permit 11748 covers a wrought iron fence. It seems the wrought iron
fence has been replaced with a wooden see through fence.

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

Photo 1 of 1: SP_2016_MA0009_201_95_20160304_00092.jpg

View of the new fence at the toe of the levee

2015.

-

#

on fhe Ian-dward 'side. Fall

LM Start 3.93 Rating ** M Issue No. 191
LM End 3.93 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.510343/° 38.510343/°

-121.553632°  -121.553632°

DWR ID DWR_MA0009 01_s_ 2013 191
Comment Code

FE : Fence

Inspector Comment
No permit on the stairs.

Photo 1 of 1 : SP_2016_MA0009_201_191_20160304_00206.jpg

-

A new set of stairs with a handrail on the levee. Spring 2013

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start 4.01 Rating ** M Issue No. 102 Photo 1 of 2: SP_2016_MA0009_201_102_20160304_00102.jpg
LM End 4.01 Issue Type + En Location * LS '
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.509343/° 38.509343/°
-121.554234°  -121.554234°

DWR ID DWR_MAQ009 01_s _ 2012_102
Comment Code
RW : Retaining Wall

Inspector Comment
Retaining wall is not permitted and located at the toe of the levee.

4 -

- J"_'__ _’!I Ly N e
The homeowner has planted groundcover and installed retaining walls.
Fall 2011

LM Start 4.01 Rating ** M Issue No. 102 (cont) Photo 2 of 2 : SP__

2016_MAO0009_201_102_20160304_00103.jpg

LM End 4.01 Issue Type + En Location * LS 3 ]
= 1 “ z R DA SR SR ERENS
View of the retaining wall at the toe of the levee looking downstream.
Groundcover has been removed. Fall 2015.
LM Start 4.02 Rating ** ] Issue No. 325 Photo 1 of 2: SP_2016_MA0009_201_325 20160304_00272.jpg
LM End 4.02 | IssueType+ En | Location * LS : B AR s A
Earthen Levee GPS Latitude/Longitude
Category
Start End
Encroachments 38.509205|° 38.509205|°

Item
o

°  -121.554293

-121.554293
DWR ID DWR_MA0009_01_f _2015_325
Comment Code
ST : Stairway

Inspector Comment
There appear to be a project for stairs on the landward slope.

B il QRS LR ™
The owner has cut into the levee slope to for stairs. Fall 2015.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start 4.02 Rating ** U Issue No. 325 (cont) Photo 2 of 2 : SP_2016_MA0009_201 325 20160304_00273.jpg

LM End 4.02 Issue Type + En Location * LS % 3 A

Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.509205|° 38.509205|°

-121.554293°  -121.554293°
DWR ID DWR_MAQ009_01_f _2015_325
Comment Code
ST : Stairway

Inspector Comment
There appear to be a project for stairs on the landward slope.

4 X,

e .j 3 o - BREEL. 5S 2 RS
View of the excavated slope on the landward side of the levee looking
downstream. Fall 2015.

LMStat  4.03 Rating ** M | Issue No. 97 Photo 1 of 2 : SP_2016_MA0009_201_97_201

K 60304_00095.jpg
LMEnd  4.03 IssueType+ En  Location * LS Ry R R/ R : "

By ]

Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.509127 ° 38.509127 °
Item

-121.554353°  -121.554353 °
DWR ID DWR_MAQ009_01_f _2013_97
Comment Code
V6 : Landscaping

Inspector Comment
Fruit trees are at the toe of the levee.

S e s

ping within the easeent. Fall 2013

Fruit trees and landsca

LM Start 4.03 Rating ** M Issue No. 97 (cont)
LM End 4.03 Issue Type + En Location * LS
= F g
New fruit trees have been added to the toe of the levee. Spring 2014

* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start 4.06 Rating ** M Issue No. 105 Photo 1 of 1: SP_2016_MA0009_201_105_20160304_00106.jpg
LM End 4.06 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Encroachments 38.508666|° 38.508666|°
Item

-121.554584 °  -121.554584°
DWR ID DWR_MA0009_01_s _2012_105
Comment Code
ST : Stairway

Inspector Comment
Steps, fence, and pool do not appear to be permitted.

Steps, fence and landscape. Spring 2013

LM Start 4.07 Rating ** M Issue No. 326
LM End 4.07 Issue Type + Ma | Location * WS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
Animal Control 38.508478|° 38.508478|°
Item

-121.554705°  -121.554705°
DWR ID DWR_MAQ009 01 _f_2015 326
Comment Code

A3 : No rodents visible, but rodent burrows visible; need to backfill and
compact or grout burrows.

Inspector Comment

LM Start 4.10 Rating ** M Issue No. 195 Photo 1 of 1: SP_2016_MA0009_201_195 20160304_00209.jpg
LM End 4.10 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.508166 ° 38.508166|°
Item

-121.554827 °  -121.554827 °
DWR ID DWR_MA0009_01_s _2013_195
Comment Code
V6 : Landscaping

Inspector Comment
Vines on fence obstruct visibility.

Fence with grape vines growing on it. Spring 2013

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start 4.14 Rating ** M Issue No. 108
LM End 4.15 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.507632|° 38.507409°

-121.555157°  -121.555302 °

DWR ID DWR_MAQO009 01_s_ 2012 108
Comment Code
FE : Fence

Inspector Comment
This is city property.

LM Start 4.14 Rating ** M Issue No. 108 (cont)
LM End 4.15 Issue Type + En Location * LS
LM Start 4.27 Rating ** A/W | Issue No. 107
LM End 4.36 Issue Type + En Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.505824 ° 38.504553 °
Item

-121.555998°  -121.556423 °

DWR ID DWR_MAQ009_01_s _ 2012_107
Comment Code
V8 : Environmental Requirements.

Inspector Comment

Photo 1 of 2 : SP_2016_MA 60304_00109.jpg

0009_201_108 201

Fenced area with a walk through to the neighborhood. This is the City of

Sacramento's property.

Photo 2 of 2 : SP_2016_MA0009_201_108_20160304_00110.jpg
: S

Fall 2015.

Photo 1 of 1 : SP_2016_MA0009_201_107_20160304_00108.jpg

A revegetation site. Photo taken spring 2012.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

N : Not Inspected/Rated
C: Corrected
AW : Acceptable but Monitor & Maintain

FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 4.29 Rating ** A/W | Issue No. 335
LM End 4.29 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
| Start End
Vegetation 38.505582|° 38.505582|°
Item

o

-121.556098 °  -121.556098
DWR ID DWR_MA0009_01_f 2013 335
Comment Code

V6 : Landscaping

Inspector Comment
Vines on fence need to be monitored and maintained for visibility.

ks

Photo 1 of 2 : SP_2016_MA0009_201_335_20160304_00282.jpg

View of the vegeiation on the landward side of the levee looking
downstream. Fall 2015.

LM Start 4.29 Rating ** A/W | Issue No. 335 (cont) Photo 2 of 2 : SP_2016_MAOQO 01_335_20160502_00561.jpg
LM End 429 IssueType+ En | Location* LS : aA e ¢ % ’
04/27/2018
View of the vegetation on the landward side of the levee. Wild grapes
have been cleared but there still seems to be vines on the fence. Spring
2016.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start 4.31 Rating ** M Issue No. 114 Photo 1 of 1 : SP_2016_MA0009_201 114 20160502_00562.jpg
LM End 431 IssueType+ En  Location * LS Gy iy ¥ 3
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.505294 ° 38.505294°

Item

o

-121.556199°  -121.556199
DWR ID DWR_MAQ009 01_s _ 2012 114
Comment Code

V6 : Landscaping

Inspector Comment

Trees and vegetation on fence blocks visibility. Trees need to be
thinned and trimmed.

2

View of the fence andléndscaping on the landward side of the levee.

Spring 2016.
LM Start 4.33 Rating ** M Issue No. 115 Photo 1 of 2 : SP_2016_MA0009 201 115 20160304 _00119.jpg
LMEnd  4.33 IssueType+ En  Location * LS " ¢ i O
Earthen Levee GPS Latitude/Longitude "
Category
Start End
Vegetation 38.505022 ° 38.505022|°

Item
°

-121.556283°  -121.556283

DWR ID DWR_MAQ009 01_s _ 2012_115
Comment Code

V6 : Landscaping

Inspector Comment
Trees need to be thinned and trimmed for visibility.

o

S
Perspective view of the landscaping on the landward side of the levee
looking downstream. Fall 2015.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 EINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start 4.33 Rating ** M Issue No. 115 (cont) Photo 2 of 2 : SP_2016_MA0009_201 115 20160502_00563.jpg
LM End 433 | IssueType+ En  Location* LS 7 SRR T W'\; G ! y
Earthen Levee GPS Latitude/Longitude b 8 3 7 |
Category ; !
Start End
tem Vegetation 38.505022° 38.505022°
-121.556283° -121.556283°

DWR ID DWR_MAQ009 01_s _ 2012_115
Comment Code
V6 : Landscaping

Inspector Comment
Trees need to be thinned and trimmed for visibility.

View of the Iandscaping at the toe of the levee on the landward side.

Spring 2016.
LM Start 4.43 Rating ** M Issue No. 120 Photo 1 of 1: SP_2016_MA0009_201_120_20160304_00126.jpg
LM End 4.43 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.503640|° 38.503640|°
-121.556708/° -121.556708°

DWR ID DWR_MAQO009 01_s_ 2012 120
Comment Code
FE : Fence

Inspector Comment
Fence does not seem to be permitted.

Steps with handrail, fence and landscape with garden shed. Spring 2013

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA Page 75 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
M Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 8‘5%%812 ig:'

LM Start 4.45 Rating ** A/W | Issue No. 121
LM End 4.45 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.503350 ° 38.503350 °
Item

-121.556800°  -121.556800 °

DWR ID DWR_MAQ009 01_s _ 2012 121
Comment Code
V6 : Landscaping

Inspector Comment

Photo 1 of 1 : SP_2016_MA0009_201_121_20160304_00127.jpg
"™

.

The levee slope has been terraced and with a small retaining wall, fence
and landscape. Spring 2013

LM Start 4.45 Rating ** C Issue No. 327
LM End 4.47 Issue Type + Ma | Location * WS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Animal Control 38.503245 ° 38.503091 °
-121.556843/° -121.556917 °
DWR ID DWR_MAO009_01_f _2015_327
Comment Code
A3 : No rodents visible, but rodent burrows visible; need to backfill and
compact or grout burrows.
Inspector Comment
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start 4.46 Rating ** M Issue No. 122 Photo 1 of 1 : SP_2016_MA0009_201 122 20160304_00128.jpg
LM End 4.46 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.503106 ° 38.503106 °
Item

o

-121.556917 °  -121.556917

DWR ID DWR_MAQ009 01_s _ 2012_122
Comment Code
V6 : Landscaping

Inspector Comment

b, S LN L !
Groundcover, fence and landscape makes it hard to see the toe. Spring
2013

LMStart ~ 4.48 Rating ** M  Issue No. 124 Photo 1 of 1 : SP_2016_MAQ009_201_124 20160304_00129.jpg
LMEnd  4.48 | IssueType+ En  Location * LS ..

Earthen Levee GPS Latitude/Longitude . -
Category

Start End
Vegetation 38.502861 ° 38.502861 °

Item
°

-121.557032° -121.557032

DWR ID DWR_MAQ009 01_s _ 2012_124
Comment Code
V6 : Landscaping

Inspector Comment

LM Start 4.50 Rating ** A/W | Issue No. 125 Photo 1 of 1: SP_2016_MA0009 _201_125 20160304_00130.jpg
LM End 4.50 Issue Type + En Location * LS B 7
Earthen Levee GPS Latitude/Longitude _
Category
Start End
Vegetation 38.502669|° 38.502669|°

Item

o

-121.557152°  -121.557152
DWR ID DWR_MA0009 _01_s_ 2012 125
Comment Code

V6 : Landscaping

Inspector Comment

Steps, fence and large redwood trees. Spring 2013

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

LM Start 4.52 Rating ** A/W | Issue No. 126
LM End 452 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.502401 ° 38.502401 °
Item

-121.557317° -121.557317°
DWR ID DWR_MAQO009 01_s_ 2012 126
Comment Code

V6 : Landscaping

Inspector Comment

LM Start 4.54 Rating ** M Issue No. 127
LM End 454 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.502163 ° 38.502163 °
Item

-121.557407 °  -121.557407°
DWR ID DWR_MAQO009 01_s_ 2012 127
Comment Code

V6 : Landscaping

Inspector Comment

Rating ** A/W
Issue Type + En

Issue No. 128
Location * LS

LM Start 4.55
LM End 4.55
Earthen Levee GPS Latitude/Longitude
Start End
38.501895° 38.501895 °

-121.557481°  -121.557481°

Category

Vegetation
Item

DWR ID DWR_MA0009_01_s _2012_128
Comment Code
V6 : Landscaping

Inspector Comment

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

Photo 1 of 1 : SP_2016_MA0009_201_126_20160304_00131.jpg

Fence, landscape, and buildings at toe. Spring 2013

Photo 1 of 1: SP_2016_MA0009_201_128 20160304_00133.jpg
p > A

Trees on the slope, a retaining wall, fence and landscape. Spring 2013

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain

Tuesday, May 31, 2016 13:29

FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance

Leveel
Levee Inspection Rep

Sacramento Maintenance

nspections

ort By Mile - Spring 2016

Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LMStat  4.57 | Raing™ = A/W | IssueNo. 129 Photo 1 of 1 : SP_2016_MA0009_201_129 20160304 _00134.jpg
LM End 4.57 ‘ Issue Type+  En  Location * LS B - o i T
Earthen Levee GPS Latitude/Longitude
Category
Stat  End
tem Vegetation 38.501627 ° 38.501627|°
-121.557553 °  -121.557553 °
DWR ID DWR_MA0009_01_s _2012_129
Comment Code
V6 : Landscaping
Inspector Comment
P i : =
View of the steps, fence and large trees at the toe of the levee on the
landward side looking downstream. Fall 2015.
LM Start 4.59 Rating ** M Issue No. 333 Photo 1 of 2 : SP_2016_MA0009_201_333_20160502_00564.jpg
IMEnd 459 IssueType+ Ma  Location* WS A .
Earthen Levee GPS Latitude/Longitude
Category
Stat  End
tem Erosion / Bank Caving 38.501356 ° 38.501356|°
-121.557638/°  -121.557638/°
DWR ID DWR_MA0009_01_s _ 2016_333
Comment Code

E2 : Schedule repair of erosion site prior to the next inspection.

Inspector Comment

Erosion is on the waterwrd slope of the levee. Spring 2016.

LMStart ~ 4.59 Rating ** M | Issue No. 333 (cont) Photo 2 of 2 : SP_2016_MA0009_201_333_20160502_00565.jpg
LM End 459 |lIssueType+ Ma | Location* WS 5 AR r
a
Perspective vew of the erosion site looking upstream. Spring 2016.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

i Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start 4.65 Rating ** M Issue No. 130 Photo 1 of 1 : SP_2016_MA0009 201 130_20160502_00566.jpg
LM End 4.70 IssueType+ En  Location * LS ST 4 E 3 :

Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.500565|° 38.499761°

-121.557810° -121.557832°
DWR ID DWR_MA0009 01_s_ 2012 130
Comment Code

FE : Fence
Inspector Comment
View of the wooden fence under the trees at the toe of the levee on the
landward side looking downstream. Spring 2016.
LM Start 4.65 Rating ** M Issue No. 1773 Photo 1 of 2 : UCIP_SP_2016_5760_8723.jpg
LM End 4.65 IssueType+ En  Location * LS s 3 R j B ]
Supplemental i i ] < B 5
S pp GPS Latitude/Longitude <l
Start End
tem DWR UCIP Field Study 38.500490 ° 38.500490 °
-121.557780° -121.557780 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5760
DS _ID:17418 goic
EP_NO: N/A s S A

B i

R ir Type: Non- - .
epair Type: Non-Urgent houlder where pipe may have come through.

Crossing Status: Indicator Found

UCIP Comments: Locate and determine type of pipe abandonment.
FIELD_STRUCT_DESC: 8-inch pipe through the levee, 3.4-feet below
the crown. Constructed with 1-CM cut-off wall and a pump on the river
side. Originally included in the O+M manual (1955). Levee log indicates
this pipe abandoned in place. Two t-posts on LS toe may indicate
location of pipe. Pictures in Permit 6525 clearly show this pipe just
upstream of boat dock walkway.

FS Date: 7/25/2012 9:10:00 AM

Boat dock ramp on WS s

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA Page 80 of 211



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start 4.65 Rating ** M Issue No. 1773 (cont)
LM End 4.65 Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.500490 ° 38.500490|°
-121.557780/° -121.557780°
DWR ID
Comment Code
Inspector Comment
FS_ID:5760
DS 1D:17418
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Indicator Found

UCIP Comments: Locate and determine type of pipe abandonment.
FIELD_STRUCT_DESC: 8-inch pipe through the levee, 3.4-feet below
the crown. Constructed with 1-CM cut-off wall and a pump on the river
side. Originally included in the O+M manual (1955). Levee log indicates
this pipe abandoned in place. Two t-posts on LS toe may indicate
location of pipe. Pictures in Permit 6525 clearly show this pipe just
upstream of boat dock walkway.

FS Date: 7/25/2012 9:10:00 AM

LM Start 4.67 Rating ** A/W | Issue No. 144
LM End 4.78 Issue Type + Ob Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.500296|° 38.498700 °
Item

-121.557817° -121.557832°
DWR ID DWR_MAQ009_01_s _ 2016_144
Comment Code
V8 : Environmental Requirements.

Inspector Comment

Photo 2 of 2 : UCI

P_SP_2016_5760_8722.jpg

J‘ = @ R A > ,v IR :

Two t-posts may indicate pipe location on LS slope.

Photo 1 of 1 : SP_2016_MA0009_201_144 20160304_00153.jpg

Lod Cofty,
W L e

‘E‘~0u s

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start 4.68 Rating ** A/W | Issue No. 113 Photo 1 of 2: SP_2016_MA0009_201_113 20160304_00115.jpg
LM End 4.68 | IssueType+ En | Location* LS 3 S € s N
Earthen Levee GPS Latitude/Longitude g :
Category
Start End
Vegetation 38.500062 ° 38.500062 °
Item

-121.557825°  -121.557825 °
DWR ID DWR_MA0009_01_s _2012_113
Comment Code
V6 : Landscaping

Inspector Comment

= o 0

The a}de continues to be on the levee siope. Spring 20i4

LMStat ~ 4.68 | Rating® = A/W | IssueNo. 113 (cont) Photo 2 of 2 : SP_2016_MA0009_201_113_20160304_00116.jpg

LM End 4.68 Issue Type + En Location * LS

G LA S
B e s T
View of the landscaping
downstream. Fall 2015.

on fhe landward side of the le

S
vee looking

IMStat 471 Rating™ | A/W | Issue No. 131 Photo 1 of 1 : SP_2016_MA0009_201_131_20160304_00136.jpg

LM End 471 IssueType+ En | Location * LS LT T N 3

Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.499636 ° 38.499636 °
Item

-121.557871° -121.557871°
DWR ID DWR_MA0009_01_s _2012_131
Comment Code
V6 : Landscaping

Inspector Comment

Tt

View 6f'the landscaping on the landward side of the levee |

N

ooking

upstream. Blackberry shrubs are at the toe of the levee. Fall 2015.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 4.88 Rating ** A/W | Issue No. 133
LM End 4.92 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
| Start End
Vegetation 38.497158° 38.496683°
Item

o

-121.557412°  -121.557217
DWR ID DWR_MAQ009 01_s _ 2012 133
Comment Code

V6 : Landscaping

Inspector Comment

Photo 1 of 1 : SP_2016_MA0009_201_133_20160503_00567.jpg

¢aon e, LSRR
m looking upstream. Spring

o Bty N4 A% AR i e N
View of the fruit trees on the landside ber!
2016.

LM Start 4.96 Rating ** M Issue No. 135
LM End 4.98 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.496110 ° 38.495871°
-121.556939°  -121.556777 °

DWR ID DWR_MAO009 01 s 2012 135
Comment Code
RW : Retaining Wall

Inspector Comment

Photo 1 of 2 : SP_2016_MA0009_201_135_20160304_00142.jpg
="

v:‘;‘ﬂ' ‘I
: LN

A retaining wall with a fence on top and some groundcover. Photo taken
spring 2012.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 4.96 Rating ** M Issue No. 135 (cont)
LM End 4.98 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.496110° 38.495871°

o

-121.556939°  -121.556777
DWR ID DWR_MAQ009 01_s _ 2012_135
Comment Code

RW : Retaining Wall

Inspector Comment

Photo 2 of 2 : SP_2016_MA0009_201_135_20160304_00143.jpg
\i 2 T o T ey ——

L oS K . ,
L : i ;

o
View of the landscaping on the landward side of the levee looking
upstream. The retaining wall has been covered by the groundcover. Fall
2015.

LM Start 4.97 Rating ** M Issue No. 136
LM End 4.97 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.495981 ° 38.495981 °
-121.556864°  -121.556864 °

DWR ID DWR_MA0009_01_s_ 2012 136

Comment Code

Photo 1 of 1 : SP_2016_MA0009_201_136_20160304_00144.jpg

BU : Building
Inspector Comment
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start 4.99 Rating ** M Issue No. 138 Photo 1 of 1: SP_2016_MA0009_201_138 20160503_00568.jpg
LM End 499 | IssueType+ En | Location * LS & ; ¥ el %
Earthen Levee GPS Latitude/Longitude
Category
Start End
Encroachments 38.495687|° 38.495687|°

Item

o

-121.556705°  -121.556705
DWR ID DWR_MA0009_01_s_ 2012 138

Comment Code

BU : Building
Inspector Comment
View of the house at the toe of the levee on the landward side looking
upstream. Spring 2016.
LM Start 5.01 Rating ** M Issue No. 139 Photo 1 of 2 : SP_2016_MA0009_201_139_20160304_00148.jpg
LM End 501 IssueType+ En | Location* LS Y
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.495529 ° 38.495529 °

o

-121.556592 °  -121.556592

DWR ID DWR_MAQ0009 01_s_ 2012 139
Comment Code

BU : Building
Inspector Comment o ¢ o
The side of the barn is into levee toe.
LMStat  5.01 Rating ** M | Issue No. 139 (cont) Photo 2 of 2 : SP_2016_MA0009_201_139_20160304_00149.jpg
LM End 5.01 Issue Type + En Location * LS L : IR
Sl e ¥ 0% SR TREES s ]
View of the barn at the levee toe on the landward side of the levee.
Trees need to trimmed for visibility. Fall 2015.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start 5.02 Rating ** M Issue No. 201 Photo 1 of 2 : SP_2016_MA0009_201 201 20160304 _00214.jpg
LM End 5.02 Issue Type + En Location * LS )
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.495400° 38.495400°

Item

o

-121.556488 °  -121.556488
DWR ID DWR_MAQ009 01_s _ 2013_201
Comment Code

V6 : Landscaping

Inspector Comment

LM Start 5.02 Rating ** M Issue No. 201 (cont)
LM End 5.02 | IssueType+ En | Location* LS
View of the landscaping at the toe of the levee on the landward side
looking upstream. Fall 2015.

LM Start 5.03 Rating ** M Issue No. 328 Photo 1 of 1 : SP_2016_MA0009_201_328_20160304_00275.jpg
LMEnd  5.07 IssueType+ En  Location* LS ) : : 18 o

Earthen Levee GPS Latitude/Longitude il
Category

Start End
Vegetation 38.495235° 38.494701°

Item

o

-121.556393°  -121.556022
DWRID DWR_MAO009 01 _f 2015 328

Comment Code

V6 : Landscaping

Inspector Comment

View of the trees on the landward side of the Ievée looking dovvhstream.
Trees need to be trimmed. Fall 2015.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r

LM Start 5.08 Rating **

M Issue No.

336

LM End 5.08 Issue Type +
Earthen Levee

Ma Location *

WS

GPS Latitude/Longitude

Photo 1 of 1 : SP_2016_MA0009_201_336_20160503_00569.jpg

Earthen Levee

GPS Latitude/Longitude

Category
Start End
tem Encroachments 38.494527 38.494527
-121.555889 -121.555889
DWR ID DWR_MAO009 01 _s_2016_336
Comment Code
TR : Tree or limb
Inspector Comment
View of the fallen tree on the waterward slope looking downstream.
Spring 2016.
LM Start 5.09 Rating ** M Issue No. 141 Photo 1 of 1 : SP_2016_MA0009 201 141 20160503 _00570.jpg
LM End 5.17 Issue Type + En Location * LS o o e

ey e 2

WS : Water Side
CR: Crown

M : Minimally Acceptable
U : Unacceptable

C: Corrected

Category
Start End
tem Vegetation 38.494477 38.493431
-121.555809 -121.555082
DWR ID DWR_MAQO009_01_s _2012_141
Comment Code
V6 : Landscaping
Inspector Comment
e o
> > N s o
View of the groundcover planted on the berm on the landward side of the
levee looking downstream. Spring 2016.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

Ob : Design & System Obsolescence

AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LM Start 5.24 Rating ** M Issue No. 143 Photo 1 of 1: SP_2016_MA0009_201_143 20160503_00571.jpg
LMEnd 5.8 IssueType+ En  Location* LS A N ~ K
Earthen Levee GPS Latitude/Longitude &0
Category
Start End
tem Vegetation 38.492574 ° 38.492131°
-121.554423°  -121.554072°
DWR ID DWR_MAQO009_01_s _2012_143
Comment Code
V6 : Landscaping
Inspector Comment
View of the landscaping at the toe of the levee on the landward side
looking upstream. Spring 2016.
LM Start 5.25 Rating ** M Issue No. 145 Photo 1 of 2: SP_2016_MA0009_201_145 20160304_00154.jpg
LM End 5.25 Issue Type + En Location * LS |
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.492442|° 38.492442|°
-121.554319/° -121.554319°
DWR ID DWR_MAQO009_01_s _2012_145
Comment Code
BU : Building
Inspector Comment
The building encroaches into the levee.
LM Start 5.25 Rating ** M Issue No. 145 (cont) Photo 60304_00155.jpg
LM End 5.25 Issue Type + En Location * LS by s {
TR “ i A“' 3 _ y Vi -
A garden shed at the toe of the levee. Spring 2014
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
M Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 8‘5%%812 ig:'

Rating ** M
Issue Type + En

Issue No. 146
Location * LS

LM Start 5.28
LM End 5.32

Earthen Levee

GPS Latitude/Longitude
Category

Start End
38.492132° 38.491623 °
-121.554072°  -121.553634 °

Vegetation
Item

DWR ID DWR_MAQ009 _01_s _ 2012_146
Comment Code
V6 : Landscaping

Inspector Comment

Rating ** M
Issue Type + En

Issue No. 1800

Location * LS

LM Start 5.31
LM End 5.31

Supplemental GPS Latitude/Longitude

Category
Start End
tem DWR UCIP Field Study 38.491750 ° 38.491750 °
-121.553730°  -121.553730°
DWR ID
Comment Code
Inspector Comment
FS_1D:5900
DS _1D:18943
EP_NO: 12922

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1 of 2: 2-inch electrical conduit through the
levee at an undetermined depth on downstream side of boat dock ramp.
FS Date: 6/20/2012 2:20:30 PM

Photo 1 of 1 : SP_2016_MA0009_201_146_20160304_00156.jpg

TR
ndward side

aping along the toe of the levee on the lal
looking downstream. Fall 2015.

View of th‘e Iandsé

Photo 1 of 2 : UCIP_SP_2016_5900_8962.jpg

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain

Tuesday, May 31, 2016 13:29

FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 5.31 Rating ** M Issue No. 1800 (cont)
LM End 5.31 Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.491750 ° 38.491750/°
-121.553730°  -121.553730°
DWR ID
Comment Code
Inspector Comment
FS_ID:5900
DS _1D:18943
EP_NO: 12922

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1 of 2: 2-inch electrical conduit through the
levee at an undetermined depth on downstream side of boat dock ramp.
FS Date: 6/20/2012 2:20:30 PM

Photo 2 of 2 : UCIP_SP_2016_5900_8961.jpg

Ramp at WS shoulder.

LM Start 5.31 Rating ** M Issue No. 1801
LM End 5.31 Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
- DWR UCIP Field Study 38.491730° 38.491730°
-121.553720°  -121.553720°
DWR ID
Comment Code
Inspector Comment
FS_ID:5901
DS_1D:18944
EP_NO: 12922

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 2 of 2: 2-inch water line through the levee at
an undetermined depth on downstream side of boat dock ramp.

FS Date: 6/20/2012 2:40:41 PM

Photo 1 of 2 : UCIP_SP_2016_5901_8964.jpg

L

* :A‘»..‘ T S '”
Pipes through levee under walkway on WS shoulder.

* Location
LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

** Rating
A: Acceptable
M : Minimally Acceptable
U : Unacceptable

C: Corrected

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start 5.31 Rating ** M Issue No. 1801 (cont)
LM End 5.31 Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.491730° 38.491730/°
-121.553720/° -121.553720°
DWR ID
Comment Code
Inspector Comment
FS_ID:5901
DS _1D:18944
EP_NO: 12922

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 2 of 2: 2-inch water line through the levee at
an undetermined depth on downstream side of boat dock ramp.

FS Date: 6/20/2012 2:40:41 PM

Photo 2 of 2 : UCIP_SP_2016_5901_8963.jpg

LM Start 5.34 Rating ** u Issue No. 148
LM End 5.38 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Vegetation 38.491357 ° 38.490897 °
-121.553393°  -121.552974 °

DWR ID DWR_MAQ009 01_s _ 2012_148
Comment Code
V6 : Landscaping

Inspector Comment
Landscaping blocks visibility of levee slopes.

Photo 1 of 2 : SP_2016_MA0009_201_148_20160304_00158.jpg

The cedar tree covers the levee slope blocks visibility. Photo taken
spring 2012.

* Location
LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

Tuesday, May 31, 2016 13:29

** Rating
A: Acceptable
M : Minimally Acceptable
U : Unacceptable

C: Corrected

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 5.34 Rating ** u Issue No. 148 (cont)
LM End 5.38 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Vegetation 38.491357 ° 38.490897 °
-121.553393/°  -121.552974°

DWR ID DWR_MAQ009 01_s _ 2012_148
Comment Code
V6 : Landscaping

Inspector Comment
Landscaping blocks visibility of levee slopes.

Photo 2 of 2 : SP_2016_MAO0009_201_148_20160304_00159.jpg

o

View of the landscaping along the levee slope on the landward side
looking downstream. Fall 2015.

LM Start 5.35 Rating ** M Issue No. 16
LM End 5.37 Issue Type + Ma Location * WS
Category Supplemental GPS Latitude/Longitude
Start End
tem 2DOR1:FL48ACE Erosion Survey, 38.491086 ° 38.490892°
-121.553540/°  -121.553352°

DWR ID DWR_MA0009_01_s _2016_16
Comment Code

Inspector Comment

2011 - Tree popout at the toe has taken out the rock toe protection.
2015: No observed changes. [2015 Site ID: SAC_50-3_L]

Photo 1 of 1 : SP_2016_MA0009_201_16_20160304_00024.jpg

USACE 2013 Photo #1

LM Start 5.41 Rating ** C Issue No. 329
LM End 5.41 Issue Type + Ma Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Erosion / Bank Caving 38.490525 ° 38.490525°

Item
o

-121.552614° -121.552614

DWR ID DWR_MA0009_01_f _ 2015_329
Comment Code
E2 : Schedule repair of erosion site prior to the next inspection.

Inspector Comment

No Photos

* Location
LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

** Rating
A: Acceptable
M : Minimally Acceptable
U : Unacceptable

C: Corrected

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start 5.44 Rating ** M Issue No. 149 Photo 1 of 1: SP_2016_MA0009_201_149 20160503_00572.jpg
LM End 5.46 IssueType+ En  Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.490197 ° 38.490023 °
Item

-121.552327°  -121.552153 °
DWR ID DWR_MA0009_01_s _2012_149
Comment Code
V6 : Landscaping

Inspector Comment

View of the landscaping at the toe of the levee on the landward side
looking downstream. Spring 2016.

LM Start 5.46 Rating ** A/W | Issue No. 150 Photo 1 of 1: SP_2016_MA0009_201_150_20160503_00573.jpg
LM End 547 IssueType+ En  Location* LS ":
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.489974/° 38.489807|°
Item

-121.552121° -121.551990°
DWR ID DWR_MAQO009 01_s_ 2012 150
Comment Code

V6 : Landscaping

Inspector Comment

oy

View of the fence and landscaping at the toe of the levee looking
downstream. Spring 2016.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

IMStat 548 | Ratng*® | AW | lIssueNo. 151 Photo 1 of 1 : SP_2016_MA0009_201_151_ 20160503 00574.jpg
LM End 5.50 Issue Type + En Location * LS " R o ; g
Earthen Levee GPS Latitude/Longitude , % 3
Category
Start End
Vegetation 38.489730 ° 38.489503 °
Item

-121.551924°  -121.551748°
DWR ID DWR_MAQ0009 01_s_ 2012 151
Comment Code

V6 : Landscaping

Inspector Comment

View of the prur‘led/shrubs at the toe of the levee on the landward side

looking downstream. Spring 2016.

LM Start 5.49 Rating ** A/W | Issue No. 132 Photo 1 of 2: SP_2016_MA0009_201_132_20160503_00575.jpg
LM End 5.93 Issue Type + En Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.489589 ° 38.484026 °
Item

-121.551825° -121.547831°
DWR ID DWR_MAQO009 01_s_ 2012 132
Comment Code

V8 : Environmental Requirements.

Inspector Comment

Sie

View of the revegetation site on the waterwward berm of the Iévee

looking downstream. Spring 2016.

LMStat ~ 5.49 Rating*  A/W | Issue No. 132 (cont) Photo 2 of 2 : SP_2016_MA0009_201_132_20160503_00580.jpg
LM End 5.03 IssueType+ En  Location* WS g 5 " R S 7- 3

A | )

Sign stating the revegetation site. Spring 2016.
* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

LM Start 5.50 Rating ** M Issue No. 152
LM End 5.53 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.489476|° 38.489125/°
Item

-121.551736°  -121.551466°
DWR ID DWR_MAQO009 01_s_ 2012 152
Comment Code

V6 : Landscaping

Inspector Comment

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

Photo 1 of 1 : SP_2016_MA0009_201_152_20160304_00163.jpg

2 ; J >
View of the landscaping at the toe of
looking downstream. Fall 2015.

LM Start 5.52 Rating ** M Issue No. 358
LM End 5.52 Issue Type + Ma Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
—_— Slope Stability 38.489181° 38.489181°
-121.551510°  -121.551510°

DWR ID DWR_MAQ009 01_s _ 2016_358
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.

Inspector Comment

View of the slope stability on the landward side of tHe‘Ievée looking
downstream. Spring 2016.

* Location
LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

Tuesday, May 31, 2016 13:29

** Rating
A: Acceptable
M : Minimally Acceptable
U : Unacceptable

C: Corrected

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Page 95 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start 5.53 Rating ** M Issue No. 153 Photo 1 of 1: SP_2016_MA0009_201_153 20160503_00576.jpg
LM End 5.54 Issue Type + En Location * LS . ™ 2 Y
Earthen Levee GPS Latitude/Longitude 3
Category
Start End
tem Encroachments 38.489157/° 38.488952|°

-121.551491° -121.551345°
DWR ID DWR_MAQO009 01_s_ 2012 153
Comment Code

FE : Fence
Inspector Comment
” a2 ks o ot
View of the the wooden fence at the toe of the levee on the landward
side looking downstream. Spring 2016.
LM Start 5.56 Rating ** M Issue No. 330 Photo 1 of 1: SP_2016_MA0009_201_330_20160304_00277.jpg
LM End 556 IssueType+ En  Location * LS \ PaEL Y
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.488677|° 38.488677|°

-121.551130° -121.551130°
DWR ID DWR_MAQ009 01 _f_ 2015 330
Comment Code

PR : Prunings
Inspector Comment
Tree prunings are left at the base of the tree after being cut. Fall 2015.

LM Start 5.83 Rating ** M Issue No. 367 Photo 1 of 2 : SP_2016_MAO0009_201_367_20160503_00579.jpg
LM End 5.83 Issue Type + En Location * LS 6. o ¥ i }

Earthen Levee GPS Latitude/Longitude g 3 ¢
Category ;

Start End
Vegetation 38.485295 ° 38.485295°
Item

-121.548628 °  -121.548628 °
DWR ID DWR_MA0009_01_s _ 2016_367
Comment Code
V6 : Landscaping

Inspector Comment
Small garden starting at the berm of the levee.

NP

A garden is on the berm of the levee on the landward side. Spring 2016.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
M Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 8‘5%%812 ig:'

LM Start 5.83 Rating ** M Issue No. 367 (cont)
LM End 5.83 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.485295/° 38.485295°
Item

-121.548628 °  -121.548628 °
DWR ID DWR_MA0009_01_s _ 2016_367
Comment Code
V6 : Landscaping

Inspector Comment
Small garden starting at the berm of the levee.

LM Start 5.93 Rating ** M Issue No. 1835
LM End 5.93 Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.484130° 38.484130°
-121.547854°  -121.547854 °
DWR ID
Comment Code
Inspector Comment
FS_1D:4980
DS_ID:17425
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Pipe has holes at welds on WS near bend in pipe.
This pipe appears to be abandoned so it may need to be removed or
grouted in place.

FIELD_STRUCT_DESC: 8-inch concrete encased pipe through the
levee, 4.9 feet below the crown. Pump in pump house on waterward
slope, Siphon breaker in C.M riser on landward slope have been
removed. Originally included in O+M manual (1955).

FS Date: 6/20/2012 12:55:36 PM

View of the garden looking downstream. Spring 2016.

Photo 1 of 2 : UCIP_SP_2016_4980_6630.jpg

-y - :

Piperentering water at WS toe

Photo 2 of 2 : SP_2016_MA0009_201_367_20160503_00578.jpg

Y

* Location

LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

Tuesday, May 31, 2016 13:29

** Rating
A: Acceptable
M : Minimally Acceptable
U : Unacceptable

C: Corrected

N : Not Inspected/Rated

AJW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

MAO0009

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start 5.93 Rating ** M Issue No. 1835 (cont)
LM End 5.93 Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.484130° 38.484130/°
-121.547854/°  -121.547854°
DWR ID
Comment Code
Inspector Comment
FS_1D:4980
DS _1D:17425
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Pipe has holes at welds on WS near bend in pipe.
This pipe appears to be abandoned so it may need to be removed or
grouted in place.

FIELD_STRUCT_DESC: 8-inch concrete encased pipe through the
levee, 4.9 feet below the crown. Pump in pump house on waterward
slope, Siphon breaker in C.M riser on landward slope have been
removed. Originally included in O+M manual (1955).

FS Date: 6/20/2012 12:55:36 PM

LM Start 5.96 Rating ** A/W | Issue No. 155
LM End 5.99 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Vegetation 38.483639° 38.483310°
-121.547532/°  -121.547297°

DWR ID DWR_MAQ009 _01_s _ 2012_155
Comment Code
V6 : Landscaping

Inspector Comment

Photo 2 of 2 : UCIP_SP_2016_4980_6629.jp

Photo 1 of 1 : SP_2016_MA0009_201_155_20160304_00166.jpg

s %

==

View of the gérden on the IéndWard sfde of the levee looking downhil.

Fall 2015.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start 6.10 Rating ** M Issue No. 369 Photo 1 of 1 : SP_2016_MAQO0O

LM End 6.10 Issue Type + Ma | Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Slope Stability 38.481937/° 38.481937/°

Item
o

-121.546230°  -121.546230

DWR ID DWR_MAQO009 01_s_2016_369
Comment Code

S3 : Repair the levee slope damaged by vehicle traffic and prevent
access where possible.

Inspector Comment

LM Start 6.13 Rating ** A/W | Issue No. 134
LM End 6.25 Issue Type + En Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Vegetation 38.481560|° 38.480129°
-121.545850/°  -121.544858 °

DWR ID DWR_MAQ009 _01_s _ 2012_134
Comment Code
V8 : Environmental Requirements.

Inspector Comment

Rating ** A/W | Issue No. 134 (cont)

En Location * WS

LM Start 6.13
LM End 6.25

Issue Type +

9_201_369_20160503_00581.jpg

o

: S
View of the slope stability caused by vehicles on the landward side of
the levee looking downstream. Spring 2016.

Photo 1 of 2 : SP_2016_MA0009_201_134 20160304_00141.jpg

A revegetation site. Photo taken spring 2012.

Photo 2 of 2 : SP_2016_MA0009_201_134 20160503_00582.jpg

iy

A

Kh AT g Vi L o N St > s

View of the revegetation site on the berm of the waterward side of the
levee looking downstream. Spring 2016.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start 6.16 Rating ** M Issue No. 1849
LM End 6.16 Issue Type + En Location * WS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.481270/° 38.481270/°
-121.545630/° -121.545630 °
DWR ID
Comment Code
Inspector Comment
FS_1D:41067
DS _ID:17379
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Indicator Found

UCIP Comments: remains of a cut off telephone pole 50-feet
downstream from this location may be good indicator of abandoned
pipe location.

FIELD_STRUCT_DESC: 6-inch pipe through the levee approximately
17-feet below the crown. Constructed with 1-cm cut-off wall and pump
and check valve on river side. Pipe has been plugged and abandoned
in place 10/31/89. Originally included in O+M manual (1955).

FS Date: 6/21/2012 3:50:00 PM

Photo 1 of 1 : UCIP_SP_2016_41067_6688.jpg
o "

- e " e _";;v-iih- N e
Sawed off power pole at LS toe 50-feet Downstream from pipe location
may be good indicator of Abandoned pipe location.

LM Start 6.24 Rating ** M Issue No. 337
LM End 6.24 Issue Type + Ma Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
- Slope Stability 38.480209 ° 38.480209 °
-121.544893°  -121.544893 °

DWR ID DWR_MAQ009 01 _f 2015 337
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.

Inspector Comment

Photo 1 of 1 : SP_2016_MA0009_201_337_20160304_00283.jpg

the levee looking downstream. Fall 2015.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C : Corrected
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

N : Not Inspected/Rated

AJW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LM Start 6.28 Rating ** C Issue No. 338
LM End 6.28 | IssueType+ Ma | Location* LS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Slope Stability 38.479768 ° 38.479768°
-121.544536 °  -121.544536°

DWR ID DWR_MA0009_01_f_ 2015 338
Comment Code

S3 : Repair the levee slope damaged by vehicle traffic and prevent
access where possible.

Inspector Comment

LM Start 6.37 Rating ** M Issue No. 375
LM End 6.37 Issue Type + Ma Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Slope Stability 38.478698 ° 38.478698 °
-121.543333/°  -121.543333°

DWR ID DWR_MAQ0009 01_s_2016_375
Comment Code

S3: Repair the levee slope damaged by vehicle traffic and prevent
access where possible.

Inspector Comment

Photo 1 of 1 : SP_2016_MA0009_201_375_201

» B
4

60503 _00583.jpg

View of the slope stability on the waterward ide f the levee Ioking
downstream. Spring 2016.

LM Start 6.43 Rating ** M Issue No. 339
LM End 6.43 Issue Type + Ma Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Slope Stability 38.478082° 38.478082
-121.542589/°  -121.542589

DWR ID DWR_MAQ009_01_f_ 2015 339
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.

Inspector Comment

o

o

Photo 1 of 2 : SP_2016_MA0009_201_339_20160304_00285.jpg

Slope stability is caused by foot traffic. Fall 2015.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 L?'r
LM Start 6.43 Rating ** M Issue No. 339 (cont) Photo 2 of 2 : SP_2016_MA0009_201_339_20160304_00286.jpg
LM End 6.43 |IssueType+ Ma | Location * WS ‘ o
Earthen Levee GPS Latitude/Longitude
Category
Start End
Slope Stability 38.478082 ° 38.478082°
Item

o

-121.542589 °  -121.542589

DWR ID DWR_MA0009_01_f 2015 339
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.

Inspector Comment

Perspective view of the slope stability on the waterward side of the levee
looking downstream. Fall 2015.

LM Start 6.49 Rating ** M Issue No. 376 Photo 1 of 1 : SP_2016_MA0009_201_376_20160503_00584.jpg
LM End 6.49 Issue Type + Ma  Location * WS 3 g7 08 i -

Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.477481° 38.477481°
-121.541854/°  -121.541854°

DWR ID DWR_MA0009_01_s_ 2016_376
Comment Code
TR : Tree or limb

Inspector Comment

LM Start 6.53 Rating ** M Issue No. 301
LM End 6.53 Issue Type + Ma Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Slope Stability 38.477116/° 38.477116/°

Item
o

-121.541253°  -121.541253

DWR ID DWR_MA0009_01_s_ 2015 301
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.

Inspector Comment

Looking at the trail caused by foot traffic. Fall 2015.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r

LM Start 6.53 Rating **

M Issue No.

LMEnd  6.53  Issue Type +
Earthen Levee
Category

Slope Stabilit
Item P y

Ma Location *

GPS Latitude/Longitude

301 (cont) Photo20f2: S

WS

Start
38.477116
-121.541253

DWR ID DWR_MAQ009 01_s _ 2015 301
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access

where possible.

Inspector Comment

End
38.477116
-121.541253

o

o

P_2016_MA0009_201_301_20160304_00255.jpg

Perspective view of the slope stability on the waterward side of the levee

looking downstream. Fall 2015.

LM Start 6.65 Rating **
LM End 6.65 Issue Type +

Earthen Levee
Category

Animal Control
Item

C Issue No.
Ma Location *

340
LS

GPS Latitude/Longitude

Start
38.476155
-121.539472

DWR ID DWR_MA0009_01_f_ 2015 340
Comment Code

End
38.476155
-121.539472

o

o

A3 : No rodents visible, but rodent burrows visible; need to backfill and

compact or grout burrows.

Inspector Comment

No Photos

* Location
LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

** Rating
A: Acceptable
M : Minimally Acceptable
U : Unacceptable

N : Not Inspected/Rated
C: Corrected
AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start 6.68 Rating ** M Issue No. 341 Photo 1 of 1 : SP_2016_MA0009_201 341 20160304 _00287.jpg
LM End 6.68 | IssueType+ Ma  Location * WS R ¥, & L iy e
Earthen Levee GPS Latitude/Longitude
Category
Start End
Slope Stability 38.475921 ° 38.475921°
Item

-121.539017 °  -121.539017°
DWR ID DWR_MAQ009 01 _f_ 2015 341
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.

Inspector Comment
Repair levee slope and backfill rodent hole.

View of the élope stabilty caused y foot traffic on the waterward side of
the levee looking downstream. Fall 2015.

LM Start 6.83 Rating ** U Issue No. 156 Photo 1 of 2: SP_2016_MA0009_201_156_20160503_00586.jpg
LM End 6.83 Issue Type + En Location * LS R
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.475069 ° 38.475069 °
Item

-121.536518°  -121.536518 °
DWR ID DWR_MA0009_01_s _2012_156
Comment Code
V6 : Landscaping

Inspector Comment
The trees need to be trimmed up at least 5 feet for visibility.

Perspective view of the trees on the landward side of the Ieveé. Spring

2016.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA Page 104 of 211



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start 6.83 Rating ** U Issue No. 156 (cont)
LM End 6.83 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.475069 ° 38.475069 °
Item

-121.536518°  -121.536518 °

DWR ID DWR_MAQ009 01_s _ 2012_156
Comment Code
V6 : Landscaping

Inspector Comment
The trees need to be trimmed up at least 5 feet for visibility.

LM Start 6.89 Rating ** M Issue No. 157
LM End 6.89 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.474919 ° 38.474919 °
Item

-121.535396°  -121.535396 °

DWR ID DWR_MAQ009 01_s _ 2012_157
Comment Code
V6 : Landscaping

Inspector Comment
The trees need to be raised at least 5 feet for visibility.

Photo 2 of 2 : SP_2016_MAO

..'* 1]

009_201_156_20160503_00585.jpg

Redwood trees are blocking the view on the landward side of the levee.

Spring 2016.

Photo 1 of 1 : SP_2016_MA0009_201_157_20160503_00587.jpg

View of the trees on the landward side of the |

evee looking downstream.

Spring 2016.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 | Oae720%0 Jal

LM Start 6.96 Rating ** M Issue No. 377
LM End 6.96 Issue Type + Ma Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Trim / Thin Trees 38.474836/° 38.474836/°

o

-121.534175°  -121.534175

DWR ID DWR_MAQ009 01_s _ 2016_377
Comment Code

T3 : Trim and thin trees to allow visibility of the ground and room to
flood fight.

Inspector Comment

Photo 1 of 1 : SP_2016_MA0009_201_377_20160503_00588.jpg

N ‘mf y JOI 2 S R
View of the trees on the landward side of the levee looking downstream.
Spring 2016.

A

LM Start 7.21 Rating ** u Issue No. 304
LM End 7.21 Issue Type+ Ma  Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Trim / Thin Trees 38.474851° 38.474851°

o

-121.529516°  -121.529516

DWR ID DWR_MAQ009 _01_s _ 2014 304
Comment Code
T1: Trim trees to at least five feet above ground level.

Inspector Comment

Photo 1 of 1 : SP_2016_MA0009_201_304_20160503_00589.jpg

View of the willow tree on the landward side of the levee looking

upstream. Spring 2016.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
M Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 8‘5%%812 ig:'

LM Start 7.25 Rating ** M Issue No. 158
LM End 7.25 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.474861 ° 38.474861 °
Item

-121.528804 °  -121.528804 °
DWR ID DWR_MAQO009 01_s_ 2012 158
Comment Code

V6 : Landscaping

Inspector Comment

LM Start 7.30 Rating ** M Issue No. 159
LM End 7.32 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.474916/° 38.474942/°

-121.527760°  -121.527482°
DWR ID DWR_MA0009_01_s_ 2012 159

Comment Code

Photo 1 of 1 : SP_2016_MA0009_201_158_20160503_00590.jpg

PR G, e RPN
View of the landscaping on the landward side of the levee looking
downstream. Landscape is borderline at easement of toe. Spring 2016.

Photo 1 of 2 : SP_2016_MA0009_201_159 20160304_00170.jpg
7 P S U
e N

FE : Fence
Inspector Comment
9 3 el n -
The solid fence is located in the trees on the landward side of the levee.
Fall 2015.

* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 | Oae720%0 Jal

LM Start 7.30 Rating ** M Issue No. 159 (cont)
LM End 7.32 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.474916/° 38.474942|°
-121.527760/° -121.527482°

DWR ID DWR_MAQ009 01_s _ 2012_159
Comment Code

Photo 2 of 2 : SP_2016_MA0009_201_159 20160304_00171.jpg

" y e

FE : Fence
Inspector Comment
: Sl
bERPE S s b ¥ (R bl
View of the trees on the landward side of the levee looking downstream.
Trees need to be trimmed. Fall 2015.

LM Start 7.33 Rating ** M Issue No. 342 Photo 1 of 1 : SP_2016_MA0009_201_342_20160304_00288.jpg
LM End 7.33 Issue Type + En Location * LS o : s e

Earthen Levee GPS Latitude/Longitude
Category

Start End
Vegetation 38.474954 ° 38.474954°
Item

o

-121.527276°  -121.527276

DWR ID DWR_MA0009_01_f 2015 342
Comment Code
V6 : Landscaping

Inspector Comment
Tree branches need to be trimmed up at least 5 feet.

G50 L

L O ' S file 4 1)
View of the trees on the landward side of the levee looking downstream.
Fall 2015.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start 7.44 Rating ** M Issue No. 162
LM End 7.44 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.475156/° 38.475156|°

-121.525212°  -121.525212°
DWR ID DWR_MAQO009 01_s_ 2012 162
Comment Code

FE : Fence
Inspector Comment
LM Start 7.44 Rating ** M Issue No. 162 (cont)
LM End 7.44 | IssueType+ En  Location* LS
LM Start 7.48 Rating ** M Issue No. 163
LM End 7.49 IssueType+ En | Location* LS

Earthen Levee GPS Latitude/Longitude
Start End
38.475227/° 38.475249°

-121.524477°  -121.524312°

Category

Vegetation
Item

DWR ID DWR_MA0009_01_s _2012_163
Comment Code
V6 : Landscaping

Inspector Comment

Photo 1 of 2 : SP_2016_MA0009_201_162_2

0160503_00593.jpg
—_—

B : « 04/28/2016

A wooden fence is ﬁear the toe of the levee. Spfing 2016.

Photo 2 of 2 : SP_2016_MA0009_201_162_20160503_00591.jpg

Photo 1 of 1 : SP_2016_MA0009_201_163_20160503_00594.jpg
v 3 S TV * ‘s b / v
g,

,'u i =

View of the trees and éhrub at thé t

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

C: Corrected

N : Not Inspected/Rated

AJW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start 7.51 Rating ** AW Issue No. 164
LM End 7.61 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.475270/° 38.475360|°

Item

-121.524036° -121.522178°

DWR ID DWR_MA0009_01_s _ 2012 164

Comment Code
V6 : Landscaping

Inspector Comment

LM Start 7.51 Rating ** A/W | Issue No. 164 (cont)
LM End 7.61 Issue Type + En Location * LS
LM Start 7.73 Rating ** C Issue No. 343
LM End 7.73 Issue Type + Ma Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Animal Control 38.475456|° 38.475456|°
Item

-121.519953° -121.519953°
DWR ID DWR_MAQ009_01_f_ 2015 343
Comment Code

A3 : No rodents visible, but rodent burrows visible; need to backfill and
compact or grout burrows.

Inspector Comment
Hole is approximately 20 inches.

Photo 1 of 2 : SP_2016_MAO0009_201_164_20160503_00595.jpg

View of the trees along the toe of the levee on the landward side
loooking downstream. Spring 2016.

Photo 2 of 2 : SP_2016_MA0009_201_164_20160503_00596.jpg

View of the iandscaping and fence at the toe of the levee on the
landward side looking upstream. Spring 2016.

No Photos

* Location ** Rating

LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

Tuesday, May 31, 2016 13:29

A: Acceptable
M : Minimally Acceptable
U : Unacceptable

C: Corrected

N : Not Inspected/Rated

AJW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 8.51 Rating ** M Issue No. 11
LM End 8.51 Issue Type + En Location * CR
Earthen Levee GPS Latitude/Longitude
Category
» Start End
tem Encroachments 38.472757° 38.472757°
-121.506251/°  -121.506251 °

DWR ID DWR_MAQ009_01_s_2012_11

Comment Code

BU : Building

Inspector Comment

New pumping plant for East Bay MUD.

LM Start 8.51 Rating ** M Issue No. 11 (cont)
LM End 8.51 Issue Type + En Location * CR

LM Start 8.76 Rating ** M Issue No. 166

LM End 10.52 Issue Type + En Location * CR

Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.469929 ° 38.444723°
-121.503668 °  -121.500283

DWR ID DWR_MAQO009_01_s_ 2012 166
Comment Code

EQ : Equipment

Inspector Comment

Encroachment is railroad tracks (equipment), access is very limited, no
patrol access, vegetation maint. is difficult. Tracks end at Cliff's Marina

where Highway 160 crosses tracks, LM 9.36-9.80 is the town of
Freeport with many encroachments.

Photo 1 of 2 : SP_2016_MA0009_201_11_20160304_00018.jpg

The concrete walkway on the levee crown. Fall 2013

Photo 2 of 2 : SP_2016_MA0009_201_11_20160304_00019.jpg

The intake structure for East Bay MUD. Fall 2013

Photo 1 of 2 : SP_2016_MA0009_201_166_20160304_00179.jpg

Railroad tracks are on the crown preventing ability to patrol during flood
season. Fall 2013

+ Issue Type

Ma : Maintenance Deficiancy

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start 8.76 Rating ** M Issue No. 166 (cont) Photo 2 of 2:

LM End 10.52 | Issue Type + En Location * CR
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.469929° 38.444723/°

-121.503668 °  -121.500283°
DWR ID DWR_MA0009_01_s _2012_166
Comment Code
EQ : Equipment

Inspector Comment

Encroachment is railroad tracks (equipment), access is very limited, no
patrol access, vegetation maint. is difficult. Tracks end at Cliff's Marina
where Highway 160 crosses tracks, LM 9.36-9.80 is the town of
Freeport with many encroachments.

LM Start 8.90 Rating ** C Issue No. 344
LM End 8.90 Issue Type + Ma Location * CR No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Trim / Thin Trees 38.467852|° 38.467852|°

-121.503568 °  -121.503568 °
DWR ID DWR_MA0009_01_f 2015 344
Comment Code
T4 : Trim trees over roadway to at least 12 feet above ground level.

Inspector Comment

LM Start 8.96 Rating ** C Issue No. 345
LM End 8.96 Issue Type + Ma Location * LS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
Animal Control 38.467012/° 38.467012/°
Item

-121.503318°  -121.503318°
DWR ID DWR_MAQ009_01_f_ 2015 345
Comment Code

A3 : No rodents visible, but rodent burrows visible; need to backfill and
compact or grout burrows.

Inspector Comment

SP_2016_MA0009_201_166_20160304_00180.jpg
» AT

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start 9.08 Rating ** M Issue No. 346 Photo 6_20160304_00292.jpg
LM End 9.08 Issue Type + Ma | Location * LS : } v
Earthen Levee GPS Latitude/Longitude
Category
Start End
Slope Stability 38.465278 ° 38.465278°
Item

-121.503210°  -121.503210°
DWR ID DWR_MAQ009 01 _f_ 2015 346
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.

Inspector Comment

ha d

A

Y’ wi i R P
ope stability caused by foot traffic on the landward side of
the levee looking downstream. Fall 2015.

View of the sl

LM Start 9.11 Rating ** C Issue No. 347
LM End 9.11 Issue Type + Ma Location * LS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
Slope Stability 38.464838 ° 38.464838 °
Item

-121.503148 °  -121.503148°
DWR ID DWR_MAQ009 01 _f_ 2015 347
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.

Inspector Comment

LM Start 9.13 Rating ** C Issue No. 348
LM End 9.13 Issue Type+ Ma  Location * LS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
Slope Stability 38.464612° 38.464612°
Item

-121.503103°  -121.503103°
DWR ID DWR_MAQ009_01_f_ 2015 348
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.

Inspector Comment

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA Page 113 of 211



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r

LM Start 9.17 Rating ** M Issue No. 378
LM End 9.17 | IssueType+ Ma  Location * LS

-121.502940
DWR ID DWR_MA0009_01_s_ 2016_378

°  -121.502940

Earthen Levee GPS Latitude/Longitude
Category
Stat  End
tem Slope Stability 38.463960 ° 38.463960 °

o

Comment Code

S3 : Repair the levee slope damaged by vehicle traffic and prevent
access where possible.

Inspector Comment

o

o

IMstat 9.7  Rating** M | lssieNo. 378 (cont)
‘ LM End 9.17 ‘ Issue Type + Ma ‘ Location * LS
LMStart  9.23 ‘ Rating ** M ‘ Issue No. ‘ 168
LM End 9.23 ‘ Issue Type + En Location * LS
Category Earthen Levee GPS Latitude/Longitude
st  End
tem Encroachments 38.463138 ° 38.463138
-121.502788/°  -121.502788
DWR ID DWR_MAQO009_01_s _2012_168
Comment Code

Photo 1 of 2 : SP_2016_MA0009_201_378_20160503_00598.jpg
>

Slope stability ison the landward Sld of he levee. Spﬁng 2016.

Photo 2 of 2 : SP_2016_MA0009_201_378_20160503_00597.jpg

BU : Building
Inspector Comment
View of the building at the toe of the landward side of the levee looking
upstream. Fall 2015.

* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start 9.24 Rating ** M Issue No. 349 Photo 1 of 1 : SP_2016_MA0009_201 349 20160304_00296.jpg
LM End 924 IssueType+ En  Location * LS ¥ ; el M
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.462957 ° 38.462957 °
Item

o

-121.502760° -121.502760
DWR ID DWR_MA0009_01_f 2015 349
Comment Code

V6 : Landscaping

Inspector Comment

Tree is landscaped by the property owner. Visibility obstruction of levee
slopes is not fully blocked.

View of the trees on the landward side of the levee looking downstream.

Fall 2015.
LM Start 9.25 Rating ** M Issue No. 169 Photo 1 of 2: SP_2016_MA0009_201_169_ 20160304_00182.jpg
LMEnd  9.25 IssueType+ En  Location* LS S ; e T PN
Earthen Levee GPS Latitude/Longitude
Category
Start End
Encroachments 38.462900|° 38.462900/°

Item
°

-121.502762°  -121.502762

DWR ID DWR_MAQ009 01_s _ 2012_169
Comment Code

FE : Fence
Inspector Comment
LM Start 9.25 Rating ** M Issue No. 169 (cont)
LM End 9.25 Issue Type + En Location * LS
View of the wodden fence and building on the landward side of the levee
looking upstream. Fall 2015.

* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 EINAL DATA Page 115 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 | Oae720%0 Jal

LM Start 9.25 Rating ** M Issue No. 331
LM End 9.25 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
» Start End
tem Encroachments 38.462802 ° 38.462802 °
-121.502728/°  -121.502728°

DWR ID DWR_MA0009_01_f 2013 331
Comment Code

Photo 1 of 1 : SP_2016_MA0009_201_331_20160304_00278.jpg
o o | 2 ¥ ; - v

FE : Fence
Inspector Comment
View of the fence and landscape at the toe of the levee on the landward
side of the levee. Fall 2015.
LM Start 9.26 Rating ** M Issue No. 170 Photo 1 of 2 : SP_2016_MA0009_201_170_20160304_00184.jpg
LM End 9.26 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.462653° 38.462653°
-121.502670°  -121.502670 °
DWR ID DWR_MA0009 01 s _ 2012 170
Comment Code
BU : Building
Inspector Comment
LM Start 9.26 Rating ** M Issue No. 170 (cont)
LM End 9.26 Issue Type + En Location * LS
T - o g
Trees have grown and blocked the view of the building at the toe of the
levee on the landward side. Fall 2015.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LM Start 9.26 Rating ** M Issue No. 171 Photo 1 of 2 : SP_2016_MA0009_201 171 20160304 _00186.jpg
LM End 9.26 Issue Type + En Location * LS ]
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.462653° 38.462653°
-121.502670°  -121.502670 °
DWRID DWR_MAQ009 01 s_ 2012 171
Comment Code
FE : Fence
Inspector Comment
e — 3~ N A.“'.*’ e 4 PRV S
A fence along the toe. Spring 2013

LM Start 9.26 Rating ** M Issue No. 171 (cont) Photo 2 of 2 : SP_2016_MA0009_201_ 171 20160304_00187.jpg
LM End 9.26 IssueType+ En  Location* LS 5 P vy ;

View of the fence at thé toe of the levee on the landward side of the

levee. Fall 2015.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LMStat ~ 9.28 Rating ** M lssueNo. 173
LM End 9.28 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.462458° 38.462458°

o

-121.502613°  -121.502613
DWR ID DWR_MAQ009_01_f 2013 173

Comment Code

Photo 1 of 1 : SP_2016_MA0009_201_173_20160304_00189.jpg

FW : Firewood
Inspector Comment
Firewood is stacked along the toe of the levee on the landward side. Fall
2015.
LM Start 9.28 Rating ** M Issue No. 172 Photo 1 of 1 : SP_2016_MA0009_201_172_20160304_00188.jpg
LM End 9.28 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.462452 ° 38.462452 °
-121.502617 °  -121.502617 °

DWR ID DWR_MAQ009 01_s _ 2012 172
Comment Code

BU : Building
Inspector Comment
S
b i
The home and other encroachments along the toe. Spring 2013

* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LM Start 9.29 Rating ** M Issue No. 350 Photo 1 of 1 : SP_2016_MA0009_201_350_20160304_00297.jpg
LM End 929 | IssueType+ Ma  Location * LS i o MR DY <Ry Y 1
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Erosion / Bank Caving 38.462287 ° 38.462287°
-121.502597 °  -121.502597 °

DWR ID DWR_MA0009_01_f_ 2015 350
Comment Code

E2 : Schedule repair of erosion site prior to the next inspection.

Inspector Comment

downstream. Fall 2015.

DWR ID DWR_MAQO009 _01_s_ 2012 174
Comment Code

LM Start 9.30 Rating ** C Issue No. 351
LM End 9.30 Issue Type + En Location * LS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.462195 ° 38.462195 °
-121.502557°  -121.502557 °
DWR ID DWR_MA0009_01_f_2015_351
Comment Code
FW : Firewood
Inspector Comment
LM Start 9.31 Rating ** M Issue No. 174 Photo 1 of 1 : SP_2016_MA0009_201_ 174 20160304_00190.jpg
LM End 9.31 Issue Type + En Location * LS '
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.462040 ° 38.462040 °
-121.502557°  -121.502557 °

BU : Building
Inspector Comment
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai

Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start 9.33 Rating ** M Issue No. 352 Photo 1 of 1 : SP_2016_MA0009_201_352_20160304_00299.jpg
LM End 9.33 IssueType+ En  Location* LS ‘ N P

Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.461690 ° 38.461690 °

o

-121.502447°  -121.502447
DWR ID DWR_MAQ009_01_f 2015 352

Comment Code

PR : Prunings
Inspector Comment
View of pruning pile on the landward side of the levee looking
downstream. Fall 2015.

LM Start 9.36 Rating ** M Issue No. 177 Photo 1 of 1 : SP_2016_MA0009_201_177_20160304_00193.jpg
LM End 9.36 Issue Type + En Location * LS B Y

Earthen Levee GPS Latitude/Longitude
Category

Start End
Vegetation 38.461343° 38.461343°
Item

o

-121.502345°  -121.502345

DWRID DWR_MAQ009_01_s_ 2012_177

Comment Code

V6 : Landscaping

Inspector Comment

View of the tr

ees on the landward side of the levee looking downstream.

Fall 2015.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 9.36 Rating ** M Issue No. 176
LM End 9.36 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.461338/° 38.461338|°

DWR ID DWR_MAQ009 01_s _ 2012_176
Comment Code

o

-121.502352 °  -121.502352

Photo 1 of 2 : SP_2016_MA0009_201_176_20160304_00191.jpg

BU : Building
Inspector Comment
o eh
The building is at
LM Start 9.36 Rating ** M Issue No. 176 (cont) Photo 2 of 2 : SP_2016_MA0009_201_176_20160304_00192.jpg
LM End 9.36 | IssueType+ En  Location* LS T TN e g
View of the storage shed at the toe of the levee on the landward side.
Fall 2015.
LM Start 9.37 Rating ** M Issue No. 353 Photo 1 of 1 : SP_2016_MAO0009_201_35 160304_00300.jpg
LM End 9.37 | IssueType+ En  Location* LS % ; 5 7 o

Earthen Levee
Category

Encroachments
Item

DWR ID DWR_MAQ009_01_f_ 2015 353
Comment Code

GPS Latitude/Longitude
Start End
38.461202|° 38.461202
-121.502283/°  -121.502283

o

o

PR : Prunings
Inspector Comment
‘ ) et 7 - & ,.‘\.
View of the pruning pile on the landward side of the levee looking
downstream. Fall 2015.

* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start 9.39 ‘ Rating ** M Issue No. 1802 Photo 1 of 1 : UCIP_SP_2016_5903_8967.jpg
LM End 9.39 ‘ Issue Type + En Location * LS RIS e T
Supplemental i i
gy pp GPS Latitude/Longitude
Stat  End
tem DWR UCIP Field Study 38.460920 ° 38.460920 °
-121.502220°  -121.502220°
DWR ID
Comment Code
Inspector Comment
FS_ID:5903
DS_ID:18946
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing. Pipes should
be removed or filled with grout.

FIELD_STRUCT_DESC: 1 of 2: 2-inch steel pipe 1.5-feet below the
crown open on both ends.

FS Date: 6/21/2012 2:57:40 PM

LM Start 9.39 Rating ** M Issue No. 1803
LM End 9.39 Issue Type + En Location * LS
Supplemental i i
Category pp GPS Latitude/Longitude
St  End
- DWR UCIP Field Study 38.460920 ° 38.460920 °
-121.502220°  -121.502220 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5904
DS_ID:18947
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing. Pipe should be
removed or grouted in place.

FIELD_STRUCT_DESC: 2 of 2: 2-inch galvalnized steel pipe 1.5-feet
below the crown open on both ends.

FS Date: 6/21/2012

Pipe on S shol

ulder.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance

Deficiancy

Ob : Design & System Obsolescence

En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

LMStat  9.39 Rating ** M | IssueNo. 1803 (cont)

LM End 9.39 Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.460920 ° 38.460920|°
-121.502220/°  -121.502220°
DWR ID
Comment Code
Inspector Comment
FS_ID:5904
DS _1D:18947
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing. Pipe should be
removed or grouted in place.

FIELD_STRUCT_DESC: 2 of 2: 2-inch galvalnized steel pipe 1.5-feet
below the crown open on both ends.

FS Date: 6/21/2012

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

Photo 2 of 2 : UCIP_SP_2016_5904_8968.jpg

LM Start 9.40 Rating ** M Issue No. 178
LM End 9.40 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.460772° 38.460772°
-121.502170/° -121.502170°

DWR ID DWR_MAQ009 01_s _2012_178
Comment Code

BU : Building
Inspector Comment
43 }
View of the building within the easement on the landward side of the
levee looking downstream. Fall 2015.
* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

Tuesday, May 31, 2016 13:29

A: Acceptable
M : Minimally Acceptable
U : Unacceptable

C: Corrected

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain
FINAL DATA

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee |

nspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 9.40 Rating ** M Issue No. 1804
LM End 9.40 Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.460670|° 38.460670
-121.502140/°  -121.502140
DWR ID
Comment Code
Inspector Comment
FS_ID:5905
DS_1D:18948
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing. Likely that this
is a service line that provides power for the boat dock.
FIELD_STRUCT_DESC: Christie box on WS shoulder. Possibly a
utility crossing connecting to electrical panel on building at LS toe. Pipe
not visible.

FS Date: 6/21/2012 3:04:17 PM

Photo 1
- = ~ :

S

o

o

AT '
| o 5 3
e //_-‘ ¥

Likely that thé ﬁipes at the

)

of 2 : UCIP_SP_2016_5905_8972.jpg

boat walkway'cross at the christie box.

LMStat  9.40 Rating ** M | Issue No. 1804 (cont) Photo 2 of 2 : UCIP_SP_2016_5905_8971.jpg
LM End 0.40 IssueType+ En  Location * LS o~ S
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start 9.41 Rating ** M Issue No. 179 Photo 1 of 2 : SP_2016_MA0009 201 179 20160304 _00195.jpg
LM End 941 IssueType+ En  Location* LS A \ = . B
Earthen Levee GPS Latitude/Longitude .
Category
Start End
Encroachments 38.460573|° 38.460573|°

Item

o

-121.502127°  -121.502127
DWR ID DWR_MA0009_01_s_2012_179

Comment Code

FE : Fence
Inspector Comment
) - -
The fence is at the toe of the levee. Spring 2013
LM Start 9.41 Rating ** M Issue No. 179 (cont) Photo 2 of 2 : SP_2016_MA0009_201 179 20160304 _00196.jpg
IMEnd  9.41 IssueType+ En  Location* LS 3 p SRR ,.vd'\, ”
LM Start 9.43 Rating ** M Issue No. 356
LM End 9.43 Issue Type + En Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.460343/° 38.460343/°

o

-121.502102°  -121.502102
DWR ID DWR_MAQ009_01_f_ 2015 356
Comment Code

TR : Tree or limb

Inspector Comment

View of the fallen tree on the Watefward side of the levee looking
upstream. Fall 2015.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 | Oae720%0 Jal

LM Start 9.44 Rating ** M Issue No. 180 Photo 1 of 1: SP_2016_MA0009 _201_180_20160304_00197.jpg
LM End 9.44 IssueType+ En  Location * LS N S = \
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.460210/° 38.460210/°
-121.502030/°  -121.502030 °

DWR ID DWR_MAQ009 _01_s _ 2012_180
Comment Code

BU : Building
Inspector Comment
View of the building within the easement on the landward side of the
levee looking downstream. Fall 2015.
LM Start 9.48 Rating ** M Issue No. 181 Photo 1 of 2 : SP_2016_MA0009_201_ 181 20160304_00198.jpg
LM End 952 | IssueType+ En  Location * LS . n :
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.459665 ° 38.458993 °
-121.501847° -121.501642°

DWR ID DWR_MAQ009 01_s _ 2012 181
Comment Code

FE : Fence
Inspector Comment
Vo &
The fence continues along the toe. Spring 2013
LMStat  9.48 Rating ** M | Issue No. 181 (cont) Photo 2 of 2 : SP_2016_MA0009_201_181_20160304_00199.jpg
LM End 9.52 Issue Type + En Location * LS
% *
View of the fence along the toe of the levee on the landward side looking
downstream. Fall 2015.

* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start 9.49 Rating ** Cc Issue No. 355
LM End 9.49 Issue Type+ Ma  Location * CR No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.459432° 38.459432°
Item

-121.501783/°  -121.501783/°
DWR ID DWR_MA0009_01_f _2015_355
Comment Code
V1 : Control annual grass and weeds on the levee slopes and

easements.
Inspector Comment
LM Start 9.50 Rating ** M Issue No. 380 Photo 1 of 1: SP_2016_MA0009_201_380_20160503_00600.jpg
LM End 950 | IssueType+ Ma | Location * wSs s % : Ry
Earthen Levee GPS Latitude/Longitude :
Category
Start End
tem Trim / Thin Trees 38.459358|° 38.459358|°

-121.501770°  -121.501770 °
DWR ID DWR_MAQ009_01_s _ 2016_380
Comment Code
T1: Trim trees to at least five feet above ground level.

Inspector Comment

oarzaizmie

View of the 'trees on the waterward side of the levee looking upstream.

Spring 2016.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

DWR ID DWR_MA0009_01_f_ 2015 354
Comment Code

V1 : Control annual grass and weeds on the levee slopes and
easements.

Inspector Comment

LM Start 9.50 ‘ Rating ** M Issue No. ‘ 354
LM End 9.50 ‘ Issue Type+ Ma  Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Stat  End
tem Vegetation 38.459278 ° 38.459278/°
-121.501678°  -121.501678 °

Photo 1 of 1 : SP_2016_MA0009_201_354_20160304_00301.jpg
P R =% - g S,

L 3 ) LS
View of the vegetation at the toe of the levee on the landward side
looking downstream. Fall 2015.

LM Start 9.52 Rating ** M Issue No. 1805
LM End 9.52 Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Stat  End
tem DWR UCIP Field Study 38.459110 ° 38.459110 °
-121.501660° -121.501660 °
DWR ID
Comment Code
Inspector Comment
FS_1D:5907
DS_1D:18952
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 2-inch PVC waterline through the levee 3-feet
below the crown. Pump and tank system on LS toe.

FS Date: 6/21/2012 3:12:50 PM

Photo 1 of 2 : UCIP_SP_2016_5907_8976.jpg

T

B . -

Pipe runs down LS slope to tank and pump at LS toe. '

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LMStart  9.52 Rating ** M | Issue No. 1805 (cont)

LM End 952 Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.459110 ° 38.459110/°
-121.501660°  -121.501660 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5907
DS _1D:18952
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 2-inch PVC waterline through the levee 3-feet
below the crown. Pump and tank system on LS toe.

FS Date: 6/21/2012 3:12:50 PM

Photo 2 of 2 : UCIP_SP_2016_5907_8975.jpg

W v

Pipe runs downstream parrallel to levee crown just under the surface
towards marina.

LM Start 9.53 Rating ** M Issue No. 379
LM End 9.53 Issue Type + En Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.458915° 38.458915°
-121.501655/°  -121.501655°

DWR ID DWR_MAQ009 _01_s _ 2016_379
Comment Code

Photo 1 of 1 : SP_2016_MA0009_201_379_20160503_00599.jpg

PR : Prunings
Inspector Comment
View of the pruning pilé‘on the waterward side of the levee looking
upstream. Spring 2016.
* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

A: Acceptable
M : Minimally Acceptable
U : Unacceptable

C: Corrected

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LMStart  9.53 Rating ** M Issue No. 182 Photo 1 of 1 : SP_2016_MA0009_201_182_20160304_00200.jpg
LM End 9.53 IssueType+ En  Location* LS &3 B g, oy - 5 X
Earthen Levee GPS Latitude/Longitude
Category
Start End
Encroachments 38.458878 ° 38.458878 °

Item
°

-121.501605°  -121.501605

DWR ID DWR_MAQ009 01_s _ 2012_182
Comment Code

BU : Building
Inspector Comment
View of the building at the toe of the levee on the landward side looking
downstream. Fall 2015.

LM Start 9.56 Rating ** M Issue No. 183 Photo 1 of 1 : SP_2016_MA0009_201 183 20160304_00201.jpg
LM End 9.58 Issue Type + En Location * LS oy, T o Vi 2 A

Earthen Levee GPS Latitude/Longitude
Category

Start End
Vegetation 38.458450 ° 38.458220°
Item

o

-121.501498 °  -121.501397

DWR ID DWR_MAQ009 01_s _ 2012_183
Comment Code
V6 : Landscaping

Inspector Comment

s

View of the landscaping on the landward side of the
downstream. Fall 2015.

‘ i
N . -
JERY T

levee looking

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 EINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

LM Start 9.58 Rating ** U Issue No. 186
LM End 9.59 Issue Type + En Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.458242 ° 38.458018 °
Item

-121.501340°  -121.501317°
DWR ID DWR_MAQO009 01_s_ 2012 186
Comment Code

V6 : Landscaping

Inspector Comment
Trees and shrubs block visibility of levee slopes.

LM Start 9.58 Rating ** U Issue No. 185
LM End 9.60 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.458242 ° 38.457873 °
Item

-121.501340°  -121.501290°
DWR ID DWR_MAQO009 01_s_ 2012 185
Comment Code

V6 : Landscaping

Inspector Comment

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

Photo 1 of 1 : SP_2016_MA0009_201_186_20160304_00205.jpg
f P

(5

View of the trees and shrubs on the waterward side of the levee looking
downstream. This is at the Freeport Marina. Fall 2015.

Photo 1 of 1 : SP_2016_MA0009_201_185_20160304_00204.jpg
.

View of the treés and shrubs on th‘e landward side of the levee looking
downstream. Fall 2015.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain

Tuesday, May 31, 2016 13:29

FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lf)"r
LMStat  9.58 Rating ** M | lIssue No. 1778 Photo 1 of 2 : UCIP_SP_2016_5104_6813.jpg
LMEnd  9.58 IssueType+ En  Location* LS T R TR

'Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.458203 ° 38.458203/°
-121.501374/° -121.501374°
DWR ID
Comment Code
Inspector Comment
FS_ID:5104
DS _1D:17397
EP_NO: 5150

Repair Type: Non-Urgent
Crossing Status: Indicator Found

UCIP Comments: There is no permit in this area for a waterline that valve.
could be identified. due to the amount of utilities in this area it is
unclear if any are authorized.
FIELD_STRUCT_DESC: 1 of 2: 1-1/2-inch pipe through levee, 1.0 foot
below crown to boating facilities (Permit No's. 1573, 5150, and 5407).
Appears to be 1.5-inch PVC waterline at this location. Aluminum box
and cover on WS shoulder with valve and distribution header for
sprinklers.
FS Date: 6/21/2012 11:17:48 AM
LM Start 9.58 Rating ** M Issue No. 1778 (cont) Photo 2 of 2 : UCIP_SP_2016_5104_6812.jpg
LM End 9.58 Issue Type + En Location * LS : | 1
Access box on WS shoulder looking down ws slope.
*Location ** Rating +Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 EINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start 9.58 Rating ** M Issue No. 1779
LM End 9.58 | IssueType+ En  Location* LS No Photos

Supplemental GPS Latitude/Longitude

Category
Start End
tem DWR UCIP Field Study 38.458150 ° 38.458150 °
-121.501360°  -121.501360 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5105
DS _ID:17645
EP_NO: 5150

Repair Type: Non-Urgent

Crossing Status: Not Found

UCIP Comments: Unable to determine location due to heavy vegetation
on both LS and WS of levee. Due to the amount of utilities in this area
it is unclear if any are authorized.

FIELD_STRUCT_DESC: 2 of 2: 3/4-inch pipe through levee, 1.0 foot
below crown to boating facilities (Permit No's. 1573, 5150, and 5407).
FS Date: 6/21/2012 11:51:26 AM

LM Start 9.59 Rating ** M Issue No. 184
LM End 9.59 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
ftem Encroachments 38.458078 ° 38.458078 °

-121.501367 °  -121.501367°
DWR ID DWR_MAQO009 01_s_ 2012 184
Comment Code

BU : Building

Inspector Comment
Freeport bait shop.

The Freeport Bait shop is at the toe of the levee. Photo taken spring
2012.

* Location
LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

Tuesday, May 31, 2016 13:29

** Rating
A: Acceptable
M : Minimally Acceptable
U : Unacceptable

C: Corrected

N : Not Inspected/Rated

AJW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 9.59 Rating ** M Issue No. 184 (cont) Photo 2 of 2 : SP_2016_MA0009_201_184 20160304_00203.jpg
LM End 959 IssueType+ En | Location* LS & LT R ) -
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.458078|° 38.458078|°
-121.501367 °©  -121.501367 °

DWR ID DWR_MAQ009 01_s _ 2012_184
Comment Code
BU : Building

Inspector Comment
Freeport bait shop.

LM Start 9.59 Rating ** M Issue No. 1806
LM End 9.59 Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.458050|° 38.458050|°
-121.501330/° -121.501330°
DWR ID
Comment Code
Inspector Comment
FS_ID:5908
DS _1D:18949
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1.5-inch galvanized steel pipe through the
levee 1.5-feet below the crown.

FS Date: 6/21/2012 3:17:41 PM

Close up of pipe on WS slope.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start 9.59 Rating ** M Issue No. 1806 (cont) Photo 2 of 2 : UCIP_SP_2016_5908_8978.jpg
LM End 959 | IssueType+ En | Location* LS R L R "
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.458050 ° 38.458050 °
-121.501330° -121.501330°
DWR ID
Comment Code
Inspector Comment
FS_ID:5908
DS_ID:18949
EP_NO: N/A -

SN

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1.5-inch galvanized steel pipe through the
levee 1.5-feet below the crown.

FS Date: 6/21/2012 3:17:41 PM

View of pipe on WS slope.

LM Start 9.59 Rating ** M Issue No. 1780
LM End 9.59 Issue Type + En Location * LS No Photos
Supplemental i i
e pp GPS Latitude/Longitude
Start End
- DWR UCIP Field Study 38.458020 ° 38.458020 °
-121.501320°  -121.501320°
DWR ID
Comment Code
Inspector Comment
FS_ID:5106
DS_ID:17398
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Not Found

UCIP Comments: Due to the amount of small utilities in this area it is
unclear if any are authorized.

FIELD_STRUCT_DESC: 1 of 6: 1-inch conduit through levee, 3 feet
below crown.

FS Date: 6/21/2012 11:59:21 AM

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LM Start 9.59 Rating ** M Issue No. 1781 Photo 1of 2 : UCIP_SP_2016 5107 6816.jpg
LM End 9.59 Issue Type + En Location * LS
Supplemental i i
oy pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.458010 ° 38.458010°
-121.501320°  -121.501320°
DWR ID
Comment Code
Inspector Comment
FS_ID:5107
DS_ID:17646
EP_NO: N/A
Repair Type: Non-Urgent Pipe on WS slope just upstream from stairs.

Crossing Status: Found

UCIP Comments: Due to the amount of utilities in this area it is unclear
if any are authorized. This area needs to be cleared of vegetation and
thoroughly searched for utility crossings.

FIELD_STRUCT_DESC: 2 of 6: 2-inch drain pipe through levee, 3 feet
below crown. Main valve in box on waterward slope. Found 1.5-inch
steel pipe near this location just upstream of stairs on WS of levee 1.5
feet below crown.

FS Date: 6/21/2012 12:59:07 PM

LMStart  9.59 Rating ** M | lIssue No. 1781 (cont) Photo 2 of 2 : UCIP_SP_2016_5107_6815.jpg
LM End 9.59 Issue Type + En Location * LS i
Pipe on WS slope just upstream from stairs.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r

LM Start  9.60 Rating ** M | Issue No. ‘ 1782
LM End 9.60 | IssueType+ En  Location* LS
Supplemental i i
Category pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.457990° 38.457990°
-121.501310°  -121.501310°
DWR ID
Comment Code
Inspector Comment
FS_ID:5108
DS_ID:17647
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Indicator Found

UCIP Comments: Due to the amount of utilities in this area it is unclear
if any are authorized. This area needs to be cleared of vegetation and
thoroughly searched for utility crossings.

FIELD_STRUCT_DESC: 3 of 6: 1-inch pipe through levee, 0.5 feet
below crown, to marina in stream. Pipe visible at back of shed at LS
toe of slope. Unclear if this goes through the levee.

FS Date: 6/21/2012 1:03:36 PM

Photo 1 of 1 : UCIP_SP_2016_5108_6817.jpg

b

Pipes appear to be exitin the béc‘kA of the shed and gi>hg through the
levee at the LS toe.

LM Start 9.60 Rating ** M Issue No. 1783
LM End 9.60 Issue Type + En Location * LS
Supplemental i i
ot pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.457980 ° 38.457980 °
-121.501310° -121.501310°
DWR ID
Comment Code
Inspector Comment
FS_1D:5109
DS_ID:17648
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Indicator Found

UCIP Comments: Due to the amount of utilities in this area it is unclear
if any are authorized. This area needs to be cleared of vegetation and
thoroughly searched for utility crossings.

FIELD_STRUCT_DESC: 4 of 6: 1-inch pipe through levee, 0.5 feet
below crown, to marina in stream. Pipe appears to exit the back of the
shed and enter the levee at the LS toe.

FS Date: 6/21/2012 1:07:06 PM

.

Photo 1 of 1 : UCIP_SP_2016_5109_6818.jpg

3 Y

Pipes appear to exit the back of the shed and enter the levee.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 9.60 Rating ** M Issue No. 1784
LM End 9.60 Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.457960|° 38.457960|°
-121.501300/° -121.501300°
DWR ID
Comment Code
Inspector Comment
FS_ID:5110
DS _1D:17649
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Indicator Found

UCIP Comments: Due to the amount of utilities in this area it is unclear
if any are authorized. This area needs to be cleared of vegetation and
thoroughly searched for utility crossings.

FIELD_STRUCT_DESC: 5 of 6: 1/2-inch pipe through levee, 0.5 feet
below crown, to marina in stream. Pipe appears to exit the shed at the
LS toe and enter the levee.

FS Date: 6/21/2012 1:08:56 PM

Photo 1 of 1 : UCIP_SP_2016_5110_6819.jpg

to exit the back of thé shédat the L
levee.

g

Pipes appear S toe and enter the

LM Start 9.61 Rating ** U Issue No. 1837
LM End 9.61 Issue Type + En Location * LS
Supplemental i i
ot pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.457840/° 38.457840 °
-121.501270°  -121.501270°
DWR ID
Comment Code
Inspector Comment
FS_ID:12805
DS_1D:18950
EP_NO: N/A

Repair Type: Urgent

Crossing Status: Found

UCIP Comments: Open conduit through the levee. No permit identified
for this crossing.

FIELD_STRUCT_DESC: 1 of 2: 5-inch galvanized steel pipe through
the levee 3-feet below the crown. Pipe open on both ends.

FS Date: 6/21/2012 3:21:00 PM

Photo 1 of 2 : UCIP_SP_2016_12805_20793.jpg

e k

Pipe through }eeport marina grass sign.

* Location
LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

** Rating
A: Acceptable
M : Minimally Acceptable
U : Unacceptable

C: Corrected

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LM Start 9.61 Rating ** U Issue No. 1837 (cont) Photo 2 of 2 : UCIP_SP_2016_12805_20792.jpg

LM End 9.61 Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.457840 ° 38.457840/°
-121.501270°  -121.501270°
DWR ID
Comment Code
Inspector Comment
FS_1D:12805
DS _1D:18950
EP_NO: N/A

Repair Type: Urgent

Crossing Status: Found

UCIP Comments: Open conduit through the levee. No permit identified
for this crossing.

FIELD_STRUCT_DESC: 1 of 2: 5-inch galvanized steel pipe through
the levee 3-feet below the crown. Pipe open on both ends.

FS Date: 6/21/2012 3:21:00 PM

LM Start 9.61 Rating ** U Issue No. 1838
LM End 9.61 Issue Type + En Location * LS
Supplemental i i
G pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.457840 ° 38.457840 °
-121.501270° -121.501270°
DWR ID
Comment Code
Inspector Comment
FS_1D:12806
DS_ID:18951
EP_NO: N/A

Lo *

Both pipés thrb[;gh grass sign on LS slope.

Repair Type: Urgent

Crossing Status: Found

UCIP Comments: Pipe open on both ends. No permit identified for this
crossing.

FIELD_STRUCT_DESC: 2 of 2: 5-inch galvanized steel pipe through
the levee 3-feet below the crown. Pipe open on both ends.

FS Date: 6/21/2012 3:24:00 PM

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 9.61 Rating ** u Issue No. 1838 (cont)
LM End 9.61 Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.457840/° 38.457840
-121.501270/° -121.501270
DWR ID
Comment Code
Inspector Comment
FS_1D:12806
DS_ID:18951
EP_NO: N/A

Repair Type: Urgent

Crossing Status: Found

UCIP Comments: Pipe open on both ends. No permit identified for this
crossing.

FIELD_STRUCT_DESC: 2 of 2: 5-inch galvanized steel pipe through
the levee 3-feet below the crown. Pipe open on both ends.

FS Date: 6/21/2012 3:24:00 PM

o

o

Photo 2 of 2 : UCIP_SP_2016_12806_20795.jpg

LM Start 9.61 Rating ** M Issue No. 1785
LM End 9.61 Issue Type + En Location * LS
Supplemental i i
G pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.457723° 38.457723
-121.501230° -121.501230
DWR ID
Comment Code
Inspector Comment
FS_ID:5112
DS_ID:17650
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Due to the amount of utilities in this area it is unclear
if any are authorized. This area needs to be cleared of vegetation and
thoroughly searched for utility crossings.

FIELD_STRUCT_DESC: 6 of 6: 1/2-inch galvanized steel riser with
water spigot on landward shoulder.

FS Date: 6/21/2012 1:11:00 PM

o

o

Photo 1 of 1 : UCIP_SP_2016_5112_6821.jpg

Lo *

bent metal pipe at center Ieadé to spigot at other end of Freeport Marina
grass and gravel sign.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start 9.67 Rating ** ] Issue No. 1851
LM End 9.67 Issue Type+  En  Location * LS No Photos
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.456900 ° 38.456900 °
-121.500990°  -121.500990 °
DWR ID
Comment Code
Inspector Comment
FS_1D:43098
DS_ID:17399
EP_NO: 1804

Repair Type: Urgent
Crossing Status: Not Found

UCIP Comments: No evidence could be found of crossing. Gasline
markers should be installed if pipe actually at this location. Pipe not

found.

FIELD_STRUCT_DESC: 1 of 2: 1-1/2-inch galvanized iron gasoline
pipe through levee, 3.0 feet below crown. Shut-off valves on both ends.

(Permit No. 1804)
FS Date: 6/22/2012 1:28:00 PM

LM Start 9.80 Rating ** M Issue No. 1810
LM End 9.80 Issue Type + En Location * LS
Supplemental i i
ot pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.455040° 38.455040°
-121.500450°  -121.500450 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5117
DS_ID:17439
EP_NO: N/A

Repair Type: Non-Urgent
Crossing Status: Found

UCIP Comments: Walkway unsafe and could pose attractive nuisance

to minors. Walkway should be repaired or removed.

FIELD_STRUCT_DESC: 14-inch pipe through levee, 7.2 feet below
crown. Pump on pile structure in stream. Overhead power line crosses
levee to pole and meter next to pump. Ramp on landward slope. Permit

No. 1449, 1949. Included in O+M manual (1955).
FS Date: 6/22/2012 1:36:29 PM

Walkway in total disrepair at pump on WS.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

N : Not Inspected/Rated
C: Corrected
AJW : Acceptable but Monitor & Maintain

FINAL DATA

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start 9.80 Rating ** M Issue No. 1810 (cont)
LM End 9.80 Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.455040 ° 38.455040|°
-121.500450/°  -121.500450 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5117
DS _1D:17439
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Walkway unsafe and could pose attractive nuisance
to minors. Walkway should be repaired or removed.
FIELD_STRUCT_DESC: 14-inch pipe through levee, 7.2 feet below
crown. Pump on pile structure in stream. Overhead power line crosses
levee to pole and meter next to pump. Ramp on landward slope. Permit
No. 1449, 1949. Included in O+M manual (1955).

FS Date: 6/22/2012 1:36:29 PM

LM Start 9.84 Rating ** M Issue No. 359
LM End 9.84 |IssueType+ Ma | Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
" Trim / Thin Trees 38.454555° 38.454555°
em

-121.500352°  -121.500352°
DWR ID DWR_MA0009_01_f _2015_359
Comment Code
T4 : Trim trees over roadway to at least 12 feet above ground level.

Inspector Comment

Photo 2 of 2 : UCIP_SP_2016_5117_6829.jpg

Pump next to meter on pole, WS.

No Photos

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start 9.85 Rating ** M Issue No. 1808 Photo 1 of 2 : UCIP_SP_2016_5920_9002.jpg
LM End 9.85 | IssueType+ En  Location* LS w
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.454360 ° 38.454360°
-121.500300 °  -121.500300°
DWR ID
Comment Code
Inspector Comment
FS_ID:5920
DS_1D:18953
EP_NO: N/A

Repair Type: Non-Urgent
Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 2-inch PVC pipe found on WS toe. Unclear if

pipe penetrates levee.

FS Date: 6/22/2012 3:33:20 PM

LM Start 9.85 Rating **
LM End 9.85 Issue Type +

M Issue No.
En Location *

1808 (cont)

LS

shoulder of levee.

aters edge to upstream corner of building on WS

* Location
LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

** Rating
A: Acceptable
M : Minimally Acceptable
U : Unacceptable

N : Not Inspected/Rated
C: Corrected
AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 | Oae720%0 Jal

LM Start 9.86 Rating **

M Issue No.

LMEnd  9.86  lssue Type +

'Supplemental
Category PP

DWR UCIP Field Study

Item

DWR ID

En Location *

GPS Latitude/Longitude

Start
38.454220
-121.500280

o

o

Comment Code

Inspector Comment

FS_ID:5921
DS_ID:18954

EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Indicator Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: Trenchwork through levee. Evidence of

unidentified utility crossing.

FS Date: 6/22/2012 3:38:59 PM

LM Start 9.86 Rating **
LM End 9.86 Issue Type +

M Issue No.
En Location *

1809 (cont)

1809
LS

End
38.454220
-121.500280

o

o

LS

renc work down WS slope.

Photo 2 of 2 : UCIP_SP_2016_5921_9003.jpg

-

Trench work from under RR tracks accross crown down WS slope.

* Location
LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

** Rating
A: Acceptable
M : Minimally Acceptable
U : Unacceptable

N : Not Inspected/Rated
C: Corrected
AW : Acceptable but Monitor & Maintain

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence

En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 | Oae720%0 Jal

LM Start 9.89 Rating ** M Issue No. 374
LM End 9.89 Issue Type + Ma | Location * WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Trim / Thin Trees 38.453758|° 38.453758|°

o

-121.500230 °  -121.500230

DWR ID DWR_MAQ009_01_f_ 2015 374
Comment Code
T4 : Trim trees over roadway to at least 12 feet above ground level.

Inspector Comment

Photo 1 of 1 : SP_2016_MA0009_201_374_20160503_00601.jpg

e

¥

View of the tree on the waterward side of the levee looking
Spring 2016.

il

LM Start 9.92 Rating ** M Issue No. 360
LM End 9.92 Issue Type + Ma  Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Slope Stability 38.453408 ° 38.453408°

o

-121.500167 °  -121.500167

DWR ID DWR_MA0009_01_f _ 2015 360
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.

Inspector Comment

Photo 1 of 1 : SP_2016_MA0009_201_360_20160304_00305.jpg

v kA

View of the slope stab|I|tyon the landward side of the levee looking
downstream. Fall 2015.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start 9.94 Rating ** M Issue No. 361 Photo 1 of 1: SP_2016_MA0009_201_361_20160304_00306.jpg
LM End 9.94 Issue Type + Ma Location * LS 3{* * 48 B X 2 /4
i L
Earthen Levee GPS Latitude/Longitude R e
Category
Start End
tem Slope Stability 38.453095 ° 38.453095 °
-121.500147°  -121.500147 °

DWR ID DWR_MAQ009 01 _f_ 2015 361
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.

Inspector Comment

LM Start 9.96 Rating ** M Issue No. 362
LM End 9.96 Issue Type + Ma | Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Slope Stability 38.452728 ° 38.452728
-121.500100°  -121.500100

DWR ID DWR_MAQ009 01 _f_ 2015 362
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.

Inspector Comment

o

o

View of the slope stability on the landward side f the levee looking
downstream. Fall 2015.

Photo 1 of 1 : SP_2016_MA0009_201_362_20160304_00307.jpg
; ) BB

2 A A E B A .V
View of the slope stability on the landward side of the levee looking
downstream. Fall 2015.

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance

Leveel
Levee Inspection Rep

Sacramento Maintenance

nspections

ort By Mile - Spring 2016

Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 10.02 Rating ** M Issue No. 363
LM End 10.02 | Issue Type + Ma Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Animal Control 38.451907|° 38.451907
-121.500047°  -121.500047

DWR ID DWR_MA0009_01_f 2015 363
Comment Code

A3 : No rodents visible, but rodent burrows visible; need to backfill and
compact or grout burrows.

Inspector Comment

_20160503_00602.jpg

Photo 1 of 2 : SP_2016_MA0009_201_363
R % TETED = Y ‘Z';‘)’

=

o

o

Perspective view of the rodent hole on the landward side of the levee
looking downstream. Spring 2016.

LM Start  10.02 Rating ** M Issue No. 363 (cont) Photo 2 of 2 : SP_2016_MA0009_201_363_20160503_00604.jpg
LMEnd  10.02 | IssueType+ Ma | Location* LS -
l" ?
Rodent hole is about midway down the slope of the levee. Sp'rihg 2016.
LM Start  10.03 Rating ** M Issue No. 364 Photo 1 of 1 : SP_2016_MA0009_201_364_20160304_00309.jpg
LM End 10.03 Issue Type + Ma Location * LS S : ;!‘ 2
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Slope Stability 38.451717° 38.451717°
-121.500002 °  -121.500002 °

DWR ID DWR_MAQ009_01_f_2015 364
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.

Inspector Comment

downstream. Fall 2015.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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downstream. Fall 2015.

State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LMStart  10.05 Rating ** M Issue No. 365 Photo 1 of 1 : SP_2016_MA0009_201_365_20160304_00310.jpg
LMEnd 10.05 | IssueType+ Ma  Location * LS R 2
Earthen Levee GPS Latitude/Longitude :
Category
» Start End
tem Slope Stability 38.451468° 38.451468°
-121.500030°  -121.500030 °
DWR ID DWR_MA0009 01 f 2015 365
Comment Code
S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.
Inspector Comment
TR AL AT e T AW
View of the slope stability on the landward side of the levee looking
downstream. Fall 2015.
LM Start  10.09 Rating ** M Issue No. 366 Photo 1 of 1 : SP_2016_MA0009_201_366_20160304_00311.jpg
LM End 10.09 | IssueType+ Ma | Location * LS g 3, Yo w
Earthen Levee GPS Latitude/Longitude :
Category
Start End
tem Slope Stability 38.450913 ° 38.450913 °
-121.500045°  -121.500045 °
DWR ID DWR_MAO009 01 f 2015 366
Comment Code
S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.
Inspector Comment
J > i - _» ‘(“_ 3
View of the slope stability on the landward side of the levee looking

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start  10.12 Rating ** M Issue No. 381
LM End 10.12 | Issue Type + Ma | Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Slope Stability 38.450427 ° 38.450427 °

Item
o

-121.500032°  -121.500032

DWR ID DWR_MAQO009 01_s_ 2016 381
Comment Code

S3 : Repair the levee slope damaged by vehicle traffic and prevent
access where possible.

Inspector Comment

LM Start  10.15 Rating ** M Issue No. 368
LM End 10.15 | Issue Type + Ma | Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Slope Stability 38.449967 ° 38.449967 °

Item
°

-121.500053°  -121.500053

DWR ID DWR_MAQ009 01 _f_ 2015 368
Comment Code

S2 : Repair the levee slope damaged by foot traffic and prevent access
where possible.

Inspector Comment

Photo 1 of 1 : SP_2016_MA0009_201_381_20160503_00605.jpg

4

View of the slop'e stability on the landward side of the levee looking
downstream. Spring 2016.

Photo 1 of 1 ;: SP_2016_MA0009_201

View of the

i N SN S e

7

downstream. Fall 2015.

5

_368_20160304_00312.jpg

vsiopié stability on the Iandiivatd side of the)levee Idoking

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected

+ Issue Type
Ma : Maintenance

Deficiancy

Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
Waterw Bank | Unit Mil Inspection In r
aterway al Unit Miles B specto
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start 10.28 Rating ** C Issue No. 373
LM End 10.28 Issue Type + Ma Location * CR No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.448212/° 38.448212/°
-121.500195°  -121.500195 °
DWR ID DWR_MAQ009_01_f_2015_373
Comment Code
TR : Tree or limb
Inspector Comment
LM Start 10.28 Rating ** C Issue No. 370
LM End 10.31 Issue Type + Ma Location * LS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
ltem Vegetation 38.448085 ° 38.447765 °
-121.500110°  -121.500130 °
DWR ID DWR_MAQ009_01_f_2015_370
Comment Code
V1 : Control annual grass and weeds on the levee slopes and
easements.
Inspector Comment
LM Start 10.38 Rating ** C Issue No. 371
LM End 10.38 Issue Type + Ma Location * LS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Animal Control 38.446768|° 38.446768|°
-121.500108 °  -121.500108 °
DWR ID DWR_MA0009 01 _f 2015 371
Comment Code
A3 : No rodents visible, but rodent burrows visible; need to backfill and
compact or grout burrows.
Inspector Comment
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai

Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lf)"r
LM Start  10.44 Rating ** C Issue No. 372
LM End 10.44 Issue Type + Ma Location * LS No Photos

Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Trim / Thin Trees 38.445780/° 38.445780 °

o

-121.500182 °  -121.500182

DWR ID DWR_MA0009_01_f 2015 372
Comment Code
T4 : Trim trees over roadway to at least 12 feet above ground level.

Inspector Comment

LM Start  10.54 Rating ** M Issue No. 309 Photo 1 of 1 : SP_2016_M

LM End 10.54 | Issue Type + Ob Location * WS "%
Earthen Levee GPS Latitude/Longitude
Category
Start End
Cracking 38.444353° 38.444353° o

Item

o

-121.500472°  -121.500472
DWRID DWR_MA0009 01 s 2015 309

Comment Code

CR1 : Monitor and have inspected by geotechnical engineer.

Inspector Comment

¥

et $ i oA = S
View of the crack on the water ward side of the levee looking

downstream. Spring 2015.

L

A0009_201_309_20160304_00258.jpg

R

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor

LM Start 10.56 Rating ** M Issue No. 1836
LM End 10.56 | Issue Type + En Location * WS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.444136/° 38.444136/°
-121.500414/°  -121.500414°
DWR ID
Comment Code
Inspector Comment
FS_1D:9443
DS _1D:18957
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 14-inch steel irrigation pipe through the levee

3.5-feet below the crown. Pump on elevated pier with elevated walkway

on waterside shoulder. 48-inch concrete distribution box on LS toe.
Permit No. 1629, 1952.
FS Date: 6/22/2012 3:46:00 PM

LMStart  10.56 Rating ** M | Issue No. 1836 (cont) Photo 2 of 2 : UCIP_SP_2016_9443_16423.jpg
LM End 10.56 | Issue Type + En Location * WS ! o = ” \ — '
Concrete Standpipe on LS in homeowners yard.
*Location ** Rating +Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA

Page 152 of 211



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start  10.58 Rating ** M Issue No. 310
LM End 10.58 | IssueType+ Ma | Location* WS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
Trim / Thin Trees 38.443880/° 38.443880 °

Item

o

-121.500545 °  -121.500545
DWR ID DWR_MAQ0009 _01_s_ 2015 310
Comment Code

T1: Trim trees to at least five feet above ground level.

Inspector Comment

LM Start  10.71 Rating ** M Issue No. 221
LM End 10.71 | Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.442057 ° 38.442057 °
Item

o

-121.501180° -121.501180
DWR ID DWR_MAQ0009 01_s_ 2012 221
Comment Code

V6 : Landscaping

Inspector Comment

LMStart  10.77 Rating ** M Issue No. 220
LM End 10.77 | IssueType+ En | Location* LS

Earthen Levee

GPS Latitude/Longitude
Category

Start End
38.441133° 38.441133
-121.501632°  -121.501632

o

Vegetation
Item

o

DWR ID DWR_MA0009_01_s _2012_220
Comment Code
V6 : Landscaping

Inspector Comment

Photo 1 of 1 : SP_2016_MA0009_201_221_20160304_00234.jpg

5 < hw -,;.1

_ . S S
A view of the landscape. Photo taken spring 2012.

Photo 1 of 2 : SP_2016_MA0009_201_220_20160304_00232.jpg

ey

The over grown landscape blocks visibilityl Fall 2013

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

C: Corrected

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

Inspection

LM Start  10.77 Rating ** M Issue No. 220 (cont)
LM End 10.77 | IssueType+ En | Location* LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.441133° 38.441133°
Item

-121.501632 °
DWR ID DWR_MA0009_01_s _2012_220
Comment Code
V6 : Landscaping

Inspector Comment

LM Start  10.82 Rating ** M Issue No. 219
LM End 10.82 | Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.440577 ° 38.440577 °
Item

-121.502058 °
DWR ID DWR_MA0009_01_s _2012_219
Comment Code
V6 : Landscaping

Inspector Comment

LMStart  10.95 Rating ** M Issue No. 161
LM End 10.95 | Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.439031 ° 38.439031 °
Item

-121.503463 °
DWR ID DWR_MA0009_01_f_2012_161
Comment Code
V6 : Landscaping

Inspector Comment

-121.501632 °

-121.502058 °

-121.503463 °

Photo 2 o

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

f 2 : SP_2016_MA0009_201_220_20160304_00233.jpg

!

Photo 1 of 1 : SP_2016_MA0009_201_219_20160304_00231.jpg

A view of the horse corral and some landscape. Photo taken spring 2012.

Photo 1 o

f1:SP_2016_MA0009 201 161 20160304 _00173.jpg

Landscape planted at toe of levee. Fall 2012

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

N : Not Inspected/Rated

AJW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start  10.96 Rating ** M Issue No. 160

LM End ' 10.96 | Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.438883 ° 38.438883°
Item

o

-121.503654 °  -121.503654
DWR ID DWR_MA0009_01_f_ 2012 160
Comment Code

V6 : Landscaping

Inspector Comment

Photo 1 of 1 : SP_2016_MA0009_201_160_20160304_00172.jpg
. =

LMStart  11.03 Rating ** M Issue No. 154
LM End 11.03 | Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.438178/° 38.438178/°
Item

o

-121.504400°  -121.504409
DWRID DWR_MA0009 01 f 2012 154

Comment Code

V6 : Landscaping

Inspector Comment

Rating ** M
Issue Type + En

Issue No. 357
Location * LS

LM Start 11.04
LM End 11.04

Earthen Levee

GPS Latitude/Longitude
Category

Start End
38.438065 ° 38.438065
-121.504606 °  -121.504606

o

Encroachments
Item

o

DWR ID DWR_MAQ009_01_f_ 2015 357
Comment Code

Agave and shrubs planted on levee slope. Fall 2012

Photo 1 of 1 : SP_2016_MA0009_201_357_20160304_00304.jpg
L i

FW : Firewood
Inspector Comment
SRR s IG5 e e,
View of the firewood along the toe of the levee on the landward side
looking downstream. Fall 2015.
* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

A: Acceptable
M : Minimally Acceptable
U : Unacceptable

C: Corrected

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start  11.07 Rating ** M Issue No. 216 Photo 1 of 2 : SP_2016_MA0009_201_216_20160304_00230.jpg
LM End 11.07 Issue Type + En Location * LS 3 |-
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Vegetation 38.437742 38.437742°
-121.505059 °  -121.505059 °
DWR ID DWR_MA0009_01_s _2012_216
Comment Code
V6 : Landscaping
Inspector Comment
The landscape shrubs and trees are on the levee slope and block
visiabilty. Fall 2011
LM Start  11.07 Rating ** M Issue No. 216 (cont)
LM End 11.07 | Issue Type + En Location * LS

Spring 2016.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

N : Not Inspected/Rated
C: Corrected
AW : Acceptable but Monitor & Maintain

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

V6 : Landscaping

Inspector Comment

o

View fthe landscape on the andward side of the leveel looking
downstream. Spring 2016.

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start  11.19 ‘ Rating ** M Issue No. ‘ 72 Photo 1 of 1 : SP_2016_MA0009_201_72_ 20160516 _00622.jpg
LMEnd 11.19 ‘ Issue Type + En  Location * LS 9 2 h‘ i s RO R
Earthen Levee GPS Latitude/Longitude ’
Category
Stat  End
tem Vegetation 38.436735 ° 38.436735°
-121.506647 °  -121.506647 °
DWR ID DWR_MAQ009_01_f_ 2012 72
Comment Code

Inspector Comment

LM Start 11.23 Rating ** M Issue No. 1811 Photo 1 of 2 : UCIP_SP_2016_5129 6861.jpg
LM End 11.23  Issue Type + En Location * LS v s =
Category Supplemental GPS Latitude/Longitude
Stat  End
- DWR UCIP Field Study 38.436370 ° 38.436370°
-121.507300° -121.507300 °
DWR ID
Comment Code

FS_ID:5129
DS_ID:17457
EP_NO: N/A Iz
H . X =3 Ty

Esgg{ngygfég:;npglﬁ%m 14-inch steel pipe on LS slope with 36-inch concrete standpipe in trees
UCIP Comments: Determine if this pipe is grouted in place. attoe.
FIELD_STRUCT_DESC: 14-inch pipe through levee, 5.0 feet below-
crown. Pump and butterfly valve in pump house on waterward slope.
1.5-inch galvanized steel pipe 5-feet below crown provides electricity.
36-inch Concrete standpipe on LS toe. Permit No. 1215, 1947.
included in O+M manual (1955). May have been grouted in place as
there are grouting standpipes on both the LS and WS shoulder.
FS Date: 6/22/2012 2:48:01 PM
* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r

LMStat  11.23  Rating* M | lssueNo. 1811 (cont)
LM End 11.23  Issue Type + En Location * LS
Supplemental i i
Category pp GPS Latitude/Longitude
Start End
- DWR UCIP Field Study 38.436370 ° 38.436370°
-121.507300/° -121.507300°
DWR ID
Comment Code
Inspector Comment
FS_ID:5129
DS _1D:17457
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Determine if this pipe is grouted in place.
FIELD_STRUCT_DESC: 14-inch pipe through levee, 5.0 feet below-
crown. Pump and butterfly valve in pump house on waterward slope.
1.5-inch galvanized steel pipe 5-feet below crown provides electricity.
36-inch Concrete standpipe on LS toe. Permit No. 1215, 1947.
included in O+M manual (1955). May have been grouted in place as
there are grouting standpipes on both the LS and WS shoulder.

FS Date: 6/22/2012 2:48:01 PM

Photo 2 of 2 : UCIP_SP_2016_5129_6860.jpg

A

Grouting attachment at LS.

LM Start 11.33 Rating ** M Issue No. 212

LM End 11.33 | Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.435647 ° 38.435647 °
Item

-121.508891 °  -121.508891 °

DWR ID DWR_MAQ009_01_s_ 2012_212

Comment Code

V6 : Landscaping

Inspector Comment

Photo 1 of 2 : SP_2016_MA0009_201_212_20160304_00228.jpg
S 3 ST BTN e
s 1

Vegetation on the levee sI:)pe partially block visibinlity. Fall 2013

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

C: Corrected

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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Flood Control Project Maintenance

Leveel
Levee Inspection Rep

Sacramento Maintenance

nspections

ort By Mile - Spring 2016

Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start  11.33 Rating ** M Issue No. 212 (cont)
LM End 11.33 | IssueType+ En | Location* LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.435647 ° 38.435647

Item

-121.508891 °  -121.508891
DWR ID DWR_MAQ009 01_s _ 2012 212
Comment Code

V6 : Landscaping

Inspector Comment

Photo 2 of 2 : SP_2016_MA0009_201_212_20160304_00229.jpg

o

o

The landscaping is planted on the levee slope and shoulder. Fall 2011

LM Start  11.37 Rating ** M Issue No. 211
LM End 11.37  Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.435385 ° 38.435385

Item

-121.509577°  -121.509577
DWR ID DWR_MA0009_01_s_ 2012 211

Comment Code

016_MAO0

Y )

Photo 1 of 1: SP_2

o

o

V6 : Landscaping

Inspector Comment

Ly [ £ . 24

09 201 211 20160516_00621.jpg

View of the landscaping on the landward side of the levee looking
downstream. Spring 2016.

LM Start  11.38 Rating ** M Issue No. 71
LM End 11.38 Issue Type + Ma Location * LS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Vegetation 38.435313/° 38.435313/°
-121.509660/°  -121.509660 °
DWRID DWR_MAQ009 01 f_2012_71
Comment Code
V4 : Elderberries are blocking visibility and flood fight capability.
Inspector Comment
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start  11.47 Rating ** M Issue No. 311
LMEnd  11.47 IssueType+ En  Location* LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.434777/° 38.434777

-121511223°  -121.511223
DWR ID DWR_MA0009_01_s_ 2015_311

Comment Code

Photo 1 of 1 : SP_2016_MA0009_201_311_ 20160304 _00259.jpg

FE : Fence
Inspector Comment

View of the gate on the landward side of the levee. Spring 2015.
LM Start  11.54 Rating ** M Issue No. 210 Photo 1 of 1 : SP_2016_MA0009_201_210_20160516_00620.jpg
LMEnd 11.54 IssueType+ En | Location* LS e ' 4 == T e

Earthen Levee GPS Latitude/Longitude N
Category
Start End
tem Encroachments 38.434465|° 38.434465

-121.512453°  -121.512453

DWR ID DWR_MAQ009 01_s _ 2012_210
Comment Code

BU : Building

Inspector Comment
Building with some landscaping in front of it.

(RRRRAN BRje- - Y 3 , & %
View of the building on the landward side of the levee. The building is
behind the shrubs and at the toe of the levee. Spring 2016.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

C: Corrected

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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FINAL DATA
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Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

LM Start  11.55 Rating ** M Issue No. 209

LM End 11.55  Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.434413° 38.434413°
Item

-121.512623°  -121.512623 °
DWR ID DWR_MA0009_01_s _ 2012_209
Comment Code
V6 : Landscaping

Inspector Comment

LM Start 11.66 Rating ** M Issue No. 1812
LM End 11.66 | Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.434075 ° 38.434075/°
-121.514687/° -121.514687 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5133
DS _1D:17461
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: excessive brush on WS slope prevents access to
gate valve on WS slope. Remove brush.

FIELD_STRUCT_DESC: 6-inch pipe through levee, 16.5 feet below
crown. Pump in pump house at toe of landward slope. Could not locate
the gate valve on waterward slope. Originally included in O+M manual
(1955).

FS Date: 6/22/2012 3:08:19 PM

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

Photo 1 of 1 : SP_2016_MA0009_201_209_20160516_00619.jpg

%

05/12/2016

e

4 4 b (LTS (=
View of the landscaping on the landward side of the levee looking
downstream. Spring 2016.

Photo 1 of 2 : UCIP_SP_2016_5133_6876.jpg

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

C: Corrected

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Waterway

it Mi Inspection
Bank | Unit Miles Start/End Inspector

Unit No. 01 Sacramento River

04/27/2016 Jai
Left | 19.35 05/12/2016 Lor

Photo

LMStat 11.66  Rating* M | lssueNo. 1812 (cont)
LM End 11.66 | Issue Type + En Location * LS
Supplemental i i
Category pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.434075° 38.434075 °
-121.514687° -121.514687 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5133
DS _1D:17461
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: excessive brush on WS slope prevents access to
gate valve on WS slope. Remove brush.

FIELD_STRUCT_DESC: 6-inch pipe through levee, 16.5 feet below
crown. Pump in pump house at toe of landward slope. Could not locate
the gate valve on waterward slope. Originally included in O+M manual
(1955).

FS Date: 6/22/2012 3:08:19 PM

20f 2: UCIP_SP_2016_5133_6875.jpg

Pump in pumphouse on LS toe.

Photo 1 of 2 : UCIP_SP

LM Start 11.78 Rating ** M Issue No. 1834
LM End 11.78 Issue Type + En Location * LS
Supplemental i i
ot pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.433998 ° 38.433998 °
-121.516790°  -121.516790 °
DWR ID
Comment Code
Inspector Comment
FS_1D:5139
DS_ID:17673
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: valve on WS slope does not close.
FIELD_STRUCT_DESC: 2 of 2: 6-inch pipes through levee, 15.6 feet
below crown. Pump and gate valve in pump house on landward side.
Gate valve on WS slope. Originally included in O+M manual (1955).
FS Date: 6/22/2012 3:31:00 PM

2016_5139_6899.jpg
> 7 [..’ ~

~

4 -

Broken or rusted valve on WS slope.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LMStart  11.78 Rating ** M Issue No. 1834 (cont) Photo 2 of 2 : UCIP_S
LMEnd 11.78 | IssueType+ En  Location* LS ;’W‘ 4
Supplemental i i ; ;
e pp GPS Latitude/Longitude -
Start End
tem DWR UCIP Field Study 38.433998 ° 38.433998 °
-121.516790° -121.516790°
DWR ID
Comment Code
Inspector Comment
FS_ID:5139
DS_ID:17673
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: valve on WS slope does not close.
FIELD_STRUCT_DESC: 2 of 2: 6-inch pipes through levee, 15.6 feet
below crown. Pump and gate valve in pump house on landward side.
Gate valve on WS slope. Originally included in O+M manual (1955).
FS Date: 6/22/2012 3:31:00 PM

LMStart  12.00 Rating ** M Issue No. 208
LM End 12.00 | Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.433977° 38.433977°

Item
o

-121.520955°  -121.520955

DWR ID DWR_MAQ009_01_s _2012_208
Comment Code
V6 : Landscaping

Inspector Comment

View of the bush on the landward side of the levee looking downstream.

Spring 2016.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r

LM Start = 12.29 ‘ Rating ** M | Issue No. ‘ 1847
LMEnd = 12.29 ‘ Issue Type+  En Location * LS
Supplemental i i
gy pp GPS Latitude/Longitude
Stat  End
- DWR UCIP Field Study 38.433945 ° 38.433945
-121.526154°  -121.526154
DWR ID
Comment Code
Inspector Comment
FS_1D:41065
DS 1D:17581
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Indicator Found

UCIP Comments: T post on WS slope and 2-inch galvanized steel pipe
on LS toe may indicate ends of abandoned pipe.
FIELD_STRUCT_DESC: 6-inch pipe through the levee. Pump on River
side with gates on river side of levee have been removed. Originally
included in O+M manual (1955).

FS Date: 6/22/2012 3:50:00 PM

Photo 1 of 2 : UCIP_SP_2016_41065_6903.jpg
o 3 - B

W,

% R

T A

&

Tpst n WS slope.

LMStat ~12.29  Rating ** M | Issue No. 1847 (cont) Photo 2 of 2 : UCIP_SP_2016_41065_6902.jpg
LMEnd 1229 IssueType+ En  Location* LS i
2-inch pipe on LS toe.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

Earthen Levee

Vegetation 38.433822
-121.526819
DWR_MAQ009_01_s _ 2016_384

V6 : Landscaping

7 trees planted at levee toe.

View of the newly Ianted trees at the toe of the levee on the landward
side looking upstream. Spring 2016.

Earthen Levee

Vegetation 38.433536 38.433536

-121.528237 -121.528237

DWR_MA0009 01 s _ 2012 225

V6 : Landscaping

View of the groundcover on the landward side of the levee looking
downstream. Fall 2015.

Tuesday, May 31, 2016 13:29 FINAL DATA Page 165 of 211
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MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 12.71 Rating ** M Issue No. 1807
LM End 12.71  Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.430460 ° 38.430460|°
-121.531480/° -121.531480°
DWR ID
Comment Code
Inspector Comment
FS_ID:5162
DS _1D:17453
EP_NO: 8662

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Further investigation is necessary to determine
proper abandonment of this crossing. It is likely the 6-inch pipe on the
WS is sleeved through an 8-inch steel pipe, but only the 6-inch is visible
on the WS (see photo)

FIELD_STRUCT_DESC: 8-inch steel pipe through levee, 9.0 feet below
crown on LS. 6-inch steel pipe through WS slope 3.5 feet below the
crown; grouted in place on WS. 1.5-inch steel conduit 3.5 feet below
the crown next to 6-inch on WS slope. Power and service pole on
landward slope.

FS Date: 6/22/2012 8:51:49 AM

Photo 1 of 1 : UCIP_SP_2016_5162_6965.jpg

o

feet below the crown.

6-ich steel pipegrouted in pi‘ace 35

LM Start = 12.72 Rating ** U Issue No. 1853
LM End 12.72  Issue Type + En Location * LS
'Supplemental i i
Category pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.430460 ° 38.430460 °
-121.531480 °  -121.531480 °
DWR ID
Comment Code
Inspector Comment
FS_ID:42830
DS_ID:17675
EP_NO: 8662

Repair Type: Urgent

Crossing Status: Found

UCIP Comments: Gate valve does not work and inspection does not
show pipe as having been grouted in place. Further evaluation is
necessary as there are corroded holes in pipe on WS of gate valve.
FIELD_STRUCT_DESC: 8-inch abandoned pipe through levee, 21.7
feet below crown. Concrete plug in landward end. Gate valve on WS
with remote hand-crank. Pumphouse on river side. Originally included
in O+M manual as a 6-inch pipe (1955).

FS Date: 6/22/2012 7:41:00 AM

Photo 1 of 2 : UCIP_SP_2016_42830_20789.jpg

Wy

Pumphouse on LS toe with meter on pole and 3X5 concrete distribution
box.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start 12.72 Rating ** U Issue No. ‘ 1853 (cont) Photo 2 of 2 : UCIP_SP_2016_42830_20788.jpg
LM End 12.72  Issue Type + En Location * LS
Supplemental i i
gy pp GPS Latitude/Longitude
Start End
- DWR UCIP Field Study 38.430460 ° 38.430460 °
-121.531480°  -121.531480 °
DWR ID

Comment Code

Inspector Comment

FS_ID:42830

DS_ID:17675

EP_NO: 8662

Repair Type: Urgent

Crossing Status: Found

UCIP Comments: Gate valve does not work and inspection does not
show pipe as having been grouted in place. Further evaluation is
necessary as there are corroded holes in pipe on WS of gate valve.
FIELD_STRUCT_DESC: 8-inch abandoned pipe through levee, 21.7
feet below crown. Concrete plug in landward end. Gate valve on WS
with remote hand-crank. Pumphouse on river side. Originally included
in O+M manual as a 6-inch pipe (1955).

FS Date: 6/22/2012 7:41:00 AM

LM Start 12.76 Rating ** M Issue No. 207 Photo 1 of 1 : SP_2016_MA0009_201_207_20160304_00222.jpg
LM End 12.76 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.429764° 38.429764°
Item

-121.531226 °  -121.531226°

DWR ID DWR_MAQ009_01_s _ 2012_207

Comment Code

V6 : Landscaping

Inspector Comment
Scribners main house.

View of te landscaping on the landward side of he levee looking

downstream. Fall 2015.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 13.44 Rating ** U Issue No. 1839
LM End 13.44 | Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.421394 ° 38.421394
-121.524955/°  -121.524955
DWR ID
Comment Code
Inspector Comment
FS_1D:12807
DS_ID:17469
EP_NO: N/A

Repair Type: Urgent

Crossing Status: Found

UCIP Comments: Pipe has leaks between valve and levee crown on
both sides of levee. Ineffective repairs have been made. This pipe is
an excellent candidate for video inspection.

FIELD_STRUCT_DESC: 10-inch steel pipe through levee, 4.8 feet
below crown. Pump in pumphouse on waterward slope, stairs on both
slopes. Gate valves on both ends. Service pole on landward slope.
Originally included in O+M manual (1955).

FS Date: 6/25/2012 9:09:00 AM

Photo 1 of 2 : UCIP_SP_2016_12807_20799.jpg

LM Start 13.44 Rating ** U Issue No. 1839 (cont) Photo 2 of 2 : UCIP_SP_2016_12807
LM End 13.44 Issue Type + En Location * LS & EAR -M"ﬁg' %
,rl X i‘%*%’ "
AR~
bq A 3 : j = /]
Holes/leaks in pipe on WS of Pumphouse.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start  13.45 Rating ** M Issue No. 206 Photo 1 of 1 : SP_2016_MA0009_201 206_20160304_00221.jpg
LM End 13.45 | IssueType+ En | Location* LS ¥
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.421183° 38.421183°
Item

o

-121.524747°  -121.524747
DWR ID DWR_MAQ009 _01_s _ 2012_206
Comment Code

V6 : Landscaping

Inspector Comment

View of the tfées

on the landward side of the levee looking downstream.

Fall 2015.
LM Start  13.70 Rating ** U Issue No. 1844
LM End 13.70 | Issue Type + En Location * LS No Photos
Supplemental PS Latitude/Longit
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.418110 ° 38.418110°
-121.522470/°  -121.522470°
DWR ID
Comment Code
Inspector Comment
FS_1D:12818
DS_ID:17471
EP_NO: N/A
Repair Type: Urgent
Crossing Status: Not Found
UCIP Comments: Pipe not found and no markers found. Further
investigation should be conducted to locate gasline.
FIELD_STRUCT_DESC: 6-inch high pressure gasline through levee
and across channel.
FS Date: 6/25/2012 9:48:00 AM
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

M Issue No.
En Location *

GPS Latitude/Longitude

Start
38.416180
-121.521083

o

o

Comment Code

Inspector Comment

LM Start 13.85 Rating **
LM End 13.85 | Issue Type +
Supplemental

Category PP
DWR UCIP Field Study
Item
DWR ID
FS_ID:5172
DS_ID:17474
EP_NO: N/A

Repair Type: Non-Urgent
Crossing Status: Found

1817
LS

End
38.416180
-121.521083

o

o

e
o~

Pump and gate valve inmpurrﬁphouse oh WS slope.

UCIP Comments: Rodent undermining pipe on LS slope. Need to fill

burrow with flowable fill.

FIELD_STRUCT_DESC: 14-inch pipe through levee, 5.2 feet below
crown. 12-inch sleeved through 14-inch with annular space grouted.
Pump and gate valve in pumphouse on waterward slope. Service pole
on landward slope. 36-inch steel standpipe at toe of landward slope.
Originally included in O+M manual (1955). 1.5-inch steel electrical
conduit through levee and parallel to 14-inch pipe.

FS Date: 6/25/2012 10:08:16 AM

Photo 1 of 2 : UCIP_SP_2016_5172_6983.jpg

4

LM Start  13.85 Rating ** M Issue No. 1817 (cont) Photo 2 of 2 : UCIP_SP_2016_5172_6982.jpg

LM End 13.85 | IssueType+ En | Location* LS f ;
i ERSDRE AR H a
36-inch standpipe, JP, and meter on LS toe.

* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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Flood Control Project Maintenance
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Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lf)"r
LMStart 14.24 | Rating** M | lIssue No. 1818 Photo 1 of 2 : UCIP_SP_2016_5174_6987.jpg
LMEnd 14.24 | lIssueType+ En | Location* LS :

|

|
'Supplemental i i
gy pp GPS Latitude/Longitude \ \.
Start End 5|
tem DWR UCIP Field Study 38.411280° 38.411280/°
-121.517510° -121.517510°
DWR ID
Comment Code
Inspector Comment
FS_ID:5174
DS _ID:17475 . WA > .
EP_NO: N/A o RRER

N S S o RS |
12-inch steel pipe through 14-inch steel conduit on WS shoulder at pier.
1.5-inch steel electrical conduit.

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Annular space between 12-inch and 14-inch pipes
needs to be grouted. Siphon breaker on LS shoulder appears to be
damaged. No permit identified for this crossing and it is not noted in
the O+M manual.

FIELD_STRUCT_DESC: 14-inch pipe through levee, 2.6 feet below
crown. 12-inch pipe on WS connected to 14-inch pipe through levee.
Pump on pile structure in stream. 1.5-inch steel electrical conduit
through levee and parallel to 14-inch pipe. Siphon breaker in 24-inch
CMP riser on LS shoulder. Pole, meter, and 36-inch concrete
standpipe on LS toe. Permit No. 1835, 1953.

FS Date: 6/25/2012 10:19:35 AM

LM Start  14.24 Rating ** M Issue No. 1818 (cont) Photo 2 of 2 : UCIP_SP_2016_5174_6986.jpg
LM End 14.24 | Issue Type + En Location * LS

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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Levee Inspections

MAO0009

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start 14.27 Rating ** M Issue No. 205 Photo 1 of 2 : SP_2016_MA0009_201_205 20160304_00220.jpg
LM End 14.27 | Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Vegetation 38.410947 ° 38.410947/°
-121.517202/° -121.517202°
DWR ID DWR_MAQ009_01_s _ 2012_205
Comment Code
V6 : Landscaping
Inspector Comment
Looking downstream at the landscaping on the levee slope. Spring 2014
LM Start 14.27 Rating ** M Issue No. 205 (cont) Photo 2 of 2 : SP_2016_MA0009_201_205_20160516_00616.jpg
LM End 14.27 | Issue Type + En Location * LS |
View of the shrijbsAb‘r\'t'hé Iahdward side bf the Ievéé looking upstream.
Spring 2016.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start 14.28 Rating ** M Issue No. 1819
LM End 14.28 | IssueType+ En | Location* LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.410811° 38.410811
-121.517144/° -121.517144
DWR ID
Comment Code
Inspector Comment
FS_ID:5175
DS _ID:17575
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Type of abandonment needs to be determined.
FIELD_STRUCT_DESC: 6-inch pipe through the levee 6.1-feet below
the crown and visible on WS toe. Pump on water side removed.
Originally included in O+M manual (1955).

FS Date: 6/25/2012 10:35:04 AM

o

o

Photo 1 of 1 : UCIP_SP_2016_5175_6989.jpg
3 ~ - =

cut-off pipe at WS toe/slope. No indication pipe goes through levee.

LM Start 14.64 Rating ** M Issue No. 1820
LM End 14.64 | Issue Type + En Location * LS
Supplemental GPS Latitude/Longitude
Category
Start End
— DWR UCIP Field Study 38.406099 ° 38.406099
-121.514458°  -121.514458
DWR ID
Comment Code
Inspector Comment
FS_ID:5177
DS_ID:17441
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Further evaluation should be conducted to determine
if 12-inch pipe through levee has been properly abandoned. Pipe
rusted through at bottom of pumphouse.

FIELD_STRUCT_DESC: 12-inch abandoned pipe through levee, 9.5
feet below crown. Concrete pumphouse with pump and gate valve at
bottom of pit on WS slope. Steel plate welded on waterward end could
not be verified or found. Originally included in O+M manual (1955).

FS Date: 6/25/2012 10:52:36 AM

o

o

Photo 1 of 2 : UCIP_SP_2016_5177_6995.jpg

Pump, pipe, and gate valve at bottom of pit in pumphouse.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start  14.64 Rating ** M Issue No. 1820 (cont)
LM End 14.64 Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.406099 ° 38.406099
-121.514458/°  -121.514458
DWR ID
Comment Code
Inspector Comment
FS_ID:5177
DS _1D:17441
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Further evaluation should be conducted to determine
if 12-inch pipe through levee has been properly abandoned. Pipe
rusted through at bottom of pumphouse.

FIELD_STRUCT_DESC: 12-inch abandoned pipe through levee, 9.5
feet below crown. Concrete pumphouse with pump and gate valve at
bottom of pit on WS slope. Steel plate welded on waterward end could
not be verified or found. Originally included in O+M manual (1955).

FS Date: 6/25/2012 10:52:36 AM

o

o

Photo 2 of 2 : UCIP_SP_2016_5177_6994.jpg

Pipe appears to be severely corroded at bottom of pumphoue pit.

LM Start 14.73 Rating ** U Issue No. 1840 Photo 1 of 2 : UCIP_SP_2016_12809_20806.jpg
LM End 14.73 | Issue Type + En Location * LS
Supplemental i i
Gt pp GPS Latitude/Longitude
Start End
- DWR UCIP Field Study 38.404834 ° 38.404834 °
-121.513860°  -121.513860 °
DWR ID
Comment Code
Inspector Comment

FS_1D:12809
DS _ID:17464
EP_NO: N/A g8 (7
Repair Type: Urgent L
Crossing Status: Found 2.25-inch pipe at waterline.
UCIP Comments: No permit issued for this crossing and it is not an
O+M entry. Abandoned pipe not grouted or sealed.
FIELD_STRUCT_DESC: 2.25-inch pipe through levee, 5.0 feet below
crown. Gate valve on waterward slope removed. 2-inch steel pipe
remains visible on LS slope parallel to new 2.25-inch pipe. Pumphouse
on LS toe.
FS Date: 6/25/2012 11:26:00 AM

* Location ** Rating + Issue Type

LS: Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start = 14.73 Rating ** u Issue No. 1840 (cont)
LM End 14.73 Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.404834 ° 38.404834/°
-121.513860/° -121.513860 °
DWR ID
Comment Code
Inspector Comment
FS_1D:12809
DS _ID:17464
EP_NO: N/A

Repair Type: Urgent

Crossing Status: Found

UCIP Comments: No permit issued for this crossing and it is not an
O+M entry. Abandoned pipe not grouted or sealed.
FIELD_STRUCT_DESC: 2.25-inch pipe through levee, 5.0 feet below
crown. Gate valve on waterward slope removed. 2-inch steel pipe
remains visible on LS slope parallel to new 2.25-inch pipe. Pumphouse
on LS toe.

FS Date: 6/25/2012 11:26:00 AM

V|ew of p|pe from WS shoulder

Photo 2 of 2 : UCIP_SP_2016_12809_20805.jpg

LM Start  14.75 Rating ** M Issue No. 1813
LM End 14.75 | Issue Type + En Location * LS
Supplemental i i
ot pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.404510/° 38.404510 °
-121.513690/° -121.513690 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5926
DS_1D:18958
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Pipe needs to be properly abandoned.
FIELD_STRUCT_DESC: 4-inch cast iron pipe through levee, 18-feet
below crown. Located 9-feet upstream from boat ramp walkway on
waterward slope.

FS Date: 6/25/2012 3:51:21 PM

Photo 1 of 2 : UCIP_SP_2016_5926_9012.jpg

Plpe on WS slope at waterllne Pipe not backfllled with grout.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start  14.75 Rating ** M Issue No. 1813 (cont) Photo 2 of 2 : UCIP_SP_2016_5926_9011.jpg
LMEnd 14.75 IssueType+ En  Location* LS y _ iy 9 A\ &
Supplemental i i : !
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.404510 ° 38.404510°
-121.513690 °  -121.513690°
DWR ID
Comment Code
Inspector Comment
FS_ID:5926 ]
DS_ID:18958 X
EP_NO: N/A e

o
riry

Repair Type: Non- S -
epair Type: Non-Urgent Pipe on WS slope.

Crossing Status: Found

UCIP Comments: Pipe needs to be properly abandoned.
FIELD_STRUCT_DESC: 4-inch cast iron pipe through levee, 18-feet
below crown. Located 9-feet upstream from boat ramp walkway on
waterward slope.

FS Date: 6/25/2012 3:51:21 PM

LM Start  14.76 Rating ** M Issue No. 1814 Photo 1 of 2 : UCIP_SP_2016_5928_9020.jpg
LM End 14.76 | Issue Type + En Location * LS
Supplemental GPS Latitude/Longitude
Category
Start End
tem DWR UCIP Field Study 38.404480° 38.404480°
-121.513680 ° -121.513680°
DWR ID
Comment Code
Inspector Comment
FS_1D:5928
DS_1D:18959
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1-inch PVC electrical conduit through the
levee 1.5-feet below the crown at the upstream side of boat ramp
walkway. Provides electrical service to boat ramp.

FS Date: 6/25/2012 3:53:19 PM

Possible electrical conduit on boat dock.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA Page 176 of 211
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Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

LM Start  14.76 Rating ** M Issue No. 1814 (cont)
LM End 14.76 | IssueType+ En | Location* LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.404480 ° 38.404480/°
-121.513680/° -121.513680 °
DWR ID
Comment Code
Inspector Comment
FS_1D:5928
DS _1D:18959
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1-inch PVC electrical conduit through the
levee 1.5-feet below the crown at the upstream side of boat ramp
walkway. Provides electrical service to boat ramp.

FS Date: 6/25/2012 3:53:19 PM

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

Photo 2 of 2 : UCIP_SP_2016_5928_9019.jpg
° -

Electrical conduit at WS shoulder on upstream side of pier walkway.

LM Start  14.76 Rating ** M Issue No. 957
LM End 14.76 | IssueType+ En | Location* LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
" Encroachments 38.404447° 38.404447°
em
-121.513634°  -121.513634 °

DWR ID DWR_MAQ0009_01_s _ 2012 957
Comment Code
FE : Fence

Inspector Comment
Painted brick wall on landside shoulder.

Photo 1 of 1 : SP_2016_MA0009_201_957_20160516_00615.jpg

View of the 'bficl; Walll on the sﬁoulger of 't‘he 'Ievée on the iandward side
looking upstream. Spring 2016.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain

Tuesday, May 31, 2016 13:29

FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start 15.04 Rating ** M Issue No. 1821
LM End 15.04 | Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.400520|° 38.400520/°
-121.512300/° -121.512300°
DWR ID
Comment Code
Inspector Comment
FS_1D:5180
DS _1D:17429
EP_NO: 6189

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Need to determine if additional pipe on LS slope is
discarded material or an additional pipe through the levee.
FIELD_STRUCT_DESC: 5-inch pipe sleeved through 7-inch pipe
through levee, 8.4 feet below crown. Annular space grouted, pump and
gate valve in pumphouse on landward side (App. No. 6189
11/15/1968). Originally included in O+M manual (1955). 1-inch pimer
line runs to LS shoulder and 5-inch standpipe.

FS Date: 6/25/2012 11:31:49 AM

A1

| ‘5 .
Pumpho

use, JP,and meter on LS toe. Showing 3 pipes on LS slope.

Photo 1 of 2 : UCIP_SP_2016_5180_7004.jpg

LMStart  15.04 Rating ** M | Issue No. 1821 (cont) Photo 2 of 2 : UCIP_SP_2016_5180_7003.jpg
LM End 15.04 | Issue Type + En Location * LS y i I UM
Pump in pumphouse on LS toe.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor

LM Start  15.09 Rating ** M Issue No. 55
LM End 15.09 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.399804 ° 38.399804 °
Item

-121.512096°  -121.512096 °

DWR ID DWR_MAQ009_01_s _ 2012 55
Comment Code
V6 : Landscaping

Inspector Comment

Issue No. 1822
Location * LS

LM Start 15.19 Rating ** M
LM End 15.19 | Issue Type + En

Supplemental GPS Latitude/Longitude

Category
Start End
tem DWR UCIP Field Study 38.398340 ° 38.398340 °
-121.511980/° -121.511980°
DWR ID
Comment Code
Inspector Comment
FS_ID:5181
DS _1D:17430
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Gate valve on WS does not open or close.
FIELD_STRUCT_DESC: 8-inch steel pipe through levee, 12.7 feet
below crown. Joint pole, meter, 16-inch standpipe and pump on LS toe.
Gatevalve on waterward slope. 1-inch galvanized steel primer pipe runs
parallel to 8-inch pipe on LS slope. Originally included in O+M manual
(1955).

FS Date: 6/25/2012 11:56:42 AM

Photo 1 of 1 : SP_2016_MA0009_201_55_20160516_00614.jpg

ity

e At A Nt a AR > SR
View of the trees and ivy plants on the shoulder of the levee on the
landward side looking upstream. Spring 2016.

Photo 1 of 2 : UCIP_SP_2016_5181_7008.jpg

Gate valve on WS slope.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

N : Not Inspected/Rated
C: Corrected
AJW : Acceptable but Monitor & Maintain

FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start  15.19 Rating ** M Issue No. 1822 (cont)
LM End 15.19 Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.398340 ° 38.398340/°
-121.511980/° -121.511980°
DWR ID
Comment Code
Inspector Comment
FS_ID:5181
DS _1D:17430
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Gate valve on WS does not open or close.
FIELD_STRUCT_DESC: 8-inch steel pipe through levee, 12.7 feet
below crown. Joint pole, meter, 16-inch standpipe and pump on LS toe.
Gatevalve on waterward slope. 1-inch galvanized steel primer pipe runs
parallel to 8-inch pipe on LS slope. Originally included in O+M manual
(1955).

FS Date: 6/25/2012 11:56:42 AM

LM Start 15.47 Rating ** M Issue No. 137
LM End 15.47 | IssueType+ Ma | Location* LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.394239° 38.394239 °
Item

-121.512045°  -121.512045°
DWR ID DWR_MA0009 01_s _ 2013_137
Comment Code

V2 : Remove the wild growth other than native grasses from the levee
slopes.

Inspector Comment

Photo 2 of 2 : UCIP_SP_2016_5181_7007.jpg

= "“ o
\ - e

»

~

Photo 1 of 2 : SP_2016_MA0009_201_137_20160304_00146.jpg

Blackberries are along the levee toe and starting to creep up the slope.

Spring 2014
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement
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Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start  15.47 Rating ** M Issue No. 137 (cont) Photo 2 of 2 : SP_2016_MA0009_201_137_20160516_00613.jpg
LMEnd 15.47 | IssueType+ Ma  Location * LS o Wy ; A : b
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Vegetation 38.394239 ° 38.394239°
-121.512045°  -121.512045°

DWR ID DWR_MAQ009 01_s _ 2013_137
Comment Code

V2 : Remove the wild growth other than native grasses from the levee
slopes.

Inspector Comment

View of te blackberries at the levee toe on the landward side. Spring

05/12/2016 -

b

2016.
LM Start  15.56 Rating ** U Issue No. 1852
LM End 15.56 | Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.393070 ° 38.393070/°
-121.512190/° -121.512190°
DWR ID
Comment Code
Inspector Comment
FS_1D:42829
DS 1D:17431
EP_NO: N/A

Repair Type: Urgent

Crossing Status: Found

UCIP Comments: 2-foot deep 5-foot diameter sink hole over pipe at LS
shoulder. Pipe has multiple repairs and leaks along water side slope.
gate valve is in-operative. Pipe is likely failing internally.
FIELD_STRUCT_DESC: 12-inch pipe through levee, 17.0 feet below
crown. Pump and gate valve on concrete stand box on landward toe.
Slant pump and 10-inch pipe sleeved into 12-inch pipe on waterward
slope. Originally included in O+M manual (1955).

FS Date: 6/25/2012 1:29:00 PM

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start  15.56 Rating ** ] Issue No. 1852 (cont) Photo 2 of 2 : UCIP_SP_2016_42829 20808.jpg
LMEnd 1556 IssueType+ En  Location * LS R Ry Th TR RN R
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.393070 ° 38.393070°
-121.512190° -121.512190 °
DWR ID
Comment Code
Inspector Comment
FS _1D:42829
DS_ID:17431
EP_NO: N/A

Repair Type: Urgent

Crossing Status: Found

UCIP Comments: 2-foot deep 5-foot diameter sink hole over pipe at LS
shoulder. Pipe has multiple repairs and leaks along water side slope.
gate valve is in-operative. Pipe is likely failing internally.
FIELD_STRUCT_DESC: 12-inch pipe through levee, 17.0 feet below
crown. Pump and gate valve on concrete stand box on landward toe.
Slant pump and 10-inch pipe sleeved into 12-inch pipe on waterward
slope. Originally included in O+M manual (1955).

FS Date: 6/25/2012 1:29:00 PM

Gate valve missing handle.

LM Start 15.80 Rating ** M Issue No. 1848
LM End 15.80 | Issue Type + En Location * LS
Supplemental i i
Sy pp GPS Latitude/Longitude
Start End
- DWR UCIP Field Study 38.389530/° 38.389530/°
-121.512800°  -121.512800 °
DWR ID
Comment Code
Inspector Comment
FS_1D:41066
DS 1D:17432
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Indicator Found

UCIP Comments: Pipe abandoned/grouted in place by DWR. Pipe not
found but pump and appurtances good indicator of previous location.
FIELD_STRUCT_DESC: 1 of 2: 8-inch abandoned pipe through levee,
12.7 feet below crown. Pressure grouted 8/68 by DWR. Originally
included in O+M manual (1955).

FS Date: 6/25/2012 1:39:00 PM

Pump at location where this pipe would have originally been located.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start 15.80 Rating ** M Issue No. 1848 (cont)
LM End 15.80 | Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.389530 ° 38.389530/°
-121.512800/° -121.512800 °
DWR ID
Comment Code
Inspector Comment
FS_1D:41066
DS _1D:17432
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Indicator Found

UCIP Comments: Pipe abandoned/grouted in place by DWR. Pipe not
found but pump and appurtances good indicator of previous location.
FIELD_STRUCT_DESC: 1 of 2: 8-inch abandoned pipe through levee,
12.7 feet below crown. Pressure grouted 8/68 by DWR. Originally
included in O+M manual (1955).

FS Date: 6/25/2012 1:39:00 PM

LM Start  15.88 Rating ** U Issue No. 1841
LM End 15.88 | Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
- DWR UCIP Field Study 38.388480/° 38.388480/°
-121.513160°  -121.513160 °
DWR ID
Comment Code
Inspector Comment
FS_1D:12811
DS 1D:17433
EP_NO: N/A

Repair Type: Urgent

Crossing Status: Found

UCIP Comments: Pump and gate valve removed from pumphouse.
Pipe needs to be closed or properly abandoned.
FIELD_STRUCT_DESC: 8-inch pipe through levee, 13.3 feet below
crown. Pump and gate valve missing from waterward slope. Service
pole and concrete distribution box at toe of landward slope. Originally
included in O+M manual (1955). 1-inch galvanized steel electrical
conduit through the levee parallel to the 8-inch pipe.

FS Date: 6/25/2012 1:51:00 PM

Photo 2 of 2 : UCIP_SP_2016_41066_7014.jpg
PG i Y (T

Concrete box and galvanized steel standpipe good indicator as to

original pipe location.

Photo 1 of 2 : UCIP_SP_2016_12811_20814.jpog

WS shoulder: pumphouse missing walls, pump, and gate valve

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

C: Corrected

N : Not Inspected/Rated

AJW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

Waterway Bank | Unit Miles 'gfggéi;’g Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start  15.88 Rating ** U Issue No. 1841 (cont) Photo 2 of 2 : UCIP_SP_2016_12811 20813.jpg
LM End 15.88 | Issue Type + En Location * LS - " s
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.388480° 38.388480 °
-121.513160° -121.513160°
DWR ID
Comment Code
Inspector Comment
FS_ID:12811 S~ . sl
DS_ID:17433 T o
EP_NO: N/A - v ) l, ¢

Repair Type: Urgent

Crossing Status: Found

UCIP Comments: Pump and gate valve removed from pumphouse.
Pipe needs to be closed or properly abandoned.
FIELD_STRUCT_DESC: 8-inch pipe through levee, 13.3 feet below
crown. Pump and gate valve missing from waterward slope. Service
pole and concrete distribution box at toe of landward slope. Originally
included in O+M manual (1955). 1-inch galvanized steel electrical
conduit through the levee parallel to the 8-inch pipe.

FS Date: 6/25/2012 1:51:00 PM

Open pipe where pump and gate valve should be located.

LM Start  15.96 Rating ** M Issue No. 202
LM End 16.12 | Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.387379° 38.385235/°

Item
°

-121.513615°  -121.515025

DWR ID DWR_MAQO009_01_s _ 2012_202
Comment Code
V6 : Landscaping

Inspector Comment
Rosebud and house upstream

View of the trees on the landward slope of the levee looking upstream.

Spring 2016.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

No Photos
Earthen Levee

Vegetation 38.386542 38.386542
-121.514111°  -121.514111

DWR_MAQO009_01_s _ 2012 952

V4 : Elderberries are blocking visibility and flood fight capability.

DWR UCIP Field Study 38.384990 38.384990
-121.515280 ° -121.515280°

FS_ID:5186

DS_ID:17434

EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Pump missing from platform.
FIELD_STRUCT_DESC: 8-inch pipe through levee, 11.8 feet below
crown. Slant pump on waterward slope. gate valve, 24-inch concrete
standpipe, anc concrete distribution box on LS toe. Meter on pole LS
toe. 1l-inch galvanized steel electrical conduit through the levee 11.8
feet below the crown. Originally included in O+M manual (1955).

FS Date: 6/26/2012 2:02:36 PM

Gate valve, standpipe, concret distribution box, pole, and meter on LS
toe.

Tuesday, May 31, 2016 13:29 FINAL DATA Page 185 of 211



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LM Start  16.15 Rating ** M Issue No. 1823 (cont)
LM End 16.15 | Issue Type + En Location * WS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.384990 ° 38.384990 °
-121.515280° -121.515280°
DWR ID
Comment Code
Inspector Comment
FS_ID:5186
DS_ID:17434
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Pump missing from platform.
FIELD_STRUCT_DESC: 8-inch pipe through levee, 11.8 feet below
crown. Slant pump on waterward slope. gate valve, 24-inch concrete
standpipe, anc concrete distribution box on LS toe. Meter on pole LS
toe. 1l-inch galvanized steel electrical conduit through the levee 11.8
feet below the crown. Originally included in O+M manual (1955).

FS Date: 6/26/2012 2:02:36 PM

LMStart  16.15 Rating ** M Issue No. 953
LM End 16.15 Issue Type + Ma Location * WS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Vegetation 38.384924 ° 38.384924°
-121.515363° -121.515363 °

DWRID DWR_MA0009 01 s 2012 953
Comment Code
V4 : Elderberries are blocking visibility and flood fight capability.

Inspector Comment

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 EINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LM Start  17.10 Rating ** M Issue No. 1815 Photo 1 of 2: U

CIP_SP_2016_5929_9022.jpg
Pt -

o

LM End ' 17.10 | Issue Type + En Location * WS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.374100 ° 38.374100/°
-121.522350/°  -121.522350 °
DWR ID
Comment Code
Inspector Comment
FS_1D:5929
DS _1D:18960 p
EP_NO: N/A %

\F B DS

gfgsslirngyggg;n':gﬁzm Pipe on upstream side of pier walkway.
UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1.25-inch PVC pipe through the levee 6-feet
below the crown at the upstream side of boat ramp walkway.

FS Date: 6/26/2012 3:56:24 PM

LMStat  17.10  Rating** M | IssueNo. 1815 (cont) Photo 2 of 2 : UCIP_SP_2016_5929_9021.jpg

LM End 17.10 | Issue Type + En Location * WS ¥ el

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LM Start  17.10 Rating ** M Issue No. 1816 Photo 1 of 2: U

CIP_SP_2016_5930_9024.jpg
ror_c0 -

o

LM End  17.10 | Issue Type + En Location * WS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.374080 ° 38.374080/°
-121.522360°  -121.522360 °
DWR ID
Comment Code
Inspector Comment
FS_1D:5930
DS _1D:18961 S
EP_NO: N/A O

o N
el 7

Repair Type: Non-Urgent Pipes on upstream side of pier alkway.

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 0.75-inch PVC pipe through the levee 6-feet
below the crown at the upstream side of boat ramp walkway.

FS Date: 6/26/2012 3:58:33 PM

LMStat  17.10  Rating** M | IssueNo. 1816 (cont) Photo 2 of 2 : UCIP_SP_2016_5930_9023.jpg

LM End 17.10 | Issue Type + En Location * WS ¥ el

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LM Start  17.11 Rating ** M Issue No. 1833 Photo 1 of 2: U

CIP_SP_2016_5945_9086.jpg
ror_c0 -

o

LM End  17.11 | Issue Type + En Location * WS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.374070° 38.374070/°
-121.522360°  -121.522360 °
DWR ID
Comment Code
Inspector Comment
FS_1D:5945
DS _1D:18962 S
EP_NO: N/A O

o N
el 7

Repair Type: Non-Urgent Pipes on upstream side of pier alkway.

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 2-inch PVC pipe through the levee 6-feet
below the crown at the upstream side of boat ramp walkway.

FS Date: 6/26/2012 3:59:00 PM

IMStat ~ 17.11  Rating** M | IssueNo. 1833 (cont) Photo 2 of 2 : UCIP_SP_2016_5945_9085.jpg

LM End 17.11  Issue Type + En Location * WS ¥ el

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 EINAL DATA Page 189 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start  17.36 Rating ** M Issue No. 1770 Photo 1 of 2 : UCIP_SP_2016_5222_7111.jpg
LM End 17.36 Issue Type+ En  Location * WS ! 4 ¢
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.370596 ° 38.370596 °
-121.520907°  -121.520907 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5222
DS_ID:17452
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Pump disconnected from pipe in pumphouse.
FIELD_STRUCT_DESC: 8-inch steel pipe sleeved through 10-inch pipe
on WS and 10-inch pipe sleeved through 12-inch pipe on LS, 6.0 feet
below crown. Pump disconnected and gate valve in pumphouse on
waterward slope. 1.5-inch steel electrical conduit through the levee and
parallel to the 8-inch steel pipe. Originally included in O+M manual
(1955).

FS Date: 6/26/2012 3:02:29 PM

Concrete standpipe under heavy vegetation at LS

toe.

LMStart  17.36 Rating ** M | Issue No. 1770 (cont) Photo 2 of 2 : UCIP_SP_2016_5222_7110.jpg
LM End 17.36 | Issue Type + En Location * WS ;
| > 12 &
& 2 X AR FA LY e
10-inch sleeved through a 12-inch pipe on the LS shoulder.

* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
M Inspection
Waterway Bank | Unit Miles Start/End Inspector
Unit No. 01 Sacramento River Left | 19.35 83%@812 ii'r

LM Start 17.37 Rating ** M Issue No. 199
LM End 17.37 | IssueType+ En | Location* LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.370453 ° 38.370453 °
Item

-121.520878 °
DWR ID DWR_MA0009_01_s _2012_199
Comment Code
V6 : Landscaping

Inspector Comment

Rating ** M
Issue Type + En

Issue No. 1824
Location * LS

LM Start 17.44
LM End 17.44

Supplemental GPS Latitude/Longitude

Category
Start End
tem DWR UCIP Field Study 38.369520 ° 38.369520°
-121.520490°  -121.520490 °
DWR ID
Comment Code
Inspector Comment
FS_1D:5932
DS _1D:17428
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Not Found

UCIP Comments: need to clear vegetation from area in order to find
pipe.

FIELD_STRUCT_DESC: 8-inch abandoned pipe through levee, 4.0 feet
below crown. Pipe open on waterward side, not visible on landward
side.

FS Date: 6/26/2012 3:18:00 PM

-121.520878 °

Photo 1 of 1 : SP_2016_MA0009_201_199_20160516_00611.jpg

B

051272016

s

View of the trees and“shrubs on the landward side of the levee looking
downstream. Spring 2016.

No Photos

* Location

LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

Tuesday, May 31, 2016 13:29

** Rating
A: Acceptable
M : Minimally Acceptable
U : Unacceptable

C: Corrected

N : Not Inspected/Rated

AJW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start  17.49 Rating ** M Issue No. 1825
LM End 17.49 Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.368740/° 38.368740/°
-121.520400/°  -121.520400 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5933
DS _1D:18964
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 4-inch steel waterline 3.5-feet below the
crown. Shutoff valve on waterside slope under building.

FS Date: 6/26/2012 4:02:26 PM

~ Photo 1 of 2 : UCIP_SP_2016_5933_9043 jpg

LMStat  17.49 = Rating ** M | Issue No. 1825 (cont) Photo 2 of 2 : UCIP_SP_2016_5933_9042.jpg
LM End 17.49 | Issue Type + En Location * LS
8
B
-
E
8
g ,A‘_" \__ ,f'&a /
’ < P
2% :_.' " _J A ,e; 3 \ o) ‘\\ ? 3
Valve sticking up under building on WS slope.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lf)"r
LMStart  17.50 Rating ** M Issue No. 1826 Photo 1 of 2 : UCIP_SP_2016_5934_9045.jpg

LM End 1750 | Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.368590 ° 38.368590 °
-121.520310°  -121.520310°
DWR ID
Comment Code
Inspector Comment ¢
FS_1D:5934 4
DS _1D:18965 i
EP_NO: N/A 5 : .
Pipes through levee on WS slope.

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 2.5-inch steel electrical conduit 6-feet below
the crown. Pipe visible under building on WS slope.

FS Date: 6/26/2012 4:04:34 PM

LM Start 17.50 Rating ** M Issue No. 1826 (cont)

LM End 17.50 | Issue Type + En Location * LS
» A 'y .
R al o O

Pipes through levee on WS slope.
* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 EINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lf)"r
LM Start  17.50 Rating ** M Issue No. 1827 Photo 1 of 2 : UCIP_SP_2016_5935_9047.jpg

LM End ' 17.50 | Issue Type + En Location * LS
Supplemental i i
e pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.368580 ° 38.368580|°
-121.520310/°  -121.520310°
DWR ID
Comment Code
Inspector Comment
FS_ID:5935
DS _1D:18966
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 2-inch steel electrical conduit 7-feet below the
crown. Pipe visible under building on WS slope.

FS Date: 6/26/2012 4:06:28 PM

LM Start 17.50 Rating ** M Issue No. 1827 (cont)
LM End 17.50 | Issue Type + En Location * LS
D | : ®y
Pipes through levee on WS slope.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start  17.50 Rating ** M Issue No. 1828 Photo 1 of 1 : UCIP_SP_2016_5936_9048.jpg
LM End 17.50 |lIssueType+ En  Location * LS ; [ y &
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.368570 ° 38.368570°
-121.520310°  -121.520310°
DWR ID
Comment Code
Inspector Comment
FS_ID:5936
DS_1D:18968
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permits identified for this crossing.
FIELD_STRUCT_DESC: 2-inch PVC pipe 5.5-feet below the crown.
Pipe visible under building on WS slope.

FS Date: 6/26/2012 4:07:33 PM

Pipes through levee on WS slope.

LM Start  17.50 Rating ** M Issue No. 1829 Photo 1 of 2 : UCIP_SP_2016_5937_9050.jpg

LM End 17.50 | IssueType+ En | Location* LS

Supplemental GPS Latitude/Longitude
Category
Start End
tem DWR UCIP Field Study 38.368560 ° 38.368560 °
-121.520300 °  -121.520300 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5937
DS_ID:18967
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 4-inch steel waterline 5-feet below the crown.
Pipe visible under building on WS slope.

FS Date: 6/26/2012 4:08:42 PM

Pipes through levee on WS slope.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

by

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LMStart  17.50 Rating ** M Issue No. 1829 (cont) Photo 2 of 2 : UCIP_SP_2016_5937_9049.jpg
LMEnd 17.50 | IssueType+ En  Location * LS ; BARGE :
Supplemental i i 4
gy pp GPS Latitude/Longitude .
Start End
tem DWR UCIP Field Study 38.368560 ° 38.368560 °
-121.520300 °  -121.520300 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5937 A
DS_ID:18967 : P
EP_NO: N/A % N

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 4-inch steel waterline 5-feet below the crown.
Pipe visible under building on WS slope.

FS Date: 6/26/2012 4:08:42 PM

Pipe exiting from concret wall

on S shoulder.

LM Start  17.52 Rating ** M Issue No. 1830
LM End 17.52  Issue Type + En Location * LS
Supplemental i i
Sy pp GPS Latitude/Longitude
Start End
- DWR UCIP Field Study 38.368270° 38.368270°
-121.520220°  -121.520220 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5938
DS _1D:18969
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 4-inch cast iron sewer line 2.5-feet below the
crown. Pipe visible on underside on building on WS slope.

FS Date: 6/26/2012 4:10:08 PM

Photo 1 of 2 : UCIP_SP_2016_5938_9052.jpg

ipe throﬁgh levee on WS slope.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Ob : Design & System Obsolescence

Tuesday, May 31, 2016 13:29 EINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start  17.52 Rating ** M Issue No. 1830 (cont) Photo 2 of 2 : UCIP_SP_2016_5938_9051.jpg
LM End 17.52 | Issue Type + En Location * LS BT o 53
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.368270° 38.368270°
-121.520220°  -121.520220°
DWR ID
Comment Code
Inspector Comment
FS_ID:5938
DS_1D:18969
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 4-inch cast iron sewer line 2.5-feet below the
crown. Pipe visible on underside on building on WS slope.

FS Date: 6/26/2012 4:10:08 PM

LM Start 17.57 Rating ** M Issue No. 1831 Photo 1 of 2 : UCIP_SP_2016_5939 9054.jpg
LMEnd 17.57  IssueType+ En | Location* LS i3 4~ s ; R
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.367650 ° 38.367650 °
-121.520040 °  -121.520040 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5939
DS_1D:18963
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1-inch PVC domestic waterline through the
levee 1.5-feet below the crown. Pipe runs from corner of building to
pumphouse catwalk on WS shoulder.

FS Date: 7/25/2012 4:11:55 PM

PVC waterline on downstream side of pier walkway.A

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start 17.57 Rating ** M Issue No. 1831 (cont)
LM End 17.57  Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.367650 ° 38.367650|°
-121.520040/°  -121.520040 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5939
DS _1D:18963
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No permit identified for this crossing.
FIELD_STRUCT_DESC: 1-inch PVC domestic waterline through the
levee 1.5-feet below the crown. Pipe runs from corner of building to
pumphouse catwalk on WS shoulder.

FS Date: 7/25/2012 4:11:55 PM

Photo 2 of 2 : UCIP_SP_2016_5939_9053.jpg

cut through concrete at building on LS shoulder here waterline was
installed (per inspector).

LM Start 17.59 Rating ** U Issue No. 1842

LM End 17.59 IssueType+ En  Location * LS
Supplemental GPS Latitude/Longitude
Category
Start End
tem DWR UCIP Field Study 38.367310° 38.367310°
-121.519980 °  -121.519980°
DWR ID
Comment Code
Inspector Comment
FS_1D:12812
DS_ID:17682
EP_NO: 9635

Repair Type: Urgent

Crossing Status: Found

UCIP Comments: No apparent closure device on pipe and pipe has no
indication that it was properly abandoned. Urgent do to size of pipe.
FIELD_STRUCT_DESC: 3 of 3: 36-inch corrugated metal pipe through
levee 5-feet below the crown. Runs under the pier walkway from the
location of a removed fish screen test facility at centerline of levee back
to river. 4-inch steel pipe runs parallel to 36-inch and terminates in 36-
inch near WS slope. (Permit No. 9635)

FS Date: 6/26/2012 8:00:00 AM

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

N : Not Inspected/Rated
C: Corrected
AJW : Acceptable but Monitor & Maintain

FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start  17.62 Rating ** M Issue No. 198
LM End 17.62 | Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.366900|° 38.366900|°

o

-121.520022°  -121.520022
DWR ID DWR_MAQ009 01_s _ 2012_198
Comment Code

BU : Building

Inspector Comment
Pumphouse downstream of the Town of Hood.

Photo 1 of 1 : SP_2016_MA0009_201_198_20160304_00211.jpg

3

View of the old pumphose at the toe of the levee on the landward side
looking downstream. Fall 2015.

LM Start 17.83 Rating ** M Issue No. 382
LM End 17.83 | IssueType+ Ma | Location* WS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Trim / Thin Trees 38.363892|° 38.363892|°

o

-121.519857 °  -121.519857

DWR ID DWR_MAQ009 01_s _ 2016_382
Comment Code
T1: Trim trees to at least five feet above ground level.

Inspector Comment

Photo 1 of 1 : SP_2016_MA0009_201_382_20160516_00606.jpg
% SR AR it

o

View of the tree on the waterward side of the levee looking downstream.
Spring 2016.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start  18.08 Rating ** M Issue No. 40
LM End 18.08 | Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Encroachments 38.360380/° 38.360380/°

-121.520776°  -121.520776 °
DWR ID DWR_MA0009_01_s_ 2016_40

Comment Code

FE : Fence
Inspector Comment
LM Start 18.10 Rating ** M Issue No. 1846
LM End 18.10 | Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.360178 ° 38.360178/°
-121.521098/° -121.521098 °
DWR ID
Comment Code
Inspector Comment
FS_ID:41064
DS 1D:17688
EP_NO: 2391

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Pump and pipe appear to be abandoned. Need to
properly abandon pipe and pump. Pier is a hazardous attractive
nuisance.

FIELD_STRUCT_DESC: 2 of 2: 12-inch pipe through levee, 7.3 feet
below crown with an 8-inch pipe sleeved through it. Pipe and gate valve
on waterward side attached to a pump on a pier. 1.25-inch galvanized
steel electrical conduit through levee parallel to the 12-inch. 24-inch
concrete standpipe, JP, and meter at LS toe (Permit No. 2391).
Originally included in O+M manual (1955).

FS Date: 6/26/2012 7:49:00 AM

Photo 1 of 1 : SP_2016_MA0009_201_40_20160516_00610.jpg

View of the wrought iron fence on the shoulder of the levee on the

12-inc

landward side looking upstream. Spring 2016.

Y

AL s vl

wi h é-ir;éh"on WS ;Iébé and 1.25-ihch electrical conduit.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

N : Not Inspected/Rated

AW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Page 200 of 211



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start  18.10 Rating ** M Issue No. 1846 (cont)
LM End 18.10 Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.360178/° 38.360178/°
-121.521098/° -121.521098°
DWR ID
Comment Code
Inspector Comment
FS_1D:41064
DS 1D:17688
EP_NO: 2391

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Pump and pipe appear to be abandoned. Need to
properly abandon pipe and pump. Pier is a hazardous attractive
nuisance.

FIELD_STRUCT_DESC: 2 of 2: 12-inch pipe through levee, 7.3 feet
below crown with an 8-inch pipe sleeved through it. Pipe and gate valve
on waterward side attached to a pump on a pier. 1.25-inch galvanized
steel electrical conduit through levee parallel to the 12-inch. 24-inch
concrete standpipe, JP, and meter at LS toe (Permit No. 2391).
Originally included in O+M manual (1955).

FS Date: 6/26/2012 7:49:00 AM

Photo 2

L

of 2: UCIP_SP_2016_41064_7276.jpg
%

Pump on Pier on WS toe.

LMStart  18.16 Rating ** M Issue No. 197
LM End 18.16 Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Vegetation 38.359501 ° 38.359501 °
-121.521774°  -121.521774°

DWR ID DWR_MA0009_01_s _2012_197
Comment Code
V6 : Landscaping

Inspector Comment

Photo 1 of 1 : SP_2016_MA0009_201_197_20160516_00609.jpg

R

View of the Qroundcovef and redwood tress on the landward side of the
levee looking upstream. Spring 2016.

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable
WS : Water Side M : Minimally Acceptable C : Corrected
CR: Crown U : Unacceptable

Tuesday, May 31, 2016 13:29

N : Not Inspected/Rated

AJW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor
LM Start 18.22 Rating ** M Issue No. ‘ 1771 Photo 1 of 2: UCIP_SP 2016 5305 7280 jp
LM End 18.22 | Issue Type + En Location * LS
Supplemental i i
oy pp GPS Latitude/Longitude
Start End
- DWR UCIP Field Study 38.359050 ° 38.359050 °
-121.522800 °  -121.522800°
DWR ID
Comment Code
Inspector Comment
FS_ID:5305
DS _1D:17446
EP_NO: N/A
Repair Type: Non-Urgent S .
Crossing Status: Found Plpe through concrete bIock on LS toe
UCIP Comments: Could not verify welded steel plates on either end of
pipe. Pipe needs to be properly abandoned.
FIELD_STRUCT_DESC: 10-inch pipe through levee, 8.8 feet below
crown. Steel plate welded on both ends by United States Army Corps of
Engineers. Pipe visible on LS 5-feet upstream from 4X4 concrete box
on LS toe. Originally included in O+M manual (1955).
FS Date: 6/26/2012 8:06:32 AM
LM Start ~ 18.22 Rating ** M Issue No. 1771 (cont) Photo 2 of 2: UCIP SP 2016_5305_7279 jpg
LMEnd 18.22 IssueType+ En  Location* LS X B ‘ &
Pipe on LS toe.
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
Tuesday, May 31, 2016 13:29 FINAL DATA Page 202 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lo'r
LM Start  18.31 ‘ Rating ** M Issue No. ‘ 1772 Photo 1 of 2 : UCIP_SP_2016_5306_7283.jpg
LMEnd  18.31 ‘ Issue Type+  En Location * LS
Supplemental i i
gy pp GPS Latitude/Longitude
Start End
- DWR UCIP Field Study 38.358430 ° 38.358430 °
-121.524130° -121.524130°
DWR ID

Comment Code

Inspector Comment

FS_ID:5306

DS_ID:17447

EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Pump leaking oil and siphon breaker on landward
slope is burried or has been removed. Need to repair oil leak,
locate/repair siphon breaker, and remove foliage from around gate
valve on WS.

FIELD_STRUCT_DESC: 1 of 3: 10-inch pipe through levee, 7.0 feet
below crown. Slant pump on pile structure in stream. Siphon break on
landward slope burried. One cm cutoff wall. Service pole and concrete
standpipe on landward side. Originally included in O+M manual (1955).
FS Date: 6/26/2012 8:35:06 AM

"

Concrete standpipe, Joint pole, and meter on LS toe.

LMStat ~ 18.31  Rating ** M | Issue No. 1772 (cont) Photo 2 of 2 : UCIP_SP_2016_5306_7282.jpg
LM End 18.31 | Issue Type + En Location * LS : < i *
- S et
various pipes on WS slope that accompany the slant pump.

* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 EINAL DATA Page 203 of 211




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

it Mi Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lf)"r
LM Start  18.32 Rating ** M Issue No. 956 Photo 1 of 1 : SP_2016_MA0009 201 956_20160516_00608.jpg

LMEnd  18.32 lIssue Type +
Earthen Levee

En Location *

GPS Latitude/Longitude

LS

Repair Type: Non-Urgent
Crossing Status: Found

Category
Start End
tem Encroachments 38.358278 ° 38.358278 °
-121.524323°  -121.524323°
DWR ID DWR_MA0009_01_s _2012_956
Comment Code
FE : Fence
Inspector Comment
View of the brick wall and landscaping on the landward side of the levee
looking upstream. Spring 2016.
LM Start  18.60 Rating ** M | Issue No. 1776 Photo 1 of 2 : UCIP_SP_2016_5311_7294.jpg
LM End 18.60 | Issue Type + En Location * LS
Category Supplemental GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.355380° 38.355380 °
-121.527660 °  -121.527660 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5311
DS_ID:17449
EP_NO: N/A

Concrete pad for missing pump on WS slope. 2-inch galvanized

UCIP Comments: No pump connection and no closure device found.
Pipe needs to be closed and abandoned properly. Notes in levee log
indicate that this pipe had welded steel plates but none were found on

pipe ends.

FIELD_STRUCT_DESC: 12-inch asphault wrapped pipe with pipe
sleeved through it 4.0 feet below crown. Pump components on concrete
pad on waterward slope. Siphon breaker on landward slope is missing.
Remnants of 36-inch concrete pipe riser on LS toe. One cm cutoff wall.
2-inch galvanized steel electrical conduit runs through levee to JP on
LS. Originally included in O+M manual (1955).

FS Date: 6/26/2012 9:33:51 AM

electrical conduit in foreground.

* Location
LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

** Rating
A: Acceptable
M : Minimally Acceptable
U : Unacceptable

N : Not Inspected/Rated
C: Corrected
AW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Tuesday, May 31, 2016 13:29

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

MAO0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start 18.60 Rating ** M Issue No. 1776 (cont)
LM End 18.60 | Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.355380 ° 38.355380/°
-121.527660/° -121.527660 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5311
DS _1D:17449
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: No pump connection and no closure device found.
Pipe needs to be closed and abandoned properly. Notes in levee log
indicate that this pipe had welded steel plates but none were found on
pipe ends.

FIELD_STRUCT_DESC: 12-inch asphault wrapped pipe with pipe
sleeved through it 4.0 feet below crown. Pump components on concrete
pad on waterward slope. Siphon breaker on landward slope is missing.
Remnants of 36-inch concrete pipe riser on LS toe. One cm cutoff wall.
2-inch galvanized steel electrical conduit runs through levee to JP on
LS. Originally included in O+M manual (1955).

FS Date: 6/26/2012 9:33:51 AM

 \',

A

12-inch pipe with 4-inch attaéhment or sleeved through. Fuse box.

LM Start 18.70 Rating ** M Issue No. 190
LM End 18.70 | IssueType+ Ma | Location* WS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
tem Vegetation 38.354253 ° 38.354253 °
-121.528928°  -121.528928 °
DWR ID DWR_MAO009_01_s _2012_190
Comment Code
V4 : Elderberries are blocking visibility and flood fight capability.
Inspector Comment
* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MAO0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor
LM Start 18.74 Rating ** M Issue No. 192
LM End 18.80 Issue Type + Ma Location * WS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.353785° 38.353038°
Item

-121.529430°  -121.530123 °
DWR ID DWR_MAQ009 01_s _ 2012_192
Comment Code
V4 : Elderberries are blocking visibility and flood fight capability.

Inspector Comment

LM Start 18.92 Rating ** M Issue No. 193
LM End 18.92 Issue Type + Ma Location * WS No Photos
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.351783° 38.351783/°
Item

-121.531403 °  -121.531403 °
DWR ID DWR_MAQ009 01_s _ 2012_193
Comment Code
V4 : Elderberries are blocking visibility and flood fight capability.

Inspector Comment

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left 19.35 05/12/2016 Lor

LM Start  18.94 Rating ** M Issue No. 1774
LM End 18.94 | Issue Type + En Location * WS
Supplemental i i
gy pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.351440 ° 38.351440
-121.531580°  -121.531580
DWR ID
Comment Code
Inspector Comment
FS_ID:5780
DS_ID:17554
EP_NO: 6001

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Black PVC pipe on LS shoulder not connected to 3-
inch pipe through the levee and there is no shutoff valve.
FIELD_STRUCT_DESC: 3-inch galvanized pipe through the levee 3-
feet below the crown. Concrete boxes on both ends of pipe (steel sign
post on LS shoulder marks concrete box.. Black PVC pipe runs up LS
slope to concrete headwall and connection to 3-inch pipe. 3.5-inch
white PVC runs down WS slope within a corrugated metal sluice.
(Permit No. 6001). Electrical connection also noted on headwall. Minor
design drawings available in permit.

FS Date: 7/25/2012 2:58:03 PM

o

o

Photo 1 of 2 : UCIP_SP_2016_5780_8743.jpg

and sign post.

LMStart  18.94 ~ Rating ** M | Issue No. 1774 (cont) Photo 2 of 2 : UCIP_SP_2016_5780_8742.jpg

LMEnd 1894 IssueType+ En  Location* WS PR T AN AT B
: : i3 i e | "../r'

Concrete U shaped headwall at outlet showing white PVC pipe in
corrugated metal sluice on WS shoulder.
* Location ** Rating + Issue Type

LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

Inspection

LM Start  18.96 Rating ** M Issue No. 194

LM End 18.96 | Issue Type + En Location * LS
Earthen Levee GPS Latitude/Longitude
Category
Start End
Vegetation 38.351183/° 38.351183/°
Item

-121.531788 °
DWR ID DWR_MA0009_01_s _2012_194
Comment Code
V6 : Landscaping

Inspector Comment

LM Start  19.03 Rating ** M Issue No. 1775

LM End 19.03  Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.350460 ° 38.350460|°
-121.532600/° -121.532600 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5783
DS _1D:17451
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Oil leaking all over pump platform and ground around
pump. CMP riser on LS slope is damaged and should be marked to
prevent further damage of siphon breaker and roadway equipment.
FIELD_STRUCT_DESC: 12-inch pipe through levee, 4.5 feet below
crown. Slant Pump on pile structure on WS slope. Siphon breaker on
landward slope. 1.5-inch galvanized electrical conduit 4.5-feet below
the crown from JP on LS toe to Breaker on slant pump pier. 36-inch
Concrete standpipe on LS toe. One cm cutoff wall. Originally included
in O+M manual (1955).

FS Date: 7/25/2012 3:15:00 PM

-121.531788 °

Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

Photo 1 of 1 : SP_2016_MA0009_201_194_20160516_00607.jpg

View of the shrubs on the landward side of the. levee Iooking upstream.
Spring 2016.

Photo 1 of 2 : UCIP_SP_2016_5783_8754.jpg

* Location
LS:Land Side  N/A: Not Applicable
WS : Water Side
CR: Crown

Tuesday, May 31, 2016 13:29

** Rating
A: Acceptable
M : Minimally Acceptable
U : Unacceptable

N : Not Inspected/Rated
C: Corrected
AW : Acceptable but Monitor & Maintain

FINAL DATA

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

MAO0009

Page 208 of 211



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start  19.03 Rating ** M Issue No. 1775 (cont) Photo 2 of 2 : UCIP_SP_2016_5783_8753.jpg
LMEnd 19.03 | IssueType+ En | Location* LS - AR T e T oy
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.350460 ° 38.350460 °
-121.532600°  -121.532600 °
DWR ID
Comment Code
Inspector Comment
FS_ID:5783 :
DS_ID:17451 ¥ e .
EP_NO: N/A PR g 5 TR B
. Wl oy b %QU: 1o .&».a!%«

TR

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: Oil leaking all over pump platform and ground around
pump. CMP riser on LS slope is damaged and should be marked to
prevent further damage of siphon breaker and roadway equipment.
FIELD_STRUCT_DESC: 12-inch pipe through levee, 4.5 feet below
crown. Slant Pump on pile structure on WS slope. Siphon breaker on
landward slope. 1.5-inch galvanized electrical conduit 4.5-feet below
the crown from JP on LS toe to Breaker on slant pump pier. 36-inch
Concrete standpipe on LS toe. One cm cutoff wall. Originally included
in O+M manual (1955).

FS Date: 7/25/2012 3:15:00 PM

élant pump on Pile structﬂré‘WS slope. -

LM Start 19.03 Rating ** U Issue No. 1843 Photo 1 of 2 : UCIP_SP_2016_12813 20818.jpg
LM End 19.03 | IssueType+ En | Location* LS \T;"" NG t'_r 3 T
Suppl tal i i X '
Sy pplementa GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.350450|° 38.350450|°
-121.532610/° -121.532610°
DWR ID
Comment Code
Inspector Comment
FS_1D:12813
DS_ID:17579
EP_NO: N/A

Repair Type: Urgent

Crossing Status: Found

UCIP Comments: This pipe has been abandoned improperly as it is
open on the WS (it should be grouted in place or removed. Original
slant pump piping and walkway are still visible on WS slope and may
need to be removed.

FIELD_STRUCT_DESC: 12-inch pipe through the levee 6.5 feet below
the crown. This pipe is located 2 feet below the 12-inch pipe curently in
use (2012). Originally included in O+M manual (1955) as a 10-inch
pipe.

FS Date: 7/25/2012 3:22:00 PM

12-inch abandoned pipe open on WS.

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AW : Acceptable but Monitor & Maintain En : Enforcement

Tuesday, May 31, 2016 13:29 FINAL DATA Page 209 of 211



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

MAO0009

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Spring 2016

Sacramento Maintenance Yard Maintenance Area 0009

M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left | 19.35 05/12/2016 Lor

LM Start 19.03 Rating ** U Issue No. 1843 (cont)
LM End 19.03 Issue Type + En Location * LS
Supplemental i i
S pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.350450 ° 38.350450|°
-121.532610/° -121.532610°
DWR ID
Comment Code
Inspector Comment
FS_1D:12813
DS _ID:17579
EP_NO: N/A

Repair Type: Urgent

Crossing Status: Found

UCIP Comments: This pipe has been abandoned improperly as it is
open on the WS (it should be grouted in place or removed. Original
slant pump piping and walkway are still visible on WS slope and may
need to be removed.

FIELD_STRUCT_DESC: 12-inch pipe through the levee 6.5 feet below
the crown. This pipe is located 2 feet below the 12-inch pipe curently in
use (2012). Originally included in O+M manual (1955) as a 10-inch
pipe.

FS Date: 7/25/2012 3:22:00 PM

Photo 2 of 2 : UCIP_SP_2016_12813_20817.jpg

3-seperate suction pipes on WS slope. All but one abandoned and left
open.

LM Start  19.13 Rating ** M Issue No. 1832
LM End 19.13  Issue Type + En Location * LS
Supplemental i i
ot pp GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.349330° 38.349330 °
-121.533830°  -121.533830°
DWR ID
Comment Code
Inspector Comment
FS_ID:5943
DS_ID:17477
EP_NO: N/A

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: This pipe is a good candidate for video inspection.
headwall is cracked and generally looking in poor repair. This may
need some work.

FIELD_STRUCT_DESC: 10-inch pipe through levee, 3.0 feet below
crown. Pump on concrete pad waterward slope with a siphon breaker in
a 12-inch steel riser on the LS shoulder and a shutoff valve on the WS
shoulder. Service pole on landward slope. Originally included in O+M
manual as a 3-inch pipe(1955).

FS Date: 7/25/2012 3:45:00 PM

Photo 1 of 2 : UCIP_SP_2016_5943_9076.jpg
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meter on LS toe.
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Sib‘h.on breaker on LS shoulder with JP and

* Location ** Rating
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch MA0009
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Spring 2016
Sacramento Maintenance Yard Maintenance Area 0009
M Inspection
Waterway Bank | Unit Miles Start/End Inspector
. . 04/27/2016 Jai
Unit No. 01 Sacramento River Left = 19.35 05/12/2016 Lor
LM Start  19.13 Rating ** M Issue No. 1832 (cont) Photo 2 of2: UCIP_SP_2016f5943_9075.jpg
LM End 19.13 | Issue Type + En Location * LS “&,_ R st A i g
Suppl tal i i x
S pplemental GPS Latitude/Longitude
Start End
tem DWR UCIP Field Study 38.349330 ° 38.349330 °
-121.533830°  -121.533830°
DWR ID
Comment Code
Inspector Comment

FS_1D:5943
DS_ID:17477
EP_NO: N/A oy

Repair Type: Non-Urgent

Crossing Status: Found

UCIP Comments: This pipe is a good candidate for video inspection.
headwall is cracked and generally looking in poor repair. This may
need some work.

FIELD_STRUCT_DESC: 10-inch pipe through levee, 3.0 feet below
crown. Pump on concrete pad waterward slope with a siphon breaker in
a 12-inch steel riser on the LS shoulder and a shutoff valve on the WS
shoulder. Service pole on landward slope. Originally included in O+M
manual as a 3-inch pipe(1955).

FS Date: 7/25/2012 3:45:00 PM

o A

Pump dn C

oncrete pad W

o,

S slope. meter and v

By, >

alve on headwall.

Ob : Design & System Obsolescence

* Location ** Rating + Issue Type
LS:Land Side  N/A: Not Applicable A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AJW : Acceptable but Monitor & Maintain En : Enforcement
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